ELECTRICAL ADDENDUM #2

Greenside Fan Power for Gatlinburg Golf Course
Gatlinburg, TN (Course is in Pigeon Forge)

TO: ALL INTERESTED PARTIES CONCERNING THE CONSTRUCTION DOCUMENTS
FOR THE PROJECT — GREENSIDE FAN POWER FOR GATLINBURG GOLF COURSE

General Information:

Contractor Questions:

1. Does electrical equipment need to be painted?

Answer - Yes, all racks, panels, disconnects, and equipment shall be painted
green to match RAL #6007 using oil based exterior enamel, Sherwin Williams or
equal.

2. Will a neutral be added to the 480V run?

Answer - Yes, a neutral shall be added to the 480V service to the 15t disconnect,
see revised drawing E1.1.

3. Will there be a construction curfew?
Answer - The site will be available for construction from 7AM — 9PM daily.
Access to the site is prohibited from 9:01PM — 6:59AM daily.

4. Would we be able to work at night?
Answer — See Q&A #3 above.

5. Can a “side-by-side” be used as transportation to keep trucks out of play area?
Answer — “Side-by-side” or similar UTV equipment may be used for site access,
construction, material transfer, spoils transfer, etc. Full size trucks, flat-bed
trucks, semi-trucks, concrete frucks, trailers, and equipment larger than a mini-
excavator or horizontal boring machine are prohibited from use on the site.

6. Can concrete be mixed on site?

Answer - Yes, concrete can and should be mixed on the site by hand or small
portable mixer. Commercial concrete delivery trucks are prohibited from
accessing the site.

7. Will we have a designated laydown yard/area for materials?

Answer — Yes, a designated laydown area for material and fan storage will be
available on the site as designated by the owner. It is anticipated to be near the
course maintenance building near the 6" green.

8. Do digging spoils need to be removed from the site by the contractor or can they be

disposed of on-site?
Answer — Spoils may be disposed of on-site at a location designated by the
owner.

9. Who is responsible for removal of the old fans and does the owner desire to keep

them?



Answer — The contractor shall remove the old fans and their associated wiring.
The fans shall be hauled off-site and disposed of at a suitable landfill by the
contractor.

Specifications:

1. See attached revised specification sections 004000 — Bid Form; 005000 — Owner
Contractor Agreement; 007000 — General Conditions of the Contract for
Construction.

2. Refer to specification section 260516 — Conduit; refer to Part 2 Products, 2.01
CONDUIT, add paragraph G as follows:
“G. HDPE Conduit for horizontal boring shall be similar and equal to Dura-Line or
Cantex, UL Listed for electrical use, Schedule 40 SDR Rating with listed couplings
from same manufacturer.”

3. See attached added specification sections:
312300 — Unclassified Excavation
312333 — Trenching, Backfilling, & Compacting
312500 — Erosion Prevention and Sediment Control
321216 — Asphalt Paving & Patching
330507 — Horizontal Drilling & Boring

Drawings:
1. See attached revised sheets E0.1, E1.1, E1.2, and E1.3.

THESE CHANGES SHALL BECOME A PART OF THE PROJECT AND
HAVE FULL EFFECT AS PART OF THE CONSTRUCTION DOCUMENTS.

February 13, 2026 By: Nathan A. Brown, PE
Date Facility Systems Consultants, LLC
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BID FORM
Address Bids To: Time and Date for Receiving Bids
Mr. Robert Holt 2:30 P.M,, Local Time
Finance Director February 19, 2026

City Of Gatlinburg
1230 East Parkway
Gatlinburg, TN 37738

The undersigned, having carefully familiarized himself (or themselves) with the existing conditions at
the sites and with the Drawings and Specifications prepared by Facility Systems Consultants, 713 South
Central St, Suite 101, Knoxville, TN 37902 hereby propose to furnish all [abor, materials and equipment
and perform all work necessary for Greenside Fan Power for Gatlinburg Golf Course; in accordance
with Drawings and Specifications for the sum of:

MOBILIZATION TO SITE:

Contractor agrees to mobilize to the site and begin construction calendar days after
receiving written “Notice to Proceed”.

BASE BID - ALL WORK ASSOCIATED WITH THE POWER CIRCUITS AND INSTALLATION OF FANS FOR
GREENS 13 & 15:

Dollars($ )

Contractor agrees to reach substantial completion on the Base Bid portion of the work
calendar days after receiving the Notice to Proceed.

ALTERNATE 1 - ALL WORK ASSOCIATED WITH THE POWER CIRCUITS & INSTALLATION OF FANS FOR
GREENS 5, 10, & 16:

Dollars($ )

Contractor agrees to reach substantial completion on the Alternate No. 1 portion of the work
calendar days after completion of the base bid. (If the Alternate is awarded, work may be
performed concurrently.)

ALTERNATE 2 - SPARE CONDUIT FOR SECOND FAN “B” AT EACH GREEN:

Dollars($ )

STIPULATIONS:
In submitting the bids, the undersigned agrees:

1. Bids will not be withdrawn within the period of 60 calendar days following the opening
thereof.

2. If notified of the acceptance of this bid, to execute a contract for the work and deliver
to the Owner the performance and payment bond specified within 14 calendar days
after such notification.

3. That the Work included under the contract shall be completed within the number of
calendar days indicated by the contractor above starting from the date of the written
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Notice to Proceed. A penalty of $500.00 per calendar day shall be imposed on the
contractor for every day past the deadline until the work is substantially complete and
accepted by the Owner.

4. That the Owner reserves the right to reject any or all bids and to waive any informalities
in bids received.

5. That the Owner shall have the right to accept Alternates in any order or combination
and to determine the low Bidder on the basis of the sum of the Base Bid and Alternates
accepted.

6. No contract is given or implied regarding the project until funding is appropriated, and

the Owner has offered a written contract to the contractor, and both parties have fully
executed the contract. No offer has been made to the contractor until the
aforementioned items have transpired.

7. Attachments to be included with the Bid Form are the Bid Bond covering the project
and the Drug-Free Workplace Affidavit & Title VI/IX Compliance Forms as listed in
Section 010600, Regulatory Requirements.

8. The Bidder agrees that the Bid Documents have been thoroughly received prior to
submitting a bid and that discrepancies, conflicts, errors, and/or omissions within the
documents have been brought to the attention of the Owner, Owner’s Agents,
Engineer, and/or Engineer’s Consultants and have been resolved prior to submission of
bids.

TIME OF COMPLETION:

1. TIME IS OF THE ESSENCE, and if awarded the contract, the undersigned shall provide all
of the labor, materials, equipment, and services required and shall substantially
complete the Work of this Project within the days indicated by the bidder in the
applicable blanks above.

PREREQUISITES FOR ISSUING A CONTRACT TO THE SUCCESSFUL BIDDER:

1. This Contract will not be issued until the Contractor has delivered to the Owner,
satisfactory proof of carriage of all insurance required herein, a properly executed
Contract Bond, and a complete list of all subcontractors and major material suppliers.

RECEIPT OF DRAWINGS:

Receipt is acknowledged of the Drawings and Project Manual identified by Commission No. 12015, and
addenda, bulletins listed under “Addenda Receipt” and “Bulletin Receipt” below.

FIRM NAME

STATE OF INCORPORATION

BY

TITLE

Date )

OFFICIAL ADDRESS AND TELEPHONE:
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Telephone:

Note: If by a corporation, this bid must have the signature required by its bylaws.

ADDENDA RECEIPT: (List addenda and supplementary drawings and the date received).

Title Date Received
Addendum No. 1

Addendum No. 2

BID SECURITY:

Security in the sum of Dollars (% ), in the form of

is submitted herewith.

END OF BID FORM

004000-3 Bid Form
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AGREEMENT
BETWEEN OWNER AND CONTRACTOR FOR
CONSTRUCTION CONTRACT (STIPULATED PRICE)

Prepared by

EJCDC=

ENGINEERS JOINT CONTRACT
DOCUMENTS COMMITTEE

Issued and Published Jointly by

ACEC

AMERICAN COUNCIL OF ENGINEERING COMPANIES

ASCE

AMERICAN SOCIETY OF CIVIL ENGINEERS

National Society of
rofessional Engineers®

v
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AGREEMENT
BETWEEN OWNER AND CONTRACTOR
FOR CONSTRUCTION CONTRACT (STIPULATED PRICE)

THIS AGREEMENT is by and
between City of Gatlinburg, TN (“Owner”) and

(“Contractor”).

Owner and Contractor hereby agree as follows:
ARTICLE 1 -WORK

1.01  Contractor shall complete all Work as specified or indicated in the Contract Documents. The
Work is generally described as follows:

ARTICLE 2 - THE PROJECT

2.01 The Project, of which the Work under the Contract Documents is a part, is generally
described as follows: Greenside Fan Power for Gatlinburg Golf Course.

ARTICLE 3 —ENGINEER

3.01 The part of the Project that pertains to the Work has been designed by Facility Systems
Consultants, LLC.

3.02 The Owner has retained Facility Systems Consultants, LLC (“Engineer””) to act as Owner’s
representative, assume all duties and responsibilities, and have the rights and authority
assigned to Engineer in the Contract Documents in connection with the completion of the
Work in accordance with the Contract Documents.

ARTICLE 4 — CONTRACT TIMES

4.01 Time of the Essence

A. All time limits for Milestones, if any, Substantial Completion, and completion and
readiness for final payment as stated in the Contract Documents are of the essence of
the Contract.

4.02  Contract Times: Days

A. The Work will be substantially completed within TBD days after the date when the
Contract Times commence to run as provided in Paragraph 4.01 of the General
Conditions, and completed and ready for final payment in accordance with Paragraph
15.06 of the General Conditions within TBD days after the date when the Contract Times
commence to run.

4.03  Liquidated Damages

A. Contractor and Owner recognize that time is of the essence as stated in Paragraph 4.01
above and that Owner will suffer financial and other losses if the Work is not completed
and Milestones not achieved within the times specified in Paragraph 4.02 above, plus
any extensions thereof allowed in accordance with the Contract. The parties also
recognize the delays, expense, and difficulties involved in proving in a legal or
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arbitration proceeding the actual loss suffered by Owner if the Work is not completed
on time. Accordingly, instead of requiring any such proof, Owner and Contractor agree
that as liquidated damages for delay (but not as a penalty):

1. Substantial Completion: Contractor shall pay Owner $500 for each day that expires
after the time (as duly adjusted pursuant to the Contract) specified in Paragraph
4.02.A above for Substantial Completion until the Work is substantially complete.

2.  Completion of Remaining Work: After Substantial Completion, if Contractor shall
neglect, refuse, or fail to complete the remaining Work within the Contract Times
(as duly adjusted pursuant to the Contract) for completion and readiness for final
payment, Contractor shall pay Owner $500 for each day that expires after such time
until the Work is completed and ready for final payment.

3. Liquidated damages for failing to timely attain Substantial Completion and final
completion are not additive and will not be imposed concurrently.

ARTICLE 5 — CONTRACT PRICE

5.01 Owner shall pay Contractor for completion of the Work in accordance with the Contract
Documents the amounts that follow, subject to adjustment under the Contract:

A. For all Work, at the prices stated in Contractor’s Bid, attached hereto as an exhibit.
ARTICLE 6 — PAYMENT PROCEDURES

6.01  Submittal and Processing of Payments

A. Contractor shall submit Applications for Payment in accordance with Article 15 of the
General Conditions. Applications for Payment will be processed by Engineer as provided
in the General Conditions.

6.02  Progress Payments; Retainage

A. Owner shall make progress payments on account of the Contract Price on the basis of
Contractor’s Applications for Payment on or about the Last day of each month during
performance of the Work as provided in Paragraph 6.02.A.1 below, provided that such
Applications for Payment have been submitted in a timely manner (30 days prior) and
otherwise meet the requirements of the Contract. All such payments will be measured
by the Schedule of Values established as provided in the General Conditions (and in the
case of Unit Price Work based on the number of units completed) or, in the event there
is no Schedule of Values, as provided elsewhere in the Contract.

1. Prior to Substantial Completion, progress payments will be made in an amount
equal to the percentage indicated below but, in each case, less the aggregate of
payments previously made and less such amounts as Owner may withhold,
including but not limited to retainage and liquidated damages, in accordance with
the Contract

a. 95 percent of Work completed (with the balance being retainage). If the Work
has been 50 percent completed as determined by Engineer, and if the
character and progress of the Work have been satisfactory to Owner and
Engineer, then as long as the character and progress of the Work remain
satisfactory to Owner and Engineer, there will be no additional retainage; and
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6.03

b. 95 percent of cost of materials and equipment Stored and not yet incorporated
in the Work (with the balance being retainage).

Upon Substantial Completion, Owner shall pay an amount sufficient to increase total
payments to Contractor to 100 percent of the Work completed, less such amounts set
off by Owner pursuant to Paragraph 15.01.E of the General Conditions, and less 200
percent of Engineer’s estimate of the value of Work to be completed or corrected as
shown on the punch list of items to be completed or corrected prior to final payment.

Final Payment

A

Upon final completion and acceptance of the Work in accordance with Paragraph 15.06
of the General Conditions, Owner shall pay the remainder of the Contract Price as
recommended by Engineer as provided in said Paragraph 15.06.

ARTICLE 7 — CONTRACTOR’S REPRESENTATIONS

7.01

In order to induce Owner to enter into this Contract, Contractor makes the following
representations:

A.

Contractor has examined and carefully studied the Contract Documents, and any data
and reference items identified in the Contract Documents.

Contractor has visited the Site, conducted a thorough, alert visual examination of the
Site and adjacent areas, and become familiar with and is satisfied as to the general, local,
and Site conditions that may affect cost, progress, and performance of the Work.

Contractor is familiar with and is satisfied as to all Laws and Regulations that may affect
cost, progress, and performance of the Work.

Contractor has considered the information known to Contractor itself; information
commonly known to contractors doing business in the locality of the Site; information
and observations obtained from visits to the Site; and the Contract Documents, with
respect to the effect of such information, observations, and documents on (1) the cost,
progress, and performance of the Work; (2) the means, methods, techniques,
sequences, and procedures of construction to be employed by Contractor; and (3)
Contractor’s safety precautions and programs.

Based on the information and observations referred to in the preceding paragraph,
Contractor agrees that no further examinations, investigations, explorations, tests,
studies, or data are necessary for the performance of the Work at the Contract Price,
within the Contract Times, and in accordance with the other terms and conditions of the
Contract.

Contractor is aware of the general nature of work to be performed by Owner and others
at the Site that relates to the Work as indicated in the Contract Documents.

Contractor has given Engineer written notice of all conflicts, errors, ambiguities, or
discrepancies that Contractor has discovered in the Contract Documents, and the
written resolution thereof by Engineer is acceptable to Contractor.

The Contract Documents are generally sufficient to indicate and convey understanding
of all terms and conditions for performance and furnishing of the Work.

Contractor’s entry into this Contract constitutes an incontrovertible representation by
Contractor that without exception all prices in the Agreement are premised upon
performing and furnishing the Work required by the Contract Documents.

00500 -3 OWNER CONTRACTOR AGREEMENT



FSC Project COG501 Greenside Fan Power for Gatlinburg Golf Course

ARTICLE 8 — CONTRACT DOCUMENTS

8.01

Contents

A. The Contract Documents consist of the following:
This Agreement (pages 1to 6, inclusive).
Performance bond (pages 1to 3, inclusive).

Payment bond (pages 1 to 3, inclusive).

1

2

3

4. General Conditions (pages 1to 68, inclusive).

5. Supplementary Conditions (pages 1to 4, inclusive).

6. Specifications as listed in the table of contents of the Project Manual.
7

Drawings (not attached but incorporated by reference) consisting of 4 sheets with
each sheet bearing the following general title: Eo.1 — ELECTRICAL LEGEND,
SCHEDULES, AND DETAILS; E1.1 — SITE PLAN SECTION 1; E1.2 SITE PLAN SECTION 2;
E1.3 — SITE PLAN SECTION 3.

8. Addenda (numbers 1and 2, inclusive).
9. Exhibits to this Agreement (enumerated as follows):
a. Contractor’s Bid (pages 1to 3, inclusive).

10. The following which may be delivered or issued on or after the Effective Date of the
Contract and are not attached hereto:

a. Notice to Proceed.

b. Work Change Directives.
c. Change Orders.

d. Field Orders.

B. The documents listed in Paragraph 9.01.A are attached to this Agreement (except as
expressly noted otherwise above).

C. There are no Contract Documents other than those listed above in this Article 9.

D. The Contract Documents may only be amended, modified, or supplemented as provided
in the General Conditions.

ARTICLE 9 — MISCELLANEOUS

9.01

9.02

Terms

A. Terms used in this Agreement will have the meanings stated in the General Conditions
and the Supplementary Conditions.

Assignment of Contract

A. Unless expressly agreed to elsewhere in the Contract, no assignment by a party hereto
of any rights under or interests in the Contract will be binding on another party hereto
without the written consent of the party sought to be bound; and, specifically but
without limitation, money that may become due and money that is due may not be
assigned without such consent (except to the extent that the effect of this restriction
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9.03

9.04

9.05

may be limited by law), and unless specifically stated to the contrary in any written
consent to an assignment, no assignment will release or discharge the assignor from any
duty or responsibility under the Contract Documents.

Successors and Assigns

A. Owner and Contractor each binds itself, its successors, assigns, and legal representatives
to the other party hereto, its successors, assigns, and legal representatives in respect to
all covenants, agreements, and obligations contained in the Contract Documents.

Severability

A

Any provision or part of the Contract Documents held to be void or unenforceable under
any Law or Regulation shall be deemed stricken, and all remaining provisions shall
continue to be valid and binding upon Owner and Contractor, who agree that the
Contract Documents shall be reformed to replace such stricken provision or part thereof
with a valid and enforceable provision that comes as close as possible to expressing the
intention of the stricken provision.

Contractor’s Certifications

A.

Contractor certifies that it has not engaged in corrupt, fraudulent, collusive, or coercive
practices in competing for or in executing the Contract. For the purposes of this
Paragraph 10.05:

1.

“corrupt practice” means the offering, giving, receiving, or soliciting of any thing of
value likely to influence the action of a public official in the bidding process or in the
Contract execution;

“fraudulent practice” means an intentional misrepresentation of facts made (a) to
influence the bidding process or the execution of the Contract to the detriment of
Owner, (b) to establish Bid or Contract prices at artificial non-competitive levels, or
(c) to deprive Owner of the benefits of free and open competition;

“collusive practice” means a scheme or arrangement between two or more
Bidders, with or without the knowledge of Owner, a purpose of which is to
establish Bid prices at artificial, non-competitive levels; and

“coercive practice” means harming or threatening to harm, directly or indirectly,
persons or their property to influence their participation in the bidding process or
affect the execution of the Contract.
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IN WITNESS WHEREOF, Owner and Contractor have signed this Agreement.

This Agreement will be effective on 1/24/2022 (which is the Effective Date of the Contract).

NOTE(S) TO USER:

1. See Article 21 of the Instructions to Bidders and correlate procedures for
format and signing of the documents.

2. The Effective Date of the Contract stated above and the dates of any
construction performance bond (EJCDC® C-610 or other) and construction
payment bond (EJCDC® C-615 or other) should be the same, if possible. In
no case should the date of any bonds be earlier then the Effective Date of

the Contract.

OWNER: CONTRACTOR:

By: By:

Title: Title:
(If Contractor is a corporation, a partnership, or a
joint venture, attach evidence of authority to
sign.)

Attest: Attest:

Title: Title:

Address for giving notices: Address for giving notices:
License No.:

(where applicable)
(If Owner is a corporation, attach evidence of NOTE TO USER: Use in those states or other

authority to sign. If Owner is a public body, attach jurisdictions where applicable or required.
evidence of authority to sign and resolution or

other documents authorizing execution of this

Agreement.)
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This document has important legal consequences; consultation with an attorney is encouraged with
respect to its use or modification. This document should be adapted to the particular circumstances of
the contemplated Project and the controlling Laws and Regulations.

STANDARD GENERAL CONDITIONS
OF THE CONSTRUCTION CONTRACT

Prepared by

EJCDC=

ENGINEERS JOINT CONTRACT
DOCUMENTS COMMITTEE

Issued and Published Jointly by

ACEC

AMERICAN COUNCIL OF ENGINEERING COMPANIES

ASCE

AMERICAN SOCIETY OF CIVIL ENGINEERS

National Society of
Professional Engineers®

EJCDC® C-700 (Rev. 1), Standard General Conditions of the Construction Contract,
Copyright © 2013 National Society of Professional Engineers, American Council of Engineering Companies,
and American Society of Civil Engineers. All rights reserved.
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These General Conditions have been prepared for use with the Agreement Between Owner and
Contractor for Construction Contract (EJCDC® C-520, Stipulated Sum, or C-525, Cost-Plus, 2013 Editions).
Their provisions are interrelated and a change in one may necessitate a change in the other.

To prepare supplementary conditions that are coordinated with the General Conditions, use EJCDC’s
Guide to the Preparation of Supplementary Conditions (EJCDC® C-800, 2013 Edition). The full EJCDC
Construction series of documents is discussed in the Commentary on the 2013 EJCDC Construction
Documents (EJCDC® C-001, 2013 Edition).

Copyright © 2013:

National Society of Professional Engineers
1420 King Street, Alexandria, VA 22314-2794
(703) 684-2882

www.nspe.org

American Council of Engineering Companies
1015 15th Street N.W., Washington, DC 20005
(202) 347-7474

WWWw.acec.org

American Society of Civil Engineers
1801 Alexander Bell Drive, Reston, VA 20191-4400
(800) 548-2723

WWWw.asce.org

The copyright for this document is owned jointly by the three sponsoring organizations listed above.
The National Society of Professional Engineers is the Copyright Administrator for the EJCDC documents;
please direct all inquiries regarding EJCDC copyrights to NSPE.

NOTE: EJCDC publications may be purchased at www.ejcdc.org, or from any of the sponsoring
organizations above.

EJCDC® C-700 (Rev. 1), Standard General Conditions of the Construction Contract,
Copyright © 2013 National Society of Professional Engineers, American Council of Engineering Companies,
and American Society of Civil Engineers. All rights reserved.
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ARTICLE 1 — DEFINITIONS AND TERMINOLOGY

1.01  Defined Terms

A

Wherever used in the Bidding Requirements or Contract Documents, a term printed with
initial capital letters, including the term’s singular and plural forms, will have the meaning
indicated in the definitions below. In addition to terms specifically defined, terms with
initial capital letters in the Contract Documents include references to identified articles and
paragraphs, and the titles of other documents or forms.

1.

10.

Addenda—Written or graphic instruments issued prior to the opening of Bids which
clarify, correct, or change the Bidding Requirements or the proposed Contract
Documents.

Agreement—The written instrument, executed by Owner and Contractor, that sets
forth the Contract Price and Contract Times, identifies the parties and the Engineer,
and designates the specific items that are Contract Documents.

Application for Payment—The form acceptable to Engineer which is to be used by
Contractor during the course of the Work in requesting progress or final payments and
which is to be accompanied by such supporting documentation as is required by the
Contract Documents.

Bid—The offer of a Bidder submitted on the prescribed form setting forth the prices
for the Work to be performed.

Bidder—An individual or entity that submits a Bid to Owner.

Bidding Documents—The Bidding Requirements, the proposed Contract Documents,
and all Addenda.

Bidding Requirements—The advertisement or invitation to bid, Instructions to Bidders,
Bid Bond or other Bid security, if any, the Bid Form, and the Bid with any attachments.

Change Order—A document which is signed by Contractor and Owner and authorizes
an addition, deletion, or revision in the Work or an adjustment in the Contract Price or
the Contract Times, or other revision to the Contract, issued on or after the Effective
Date of the Contract.

Change Proposal—A written request by Contractor, duly submitted in compliance with
the procedural requirements set forth herein, seeking an adjustment in Contract Price
or Contract Times, or both; contesting an initial decision by Engineer concerning the
requirements of the Contract Documents or the acceptability of Work under the
Contract Documents; challenging a set-off against payments due; or seeking other
relief with respect to the terms of the Contract.

Claim—(a) A demand or assertion by Owner directly to Contractor, duly submitted in
compliance with the procedural requirements set forth herein: seeking an adjustment
of Contract Price or Contract Times, or both; contesting an initial decision by Engineer
concerning the requirements of the Contract Documents or the acceptability of Work
under the Contract Documents; contesting Engineer’s decision regarding a Change
Proposal; seeking resolution of a contractual issue that Engineer has declined to
address; or seeking other relief with respect to the terms of the Contract; or (b) a
demand or assertion by Contractor directly to Owner, duly submitted in compliance
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11.

12.

13.

14.

15.

16.

17.
18.

19.

20.
21.

22.

with the procedural requirements set forth herein, contesting Engineer’s decision
regarding a Change Proposal; or seeking resolution of a contractual issue that Engineer
has declined to address. A demand for money or services by a third party is not a
Claim.

Constituent of Concern—Asbestos, petroleum, radioactive materials, polychlorinated
biphenyls (PCBs), hazardous waste, and any substance, product, waste, or other
material of any nature whatsoever that is or becomes listed, regulated, or addressed
pursuant to (a) the Comprehensive Environmental Response, Compensation and
Liability Act, 42 U.S.C. §§9601 et seq. (“CERCLA”); (b) the Hazardous Materials
Transportation Act, 49 U.S.C. §§5101 et seq.; (c) the Resource Conservation and
Recovery Act, 42 U.S.C. §§6901 et seq. (“RCRA”); (d) the Toxic Substances Control Act,
15 U.S.C. §8§2601 et seq.; (e) the Clean Water Act, 33 U.S.C. §§1251 et seq.; (f) the
Clean Air Act, 42 U.S.C. §§7401 et seq.; or (g) any other federal, state, or local statute,
law, rule, regulation, ordinance, resolution, code, order, or decree regulating, relating
to, or imposing liability or standards of conduct concerning, any hazardous, toxic, or
dangerous waste, substance, or material.

Contract—The entire and integrated written contract between the Owner and
Contractor concerning the Work.

Contract Documents—Those items so designated in the Agreement, and which
together comprise the Contract.

Contract Price—The money that Owner has agreed to pay Contractor for completion
of the Work in accordance with the Contract Documents. .

Contract Times—The number of days or the dates by which Contractor shall: (a)
achieve Milestones, if any; (b) achieve Substantial Completion; and (c) complete the
Work.

Contractor—The individual or entity with which Owner has contracted for
performance of the Work.

Cost of the Work—See Paragraph 13.01 for definition.

Drawings—The part of the Contract that graphically shows the scope, extent, and
character of the Work to be performed by Contractor.

Effective Date of the Contract—The date, indicated in the Agreement, on which the
Contract becomes effective.

Engineer—The individual or entity named as such in the Agreement.

Field Order—A written order issued by Engineer which requires minor changes in the
Work but does not change the Contract Price or the Contract Times.

Hazardous Environmental Condition—The presence at the Site of Constituents of
Concern in such quantities or circumstances that may present a danger to persons or
property exposed thereto. The presence at the Site of materials that are necessary for
the execution of the Work, or that are to be incorporated in the Work, and that are
controlled and contained pursuant to industry practices, Laws and Regulations, and
the requirements of the Contract, does not establish a Hazardous Environmental
Condition.
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23.

24.

25.

26.

27.

28.

29.

30.

31.

32.

33.

34.

35.

Laws and Regulations; Laws or Regulations—Any and all applicable laws, statutes,
rules, regulations, ordinances, codes, and orders of any and all governmental bodies,
agencies, authorities, and courts having jurisdiction.

Liens—Charges, security interests, or encumbrances upon Contract-related funds, real
property, or personal property.

Milestone—A principal event in the performance of the Work that the Contract
requires Contractor to achieve by an intermediate completion date or by a time prior
to Substantial Completion of all the Work.

Notice of Award—The written notice by Owner to a Bidder of Owner’s acceptance of
the Bid.

Notice to Proceed—A written notice by Owner to Contractor fixing the date on which
the Contract Times will commence to run and on which Contractor shall start to
perform the Work.

Owner—The individual or entity with which Contractor has contracted regarding the
Work, and which has agreed to pay Contractor for the performance of the Work,
pursuant to the terms of the Contract.

Progress Schedule—A schedule, prepared and maintained by Contractor, describing
the sequence and duration of the activities comprising the Contractor’s plan to
accomplish the Work within the Contract Times.

Project—The total undertaking to be accomplished for Owner by engineers,
contractors, and others, including planning, study, design, construction, testing,
commissioning, and start-up, and of which the Work to be performed under the
Contract Documents is a part.

Project Manual—The written documents prepared for, or made available for,
procuring and constructing the Work, including but not limited to the Bidding
Documents or other construction procurement documents, geotechnical and existing
conditions information, the Agreement, bond forms, General Conditions,
Supplementary Conditions, and Specifications. The contents of the Project Manual
may be bound in one or more volumes.

Resident Project Representative—The authorized representative of Engineer assigned
to assist Engineer at the Site. As used herein, the term Resident Project Representative
or “RPR” includes any assistants or field staff of Resident Project Representative.

Samples—Physical examples of materials, equipment, or workmanship that are
representative of some portion of the Work and that establish the standards by which
such portion of the Work will be judged.

Schedule of Submittals—A schedule, prepared and maintained by Contractor, of
required submittals and the time requirements for Engineer’s review of the submittals
and the performance of related construction activities.

Schedule of Values—A schedule, prepared and maintained by Contractor, allocating
portions of the Contract Price to various portions of the Work and used as the basis for
reviewing Contractor’s Applications for Payment.
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36.

37.

38.

39.

40.

41.

42.

43.

44,

45.

Shop Drawings—All drawings, diagrams, illustrations, schedules, and other data or
information that are specifically prepared or assembled by or for Contractor and
submitted by Contractor to illustrate some portion of the Work. Shop Drawings,
whether approved or not, are not Drawings and are not Contract Documents.

Site—Lands or areas indicated in the Contract Documents as being furnished by Owner
upon which the Work is to be performed, including rights-of-way and easements, and
such other lands furnished by Owner which are designated for the use of Contractor.

Specifications—The part of the Contract that consists of written requirements for
materials, equipment, systems, standards, and workmanship as applied to the Work,
and certain administrative requirements and procedural matters applicable to the
Work.

Subcontractor—An individual or entity having a direct contract with Contractor or with
any other Subcontractor for the performance of a part of the Work.

Substantial Completion—The time at which the Work (or a specified part thereof) has
progressed to the point where, in the opinion of Engineer, the Work (or a specified
part thereof) is sufficiently complete, in accordance with the Contract Documents, so
that the Work (or a specified part thereof) can be utilized for the purposes for which it
is intended. The terms “substantially complete” and “substantially completed” as
applied to all or part of the Work refer to Substantial Completion thereof.

Successful Bidder—The Bidder whose Bid the Owner accepts, and to which the Owner
makes an award of contract, subject to stated conditions.

Supplementary Conditions—The part of the Contract that amends or supplements
these General Conditions.

Supplier—A manufacturer, fabricator, supplier, distributor, materialman, or vendor
having a direct contract with Contractor or with any Subcontractor to furnish materials
or equipment to be incorporated in the Work by Contractor or a Subcontractor.

Technical Data—Those items expressly identified as Technical Data in the
Supplementary Conditions, with respect to either (a) subsurface conditions at the Site,
or physical conditions relating to existing surface or subsurface structures at the Site
(except Underground Facilities) or (b) Hazardous Environmental Conditions at the Site.
If no such express identifications of Technical Data have been made with respect to
conditions at the Site, then the data contained in boring logs, recorded measurements
of subsurface water levels, laboratory test results, and other factual, objective
information regarding conditions at the Site that are set forth in any geotechnical or
environmental report prepared for the Project and made available to Contractor are
hereby defined as Technical Data with respect to conditions at the Site under
Paragraphs 5.03, 5.04, and 5.06.

Underground Facilities—All underground pipelines, conduits, ducts, cables, wires,
manholes, vaults, tanks, tunnels, or other such facilities or attachments, and any
encasements containing such facilities, including but not limited to those that convey
electricity, gases, steam, liquid petroleum products, telephone or other
communications, fiber optic transmissions, cable television, water, wastewater, storm
water, other liquids or chemicals, or traffic or other control systems.
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46. Unit Price Work—Work to be paid for on the basis of unit prices.

47. Work—The entire construction or the various separately identifiable parts thereof
required to be provided under the Contract Documents. Work includes and is the
result of performing or providing all labor, services, and documentation necessary to
produce such construction; furnishing, installing, and incorporating all materials and
equipment into such construction; and may include related services such as testing,
start-up, and commissioning, all as required by the Contract Documents.

48. Work Change Directive—A written directive to Contractor issued on or after the
Effective Date of the Contract, signed by Owner and recommended by Engineer,
ordering an addition, deletion, or revision in the Work.

1.02  Terminology

A.

The words and terms discussed in the following paragraphs are not defined but, when used
in the Bidding Requirements or Contract Documents, have the indicated meaning.

Intent of Certain Terms or Adjectives:

1. The Contract Documents include the terms “as allowed,” “as approved,” “as ordered,”
“as directed” or terms of like effect or import to authorize an exercise of professional
judgment by Engineer. In addition, the adjectives “reasonable,” “suitable,”
“acceptable,” “proper,” “satisfactory,” or adjectives of like effect or import are used to
describe an action or determination of Engineer as to the Work. It is intended that
such exercise of professional judgment, action, or determination will be solely to
evaluate, in general, the Work for compliance with the information in the Contract
Documents and with the design concept of the Project as a functioning whole as
shown or indicated in the Contract Documents (unless there is a specific statement
indicating otherwise). The use of any such term or adjective is not intended to and
shall not be effective to assign to Engineer any duty or authority to supervise or direct
the performance of the Work, or any duty or authority to undertake responsibility
contrary to the provisions of Article 10 or any other provision of the Contract
Documents.

Day:

1. The word “day” means a calendar day of 24 hours measured from midnight to the next
midnight.

Defective:

1. The word “defective,” when modifying the word “Work,” refers to Work that is
unsatisfactory, faulty, or deficient in that it:

a. does not conform to the Contract Documents; or

b. does not meet the requirements of any applicable inspection, reference standard,
test, or approval referred to in the Contract Documents; or

c. has been damaged prior to Engineer’s recommendation of final payment (unless
responsibility for the protection thereof has been assumed by Owner at
Substantial Completion in accordance with Paragraph 15.03 or 15.04).
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E.

Furnish, Install, Perform, Provide:

1. The word “furnish,” when used in connection with services, materials, or equipment,
shall mean to supply and deliver said services, materials, or equipment to the Site (or
some other specified location) ready for use or installation and in usable or operable
condition.

2. The word “install,” when used in connection with services, materials, or equipment,
shall mean to put into use or place in final position said services, materials, or
equipment complete and ready for intended use.

3. The words “perform” or “provide,” when used in connection with services, materials,
or equipment, shall mean to furnish and install said services, materials, or equipment
complete and ready for intended use.

4. If the Contract Documents establish an obligation of Contractor with respect to
specific services, materials, or equipment, but do not expressly use any of the four
words “furnish,” “install,” “perform,” or “provide,” then Contractor shall furnish and
install said services, materials, or equipment complete and ready for intended use.

Unless stated otherwise in the Contract Documents, words or phrases that have a well-
known technical or construction industry or trade meaning are used in the Contract
Documents in accordance with such recognized meaning.

ARTICLE 2 — PRELIMINARY MATTERS

2.01  Delivery of Bonds and Evidence of Insurance

A.

Bonds: When Contractor delivers the executed counterparts of the Agreement to Owner,
Contractor shall also deliver to Owner such bonds as Contractor may be required to furnish.

Evidence of Contractor’s Insurance: When Contractor delivers the executed counterparts of
the Agreement to Owner, Contractor shall also deliver to Owner, with copies to each
named insured and additional insured (as identified in the Supplementary Conditions or
elsewhere in the Contract), the certificates and other evidence of insurance required to be
provided by Contractor in accordance with Article 6.

Evidence of Owner’s Insurance: After receipt of the executed counterparts of the
Agreement and all required bonds and insurance documentation, Owner shall promptly
deliver to Contractor, with copies to each named insured and additional insured (as
identified in the Supplementary Conditions or otherwise), the certificates and other
evidence of insurance required to be provided by Owner under Article 6.

2.02  Copies of Documents

A.

Owner shall furnish to Contractor four printed copies of the Contract (including one fully
executed counterpart of the Agreement), and one copy in electronic portable document
format (PDF). Additional printed copies will be furnished upon request at the cost of
reproduction.

Owner shall maintain and safeguard at least one original printed record version of the
Contract, including Drawings and Specifications signed and sealed by Engineer and other
design professionals. Owner shall make such original printed record version of the Contract
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available to Contractor for review. Owner may delegate the responsibilities under this
provision to Engineer.

2.03 Before Starting Construction

A.

Preliminary Schedules: Within 10 days after the Effective Date of the Contract (or as
otherwise specifically required by the Contract Documents), Contractor shall submit to
Engineer for timely review:

1. a preliminary Progress Schedule indicating the times (numbers of days or dates) for
starting and completing the various stages of the Work, including any Milestones
specified in the Contract;

2. apreliminary Schedule of Submittals; and

3. a preliminary Schedule of Values for all of the Work which includes quantities and
prices of items which when added together equal the Contract Price and subdivides
the Work into component parts in sufficient detail to serve as the basis for progress
payments during performance of the Work. Such prices will include an appropriate
amount of overhead and profit applicable to each item of Work.

2.04  Preconstruction Conference; Designation of Authorized Representatives

A.

Before any Work at the Site is started, a conference attended by Owner, Contractor,
Engineer, and others as appropriate will be held to establish a working understanding
among the parties as to the Work and to discuss the schedules referred to in Paragraph
2.03.A, procedures for handling Shop Drawings, Samples, and other submittals, processing
Applications for Payment, electronic or digital transmittals, and maintaining required
records.

At this conference Owner and Contractor each shall designate, in writing, a specific
individual to act as its authorized representative with respect to the services and
responsibilities under the Contract. Such individuals shall have the authority to transmit
and receive information, render decisions relative to the Contract, and otherwise act on
behalf of each respective party.

2.05 Initial Acceptance of Schedules

A.

At least 10 days before submission of the first Application for Payment a conference,
attended by Contractor, Engineer, and others as appropriate, will be held to review for
acceptability to Engineer as provided below the schedules submitted in accordance with
Paragraph 2.03.A. Contractor shall have an additional 10 days to make corrections and
adjustments and to complete and resubmit the schedules. No progress payment shall be
made to Contractor until acceptable schedules are submitted to Engineer.

1. The Progress Schedule will be acceptable to Engineer if it provides an orderly
progression of the Work to completion within the Contract Times. Such acceptance
will not impose on Engineer responsibility for the Progress Schedule, for sequencing,
scheduling, or progress of the Work, nor interfere with or relieve Contractor from
Contractor’s full responsibility therefor.

2. Contractor’s Schedule of Submittals will be acceptable to Engineer if it provides a
workable arrangement for reviewing and processing the required submittals.
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2.06

3. Contractor’s Schedule of Values will be acceptable to Engineer as to form and
substance if it provides a reasonable allocation of the Contract Price to the component
parts of the Work.

Electronic Transmittals

A.

Except as otherwise stated elsewhere in the Contract, the Owner, Engineer, and Contractor
may transmit, and shall accept, Project-related correspondence, text, data, documents,
drawings, information, and graphics, including but not limited to Shop Drawings and other
submittals, in electronic media or digital format, either directly, or through access to a
secure Project website.

If the Contract does not establish protocols for electronic or digital transmittals, then
Owner, Engineer, and Contractor shall jointly develop such protocols.

When transmitting items in electronic media or digital format, the transmitting party makes
no representations as to long term compatibility, usability, or readability of the items
resulting from the recipient’s use of software application packages, operating systems, or
computer hardware differing from those used in the drafting or transmittal of the items, or
from those established in applicable transmittal protocols.

ARTICLE 3 — DOCUMENTS: INTENT, REQUIREMENTS, REUSE

3.01

3.02

Intent

A.

The Contract Documents are complementary; what is required by one is as binding as if
required by all.

B. It is the intent of the Contract Documents to describe a functionally complete project (or
part thereof) to be constructed in accordance with the Contract Documents.

C. Unless otherwise stated in the Contract Documents, if there is a discrepancy between the
electronic or digital versions of the Contract Documents (including any printed copies
derived from such electronic or digital versions) and the printed record version, the printed
record version shall govern.

D. The Contract supersedes prior negotiations, representations, and agreements, whether
written or oral.

E. Engineer will issue clarifications and interpretations of the Contract Documents as provided
herein.

Reference Standards

A. Standards Specifications, Codes, Laws and Regulations

1. Reference in the Contract Documents to standard specifications, manuals, reference
standards, or codes of any technical society, organization, or association, or to Laws or
Regulations, whether such reference be specific or by implication, shall mean the
standard specification, manual, reference standard, code, or Laws or Regulations in
effect at the time of opening of Bids (or on the Effective Date of the Contract if there
were no Bids), except as may be otherwise specifically stated in the Contract
Documents.
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2.

No provision of any such standard specification, manual, reference standard, or code,
or any instruction of a Supplier, shall be effective to change the duties or
responsibilities of Owner, Contractor, or Engineer, or any of their subcontractors,
consultants, agents, or employees, from those set forth in the part of the Contract
Documents prepared by or for Engineer. No such provision or instruction shall be
effective to assign to Owner, Engineer, or any of their officers, directors, members,
partners, employees, agents, consultants, or subcontractors, any duty or authority to
supervise or direct the performance of the Work or any duty or authority to undertake
responsibility inconsistent with the provisions of the part of the Contract Documents
prepared by or for Engineer.

3.03  Reporting and Resolving Discrepancies

A. Reporting Discrepancies:

1.

Contractor’s Verification of Figures and Field Measurements: Before undertaking each
part of the Work, Contractor shall carefully study the Contract Documents, and check
and verify pertinent figures and dimensions therein, particularly with respect to
applicable field measurements. Contractor shall promptly report in writing to Engineer
any conflict, error, ambiguity, or discrepancy that Contractor discovers, or has actual
knowledge of, and shall not proceed with any Work affected thereby until the conflict,
error, ambiguity, or discrepancy is resolved, by a clarification or interpretation by
Engineer, or by an amendment or supplement to the Contract Documents issued
pursuant to Paragraph 11.01.

Contractor’s Review of Contract Documents: If, before or during the performance of
the Work, Contractor discovers any conflict, error, ambiguity, or discrepancy within
the Contract Documents, or between the Contract Documents and (a) any applicable
Law or Regulation, (b) actual field conditions, (c) any standard specification, manual,
reference standard, or code, or (d) any instruction of any Supplier, then Contractor
shall promptly report it to Engineer in writing. Contractor shall not proceed with the
Work affected thereby (except in an emergency as required by Paragraph 7.15) until
the conflict, error, ambiguity, or discrepancy is resolved, by a clarification or
interpretation by Engineer, or by an amendment or supplement to the Contract
Documents issued pursuant to Paragraph 11.01.

Contractor shall not be liable to Owner or Engineer for failure to report any conflict,
error, ambiguity, or discrepancy in the Contract Documents unless Contractor had
actual knowledge thereof.

B. Resolving Discrepancies:

1.

Except as may be otherwise specifically stated in the Contract Documents, the
provisions of the part of the Contract Documents prepared by or for Engineer shall
take precedence in resolving any conflict, error, ambiguity, or discrepancy between
such provisions of the Contract Documents and:

a. the provisions of any standard specification, manual, reference standard, or code,
or the instruction of any Supplier (whether or not specifically incorporated by
reference as a Contract Document); or
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b. the provisions of any Laws or Regulations applicable to the performance of the
Work (unless such an interpretation of the provisions of the Contract Documents
would result in violation of such Law or Regulation).

3.04  Requirements of the Contract Documents

A.

During the performance of the Work and until final payment, Contractor and Owner shall
submit to the Engineer all matters in question concerning the requirements of the Contract
Documents (sometimes referred to as requests for information or interpretation—RFls), or
relating to the acceptability of the Work under the Contract Documents, as soon as possible
after such matters arise. Engineer will be the initial interpreter of the requirements of the
Contract Documents, and judge of the acceptability of the Work thereunder.

Engineer will, with reasonable promptness, render a written clarification, interpretation, or
decision on the issue submitted, or initiate an amendment or supplement to the Contract
Documents. Engineer’s written clarification, interpretation, or decision will be final and
binding on Contractor, unless it appeals by submitting a Change Proposal, and on Owner,
unless it appeals by filing a Claim.

If a submitted matter in question concerns terms and conditions of the Contract
Documents that do not involve (1) the performance or acceptability of the Work under the
Contract Documents, (2) the design (as set forth in the Drawings, Specifications, or
otherwise), or (3) other engineering or technical matters, then Engineer will promptly give
written notice to Owner and Contractor that Engineer is unable to provide a decision or
interpretation. If Owner and Contractor are unable to agree on resolution of such a matter
in question, either party may pursue resolution as provided in Article 12.

3.05 Reuse of Documents

A.

Contractor and its Subcontractors and Suppliers shall not:

1. have or acquire any title to or ownership rights in any of the Drawings, Specifications,
or other documents (or copies of any thereof) prepared by or bearing the seal of
Engineer or its consultants, including electronic media editions, or reuse any such
Drawings, Specifications, other documents, or copies thereof on extensions of the
Project or any other project without written consent of Owner and Engineer and
specific written verification or adaptation by Engineer; or

2. have or acquire any title or ownership rights in any other Contract Documents, reuse
any such Contract Documents for any purpose without Owner’s express written
consent, or violate any copyrights pertaining to such Contract Documents.

The prohibitions of this Paragraph 3.05 will survive final payment, or termination of the
Contract. Nothing herein shall preclude Contractor from retaining copies of the Contract
Documents for record purposes.

ARTICLE 4 - COMMENCEMENT AND PROGRESS OF THE WORK

4.01 Commencement of Contract Times; Notice to Proceed

A

The Contract Times will commence to run on the thirtieth day after the Effective Date of
the Contract or, if a Notice to Proceed is given, on the day indicated in the Notice to
Proceed. A Notice to Proceed may be given at any time within 30 days after the Effective
Date of the Contract. In no event will the Contract Times commence to run later than the
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sixtieth day after the day of Bid opening or the thirtieth day after the Effective Date of the
Contract, whichever date is earlier.

4.02  Starting the Work

A.

Contractor shall start to perform the Work on the date when the Contract Times
commence to run. No Work shall be done at the Site prior to such date.

4.03  Reference Points

A

Owner shall provide engineering surveys to establish reference points for construction
which in Engineer’s judgment are necessary to enable Contractor to proceed with the
Work. Contractor shall be responsible for laying out the Work, shall protect and preserve
the established reference points and property monuments, and shall make no changes or
relocations without the prior written approval of Owner. Contractor shall report to
Engineer whenever any reference point or property monument is lost or destroyed or
requires relocation because of necessary changes in grades or locations, and shall be
responsible for the accurate replacement or relocation of such reference points or property
monuments by professionally qualified personnel.

4.04  Progress Schedule

A.

Contractor shall adhere to the Progress Schedule established in accordance with Paragraph
2.05 as it may be adjusted from time to time as provided below.

1. Contractor shall submit to Engineer for acceptance (to the extent indicated in
Paragraph 2.05) proposed adjustments in the Progress Schedule that will not result in
changing the Contract Times.

2. Proposed adjustments in the Progress Schedule that will change the Contract Times
shall be submitted in accordance with the requirements of Article 11.

Contractor shall carry on the Work and adhere to the Progress Schedule during all disputes
or disagreements with Owner. No Work shall be delayed or postponed pending resolution
of any disputes or disagreements, or during any appeal process, except as permitted by
Paragraph 16.04, or as Owner and Contractor may otherwise agree in writing.

4.05 Delays in Contractor’s Progress

A.

If Owner, Engineer, or anyone for whom Owner is responsible, delays, disrupts, or
interferes with the performance or progress of the Work, then Contractor shall be entitled
to an equitable adjustment in the Contract Times and Contract Price. Contractor’s
entitlement to an adjustment of the Contract Times is conditioned on such adjustment
being essential to Contractor’s ability to complete the Work within the Contract Times.

Contractor shall not be entitled to an adjustment in Contract Price or Contract Times for
delay, disruption, or interference caused by or within the control of Contractor. Delay,
disruption, and interference attributable to and within the control of a Subcontractor or
Supplier shall be deemed to be within the control of Contractor.

If Contractor’s performance or progress is delayed, disrupted, or interfered with by
unanticipated causes not the fault of and beyond the control of Owner, Contractor, and
those for which they are responsible, then Contractor shall be entitled to an equitable
adjustment in Contract Times. Contractor’s entitlement to an adjustment of the Contract
Times is conditioned on such adjustment being essential to Contractor’s ability to complete
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the Work within the Contract Times. Such an adjustment shall be Contractor’s sole and
exclusive remedy for the delays, disruption, and interference described in this paragraph.
Causes of delay, disruption, or interference that may give rise to an adjustment in Contract
Times under this paragraph include but are not limited to the following:

1. severe and unavoidable natural catastrophes such as fires, floods, epidemics, and
earthquakes;

2. abnormal weather conditions;

3. acts or failures to act of utility owners (other than those performing other work at or
adjacent to the Site by arrangement with the Owner, as contemplated in Article 8);
and

4. acts of war or terrorism.

Delays, disruption, and interference to the performance or progress of the Work resulting
from the existence of a differing subsurface or physical condition, an Underground Facility
that was not shown or indicated by the Contract Documents, or not shown or indicated
with reasonable accuracy, and those resulting from Hazardous Environmental Conditions,
are governed by Article 5.

Paragraph 8.03 governs delays, disruption, and interference to the performance or
progress of the Work resulting from the performance of certain other work at or adjacent
to the Site.

Contractor shall not be entitled to an adjustment in Contract Price or Contract Times for
any delay, disruption, or interference if such delay is concurrent with a delay, disruption, or
interference caused by or within the control of Contractor.

Contractor must submit any Change Proposal seeking an adjustment in Contract Price or
Contract Times under this paragraph within 30 days of the commencement of the delaying,
disrupting, or interfering event.

ARTICLE 5 — AVAILABILITY OF LANDS; SUBSURFACE AND PHYSICAL CONDITIONS; HAZARDOUS
ENVIRONMENTAL CONDITIONS

5.01

Availability of Lands

A.

Owner shall furnish the Site. Owner shall notify Contractor of any encumbrances or
restrictions not of general application but specifically related to use of the Site with which
Contractor must comply in performing the Work.

Upon reasonable written request, Owner shall furnish Contractor with a current statement
of record legal title and legal description of the lands upon which permanent improvements
are to be made and Owner’s interest therein as necessary for giving notice of or filing a
mechanic’s or construction lien against such lands in accordance with applicable Laws and
Regulations.

Contractor shall provide for all additional lands and access thereto that may be required for
temporary construction facilities or storage of materials and equipment.
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5.02  Use of Site and Other Areas
A. Limitation on Use of Site and Other Areas:

1. Contractor shall confine construction equipment, temporary construction facilities, the
storage of materials and equipment, and the operations of workers to the Site,
adjacent areas that Contractor has arranged to use through construction easements or
otherwise, and other adjacent areas permitted by Laws and Regulations, and shall not
unreasonably encumber the Site and such other adjacent areas with construction
equipment or other materials or equipment. Contractor shall assume full responsibility
for (a) damage to the Site; (b) damage to any such other adjacent areas used for
Contractor’s operations; (c) damage to any other adjacent land or areas; and (d) for
injuries and losses sustained by the owners or occupants of any such land or areas;
provided that such damage or injuries result from the performance of the Work or
from other actions or conduct of the Contractor or those for which Contractor is
responsible.

2. If a damage or injury claim is made by the owner or occupant of any such land or area
because of the performance of the Work, or because of other actions or conduct of
the Contractor or those for which Contractor is responsible, Contractor shall (a) take
immediate corrective or remedial action as required by Paragraph 7.12, or otherwise;
(b) promptly attempt to settle the claim as to all parties through negotiations with
such owner or occupant, or otherwise resolve the claim by arbitration or other dispute
resolution proceeding, or at law; and (c) to the fullest extent permitted by Laws and
Regulations, indemnify and hold harmless Owner and Engineer, and the officers,
directors, members, partners, employees, agents, consultants and subcontractors of
each and any of them from and against any such claim, and against all costs, losses,
and damages (including but not limited to all fees and charges of engineers, architects,
attorneys, and other professionals and all court or arbitration or other dispute
resolution costs) arising out of or relating to any claim or action, legal or equitable,
brought by any such owner or occupant against Owner, Engineer, or any other party
indemnified hereunder to the extent caused directly or indirectly, in whole or in part
by, or based upon, Contractor’s performance of the Work, or because of other actions
or conduct of the Contractor or those for which Contractor is responsible.

B. Removal of Debris During Performance of the Work: During the progress of the Work the
Contractor shall keep the Site and other adjacent areas free from accumulations of waste
materials, rubbish, and other debris. Removal and disposal of such waste materials,
rubbish, and other debris shall conform to applicable Laws and Regulations.

C. Cleaning: Prior to Substantial Completion of the Work Contractor shall clean the Site and
the Work and make it ready for utilization by Owner. At the completion of the Work
Contractor shall remove from the Site and adjacent areas all tools, appliances, construction
equipment and machinery, and surplus materials and shall restore to original condition all
property not designated for alteration by the Contract Documents.

D. Loading of Structures: Contractor shall not load nor permit any part of any structure to be
loaded in any manner that will endanger the structure, nor shall Contractor subject any
part of the Work or adjacent structures or land to stresses or pressures that will endanger
them.
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5.03  Subsurface and Physical Conditions

A.

Reports and Drawings: The Supplementary Conditions identify:

1. those reports known to Owner of explorations and tests of subsurface conditions at or
adjacent to the Site;

2. those drawings known to Owner of physical conditions relating to existing surface or
subsurface structures at the Site (except Underground Facilities); and

3. Technical Data contained in such reports and drawings.

Reliance by Contractor on Technical Data Authorized: Contractor may rely upon the
accuracy of the Technical Data expressly identified in the Supplementary Conditions with
respect to such reports and drawings, but such reports and drawings are not Contract
Documents. If no such express identification has been made, then Contractor may rely
upon the accuracy of the Technical Data (as defined in Article 1) contained in any
geotechnical or environmental report prepared for the Project and made available to
Contractor. Except for such reliance on Technical Data, Contractor may not rely upon or
make any claim against Owner or Engineer, or any of their officers, directors, members,
partners, employees, agents, consultants, or subcontractors, with respect to:

1. the completeness of such reports and drawings for Contractor’s purposes, including,
but not limited to, any aspects of the means, methods, techniques, sequences, and
procedures of construction to be employed by Contractor, and safety precautions and
programs incident thereto; or

2. other data, interpretations, opinions, and information contained in such reports or
shown or indicated in such drawings; or

3. any Contractor interpretation of or conclusion drawn from any Technical Data or any
such other data, interpretations, opinions, or information.

5.04  Differing Subsurface or Physical Conditions

A.

Notice by Contractor: If Contractor believes that any subsurface or physical condition that is
uncovered or revealed at the Site either:

1. is of such a nature as to establish that any Technical Data on which Contractor is
entitled to rely as provided in Paragraph 5.03 is materially inaccurate; or

2. is of such a nature as to require a change in the Drawings or Specifications; or
3. differs materially from that shown or indicated in the Contract Documents; or

4. is of an unusual nature, and differs materially from conditions ordinarily encountered
and generally recognized as inherent in work of the character provided for in the
Contract Documents;

then Contractor shall, promptly after becoming aware thereof and before further
disturbing the subsurface or physical conditions or performing any Work in connection
therewith (except in an emergency as required by Paragraph 7.15), notify Owner and
Engineer in writing about such condition. Contractor shall not further disturb such
condition or perform any Work in connection therewith (except with respect to an
emergency) until receipt of a written statement permitting Contractor to do so.
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B.

Engineer’s Review: After receipt of written notice as required by the preceding paragraph,
Engineer will promptly review the subsurface or physical condition in question; determine
the necessity of Owner’s obtaining additional exploration or tests with respect to the
condition; conclude whether the condition falls within any one or more of the differing site
condition categories in Paragraph 5.04.A above; obtain any pertinent cost or schedule
information from Contractor; prepare recommendations to Owner regarding the
Contractor’s resumption of Work in connection with the subsurface or physical condition in
qguestion and the need for any change in the Drawings or Specifications; and advise Owner
in writing of Engineer’s findings, conclusions, and recommendations.

Owner’s Statement to Contractor Regarding Site Condition: After receipt of Engineer’s
written findings, conclusions, and recommendations, Owner shall issue a written statement
to Contractor (with a copy to Engineer) regarding the subsurface or physical condition in
guestion, addressing the resumption of Work in connection with such condition, indicating
whether any change in the Drawings or Specifications will be made, and adopting or
rejecting Engineer’s written findings, conclusions, and recommendations, in whole or in
part.

Possible Price and Times Adjustments:

1. Contractor shall be entitled to an equitable adjustment in Contract Price or Contract
Times, or both, to the extent that the existence of a differing subsurface or physical
condition, or any related delay, disruption, or interference, causes an increase or
decrease in Contractor’s cost of, or time required for, performance of the Work;
subject, however, to the following:

a. such condition must fall within any one or more of the categories described in
Paragraph 5.04.A;

b. with respect to Work that is paid for on a unit price basis, any adjustment in
Contract Price will be subject to the provisions of Paragraph 13.03; and,

c. Contractor’s entitlement to an adjustment of the Contract Times is conditioned
on such adjustment being essential to Contractor’s ability to complete the Work
within the Contract Times.

2. Contractor shall not be entitled to any adjustment in the Contract Price or Contract
Times with respect to a subsurface or physical condition if:

a. Contractor knew of the existence of such condition at the time Contractor made a
commitment to Owner with respect to Contract Price and Contract Times by the
submission of a Bid or becoming bound under a negotiated contract, or
otherwise; or

b. the existence of such condition reasonably could have been discovered or
revealed as a result of any examination, investigation, exploration, test, or study
of the Site and contiguous areas expressly required by the Bidding Requirements
or Contract Documents to be conducted by or for Contractor prior to Contractor’s
making such commitment; or

c. Contractor failed to give the written notice as required by Paragraph 5.04.A.
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3. If Owner and Contractor agree regarding Contractor’s entitlement to and the amount
or extent of any adjustment in the Contract Price or Contract Times, or both, then any
such adjustment shall be set forth in a Change Order.

4. Contractor may submit a Change Proposal regarding its entitlement to or the amount
or extent of any adjustment in the Contract Price or Contract Times, or both, no later
than 30 days after Owner’s issuance of the Owner’s written statement to Contractor
regarding the subsurface or physical condition in question.

5.05 Underground Facilities

A

Contractor’s Responsibilities: The information and data shown or indicated in the Contract
Documents with respect to existing Underground Facilities at or adjacent to the Site is
based on information and data furnished to Owner or Engineer by the owners of such
Underground Facilities, including Owner, or by others. Unless it is otherwise expressly
provided in the Supplementary Conditions:

1. Owner and Engineer do not warrant or guarantee the accuracy or completeness of any
such information or data provided by others; and

2. the cost of all of the following will be included in the Contract Price, and Contractor
shall have full responsibility for:

a. reviewing and checking all information and data regarding existing Underground
Facilities at the Site;

b. locating all Underground Facilities shown or indicated in the Contract Documents
as being at the Site;

c. coordination of the Work with the owners (including Owner) of such
Underground Facilities, during construction; and

d. the safety and protection of all existing Underground Facilities at the Site, and
repairing any damage thereto resulting from the Work.

Notice by Contractor: If Contractor believes that an Underground Facility that is uncovered
or revealed at the Site was not shown or indicated in the Contract Documents, or was not
shown or indicated with reasonable accuracy, then Contractor shall, promptly after
becoming aware thereof and before further disturbing conditions affected thereby or
performing any Work in connection therewith (except in an emergency as required by
Paragraph 7.15), identify the owner of such Underground Facility and give written notice to
that owner and to Owner and Engineer.

Engineer’s Review: Engineer will promptly review the Underground Facility and conclude
whether such Underground Facility was not shown or indicated in the Contract Documents,
or was not shown or indicated with reasonable accuracy; obtain any pertinent cost or
schedule information from Contractor; prepare recommendations to Owner regarding the
Contractor’s resumption of Work in connection with the Underground Facility in question;
determine the extent, if any, to which a change is required in the Drawings or Specifications
to reflect and document the consequences of the existence or location of the Underground
Facility; and advise Owner in writing of Engineer’s findings, conclusions, and
recommendations. During such time, Contractor shall be responsible for the safety and
protection of such Underground Facility.
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D. Owner’s Statement to Contractor Regarding Underground Facility: After receipt of
Engineer’s written findings, conclusions, and recommendations, Owner shall issue a written
statement to Contractor (with a copy to Engineer) regarding the Underground Facility in
guestion, addressing the resumption of Work in connection with such Underground Facility,
indicating whether any change in the Drawings or Specifications will be made, and adopting
or rejecting Engineer’s written findings, conclusions, and recommendations in whole or in
part.

E. Possible Price and Times Adjustments:

1. Contractor shall be entitled to an equitable adjustment in the Contract Price or
Contract Times, or both, to the extent that any existing Underground Facility at the
Site that was not shown or indicated in the Contract Documents, or was not shown or
indicated with reasonable accuracy, or any related delay, disruption, or interference,
causes an increase or decrease in Contractor’s cost of, or time required for,
performance of the Work; subject, however, to the following:

a. Contractor did not know of and could not reasonably have been expected to be
aware of or to have anticipated the existence or actual location of the
Underground Facility in question;

b. With respect to Work that is paid for on a unit price basis, any adjustment in
Contract Price will be subject to the provisions of Paragraph 13.03;

c. Contractor’s entitlement to an adjustment of the Contract Times is conditioned
on such adjustment being essential to Contractor’s ability to complete the Work
within the Contract Times; and

d. Contractor gave the notice required in Paragraph 5.05.B.

2. If Owner and Contractor agree regarding Contractor’s entitlement to and the amount
or extent of any adjustment in the Contract Price or Contract Times, or both, then any
such adjustment shall be set forth in a Change Order.

3. Contractor may submit a Change Proposal regarding its entitlement to or the amount
or extent of any adjustment in the Contract Price or Contract Times, or both, no later
than 30 days after Owner’s issuance of the Owner’s written statement to Contractor
regarding the Underground Facility in question.

5.06  Hazardous Environmental Conditions at Site
A. Reports and Drawings: The Supplementary Conditions identify:

1. those reports and drawings known to Owner relating to Hazardous Environmental
Conditions that have been identified at or adjacent to the Site; and

2. Technical Data contained in such reports and drawings.

B. Reliance by Contractor on Technical Data Authorized: Contractor may rely upon the
accuracy of the Technical Data expressly identified in the Supplementary Conditions with
respect to such reports and drawings, but such reports and drawings are not Contract
Documents. If no such express identification has been made, then Contractor may rely on
the accuracy of the Technical Data (as defined in Article 1) contained in any geotechnical or
environmental report prepared for the Project and made available to Contractor. Except for
such reliance on Technical Data, Contractor may not rely upon or make any claim against
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Owner or Engineer, or any of their officers, directors, members, partners, employees,
agents, consultants, or subcontractors with respect to:

1. the completeness of such reports and drawings for Contractor’s purposes, including,
but not limited to, any aspects of the means, methods, techniques, sequences and
procedures of construction to be employed by Contractor and safety precautions and
programs incident thereto; or

2. other data, interpretations, opinions and information contained in such reports or
shown or indicated in such drawings; or

3. any Contractor interpretation of or conclusion drawn from any Technical Data or any
such other data, interpretations, opinions or information.

C. Contractor shall not be responsible for removing or remediating any Hazardous
Environmental Condition encountered, uncovered, or revealed at the Site unless such
removal or remediation is expressly identified in the Contract Documents to be within the
scope of the Work.

D. Contractor shall be responsible for controlling, containing, and duly removing all
Constituents of Concern brought to the Site by Contractor, Subcontractors, Suppliers, or
anyone else for whom Contractor is responsible, and for any associated costs; and for the
costs of removing and remediating any Hazardous Environmental Condition created by the
presence of any such Constituents of Concern.

E. If Contractor encounters, uncovers, or reveals a Hazardous Environmental Condition whose
removal or remediation is not expressly identified in the Contract Documents as being
within the scope of the Work, or if Contractor or anyone for whom Contractor is
responsible creates a Hazardous Environmental Condition, then Contractor shall
immediately: (1) secure or otherwise isolate such condition; (2) stop all Work in connection
with such condition and in any area affected thereby (except in an emergency as required
by Paragraph 7.15); and (3) notify Owner and Engineer (and promptly thereafter confirm
such notice in writing). Owner shall promptly consult with Engineer concerning the
necessity for Owner to retain a qualified expert to evaluate such condition or take
corrective action, if any. Promptly after consulting with Engineer, Owner shall take such
actions as are necessary to permit Owner to timely obtain required permits and provide
Contractor the written notice required by Paragraph 5.06.F. If Contractor or anyone for
whom Contractor is responsible created the Hazardous Environmental Condition in
question, then Owner may remove and remediate the Hazardous Environmental Condition,
and impose a set-off against payments to account for the associated costs.

F. Contractor shall not resume Work in connection with such Hazardous Environmental
Condition or in any affected area until after Owner has obtained any required permits
related thereto, and delivered written notice to Contractor either (1) specifying that such
condition and any affected area is or has been rendered safe for the resumption of Work,
or (2) specifying any special conditions under which such Work may be resumed safely.

G. If Owner and Contractor cannot agree as to entitlement to or on the amount or extent, if
any, of any adjustment in Contract Price or Contract Times, or both, as a result of such
Work stoppage or such special conditions under which Work is agreed to be resumed by
Contractor, then within 30 days of Owner’s written notice regarding the resumption of
Work, Contractor may submit a Change Proposal, or Owner may impose a set-off.
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H.

If after receipt of such written notice Contractor does not agree to resume such Work
based on a reasonable belief it is unsafe, or does not agree to resume such Work under
such special conditions, then Owner may order the portion of the Work that is in the area
affected by such condition to be deleted from the Work, following the contractual change
procedures in Article 11. Owner may have such deleted portion of the Work performed by
Owner’s own forces or others in accordance with Article 8.

To the fullest extent permitted by Laws and Regulations, Owner shall indemnify and hold
harmless Contractor, Subcontractors, and Engineer, and the officers, directors, members,
partners, employees, agents, consultants, and subcontractors of each and any of them
from and against all claims, costs, losses, and damages (including but not limited to all fees
and charges of engineers, architects, attorneys, and other professionals and all court or
arbitration or other dispute resolution costs) arising out of or relating to a Hazardous
Environmental Condition, provided that such Hazardous Environmental Condition (1) was
not shown or indicated in the Drawings, Specifications, or other Contract Documents,
identified as Technical Data entitled to limited reliance pursuant to Paragraph 5.06.B, or
identified in the Contract Documents to be included within the scope of the Work, and (2)
was not created by Contractor or by anyone for whom Contractor is responsible. Nothing in
this Paragraph 5.06.1 shall obligate Owner to indemnify any individual or entity from and
against the consequences of that individual’s or entity’s own negligence.

To the fullest extent permitted by Laws and Regulations, Contractor shall indemnify and
hold harmless Owner and Engineer, and the officers, directors, members, partners,
employees, agents, consultants, and subcontractors of each and any of them from and
against all claims, costs, losses, and damages (including but not limited to all fees and
charges of engineers, architects, attorneys, and other professionals and all court or
arbitration or other dispute resolution costs) arising out of or relating to the failure to
control, contain, or remove a Constituent of Concern brought to the Site by Contractor or
by anyone for whom Contractor is responsible, or to a Hazardous Environmental Condition
created by Contractor or by anyone for whom Contractor is responsible. Nothing in this
Paragraph 5.06.J shall obligate Contractor to indemnify any individual or entity from and
against the consequences of that individual’s or entity’s own negligence.

The provisions of Paragraphs 5.03, 5.04, and 5.05 do not apply to the presence of
Constituents of Concern or to a Hazardous Environmental Condition uncovered or revealed
at the Site.

ARTICLE 6 — BONDS AND INSURANCE

6.01  Performance, Payment, and Other Bonds

A.

Contractor shall furnish a performance bond and a payment bond, each in an amount at
least equal to the Contract Price, as security for the faithful performance and payment of all
of Contractor’s obligations under the Contract. These bonds shall remain in effect until one
year after the date when final payment becomes due or until completion of the correction
period specified in Paragraph 15.08, whichever is later, except as provided otherwise by
Laws or Regulations, the Supplementary Conditions, or other specific provisions of the
Contract. Contractor shall also furnish such other bonds as are required by the
Supplementary Conditions or other specific provisions of the Contract.
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6.02

B.

All bonds shall be in the form prescribed by the Contract except as provided otherwise by
Laws or Regulations, and shall be executed by such sureties as are named in “Companies
Holding Certificates of Authority as Acceptable Sureties on Federal Bonds and as
Acceptable Reinsuring Companies” as published in Circular 570 (as amended and
supplemented) by the Financial Management Service, Surety Bond Branch, U.S.
Department of the Treasury. A bond signed by an agent or attorney-in-fact must be
accompanied by a certified copy of that individual’s authority to bind the surety. The
evidence of authority shall show that it is effective on the date the agent or attorney-in-fact
signed the accompanying bond.

Contractor shall obtain the required bonds from surety companies that are duly licensed or
authorized in the jurisdiction in which the Project is located to issue bonds in the required
amounts.

If the surety on a bond furnished by Contractor is declared bankrupt or becomes insolvent,
or its right to do business is terminated in any state or jurisdiction where any part of the
Project is located, or the surety ceases to meet the requirements above, then Contractor
shall promptly notify Owner and Engineer and shall, within 20 days after the event giving
rise to such notification, provide another bond and surety, both of which shall comply with
the bond and surety requirements above.

If Contractor has failed to obtain a required bond, Owner may exclude the Contractor from
the Site and exercise Owner’s termination rights under Article 16.

Upon request, Owner shall provide a copy of the payment bond to any Subcontractor,
Supplier, or other person or entity claiming to have furnished labor or materials used in the
performance of the Work.

Insurance—General Provisions

A.

Owner and Contractor shall obtain and maintain insurance as required in this Article and in
the Supplementary Conditions.

All insurance required by the Contract to be purchased and maintained by Owner or
Contractor shall be obtained from insurance companies that are duly licensed or
authorized, in the state or jurisdiction in which the Project is located, to issue insurance
policies for the required limits and coverages. Unless a different standard is indicated in the
Supplementary Conditions, all companies that provide insurance policies required under
this Contract shall have an A.M. Best rating of A-VIl or better.

Contractor shall deliver to Owner, with copies to each named insured and additional
insured (as identified in this Article, in the Supplementary Conditions, or elsewhere in the
Contract), certificates of insurance establishing that Contractor has obtained and is
maintaining the policies, coverages, and endorsements required by the Contract. Upon
request by Owner or any other insured, Contractor shall also furnish other evidence of such
required insurance, including but not limited to copies of policies and endorsements, and
documentation of applicable self-insured retentions and deductibles. Contractor may block
out (redact) any confidential premium or pricing information contained in any policy or
endorsement furnished under this provision.

Owner shall deliver to Contractor, with copies to each named insured and additional
insured (as identified in this Article, the Supplementary Conditions, or elsewhere in the
Contract), certificates of insurance establishing that Owner has obtained and is maintaining
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6.03

the policies, coverages, and endorsements required of Owner by the Contract (if any).
Upon request by Contractor or any other insured, Owner shall also provide other evidence
of such required insurance (if any), including but not limited to copies of policies and
endorsements, and documentation of applicable self-insured retentions and deductibles.
Owner may block out (redact) any confidential premium or pricing information contained in
any policy or endorsement furnished under this provision.

Failure of Owner or Contractor to demand such certificates or other evidence of the other
party’s full compliance with these insurance requirements, or failure of Owner or
Contractor to identify a deficiency in compliance from the evidence provided, shall not be
construed as a waiver of the other party’s obligation to obtain and maintain such insurance.

If either party does not purchase or maintain all of the insurance required of such party by
the Contract, such party shall notify the other party in writing of such failure to purchase
prior to the start of the Work, or of such failure to maintain prior to any change in the
required coverage.

If Contractor has failed to obtain and maintain required insurance, Owner may exclude the
Contractor from the Site, impose an appropriate set-off against payment, and exercise
Owner’s termination rights under Article 16.

Without prejudice to any other right or remedy, if a party has failed to obtain required
insurance, the other party may elect to obtain equivalent insurance to protect such other
party’s interests at the expense of the party who was required to provide such coverage,
and the Contract Price shall be adjusted accordingly.

Owner does not represent that insurance coverage and limits established in this Contract
necessarily will be adequate to protect Contractor or Contractor’s interests.

The insurance and insurance limits required herein shall not be deemed as a limitation on
Contractor’s liability under the indemnities granted to Owner and other individuals and
entities in the Contract.

Contractor’s Insurance

A.

Workers’” Compensation: Contractor shall purchase and maintain workers’ compensation
and employer’s liability insurance for:

1. claims under workers’ compensation, disability benefits, and other similar employee
benefit acts.

2. United States Longshoreman and Harbor Workers’ Compensation Act and Jones Act
coverage (if applicable).

3. claims for damages because of bodily injury, occupational sickness or disease, or death
of Contractor’'s employees (by stop-gap endorsement in monopolist worker’s
compensation states).

4. Foreign voluntary worker compensation (if applicable).

Commercial General Liability—Claims Covered: Contractor shall purchase and maintain
commercial general liability insurance, covering all operations by or on behalf of
Contractor, on an occurrence basis, against:

1. claims for damages because of bodily injury, sickness or disease, or death of any
person other than Contractor’s employees.
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2. claims for damages insured by reasonably available personal injury liability coverage.

3. claims for damages, other than to the Work itself, because of injury to or destruction
of tangible property wherever located, including loss of use resulting therefrom.

C. Commercial General Liability—Form and Content: Contractor’'s commercial liability policy
shall be written on a 1996 (or later) ISO commercial general liability form (occurrence form)
and include the following coverages and endorsements:

1. Products and completed operations coverage:
a. Suchinsurance shall be maintained for three years after final payment.

b. Contractor shall furnish Owner and each other additional insured (as identified in
the Supplementary Conditions or elsewhere in the Contract) evidence of
continuation of such insurance at final payment and three years thereafter.

2. Blanket contractual liability coverage, to the extent permitted by law, including but not
limited to coverage of Contractor’s contractual indemnity obligations in Paragraph
7.18.

Broad form property damage coverage.
Severability of interest.
Underground, explosion, and collapse coverage.

Personal injury coverage.

N o o s~ w

Additional insured endorsements that include both ongoing operations and products
and completed operations coverage through ISO Endorsements CG 20 10 10 01 and CG
20 37 10 01 (together); or CG 20 10 07 04 and CG 20 37 07 04 (together); or their
equivalent.

8. For design professional additional insureds, ISO Endorsement CG 20 32 07 04,
“Additional Insured—Engineers, Architects or Surveyors Not Engaged by the Named
Insured” or its equivalent.

D. Automobile liability: Contractor shall purchase and maintain automobile liability insurance
against claims for damages because of bodily injury or death of any person or property
damage arising out of the ownership, maintenance, or use of any motor vehicle. The
automobile liability policy shall be written on an occurrence basis.

E. Umbrella or excess liability: Contractor shall purchase and maintain umbrella or excess
liability insurance written over the underlying employer’s liability, commercial general
liability, and automobile liability insurance described in the paragraphs above. Subject to
industry-standard exclusions, the coverage afforded shall follow form as to each and every
one of the underlying policies.

F. Contractor’s pollution liability insurance: Contractor shall purchase and maintain a policy
covering third-party injury and property damage claims, including clean-up costs, as a result
of pollution conditions arising from Contractor’s operations and completed operations. This
insurance shall be maintained for no less than three years after final completion.

G. Additional insureds: The Contractor’s commercial general liability, automobile liability,
umbrella or excess, and pollution liability policies shall include and list as additional
insureds Owner and Engineer, and any individuals or entities identified in the
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Supplementary Conditions; include coverage for the respective officers, directors,
members, partners, employees, agents, consultants, and subcontractors of each and any of
all such additional insureds; and the insurance afforded to these additional insureds shall
provide primary coverage for all claims covered thereby (including as applicable those
arising from both ongoing and completed operations) on a non-contributory basis.
Contractor shall obtain all necessary endorsements to support these requirements.

Contractor’s professional liability insurance: If Contractor will provide or furnish
professional services under this Contract, through a delegation of professional design
services or otherwise, then Contractor shall be responsible for purchasing and maintaining
applicable professional liability insurance. This insurance shall provide protection against
claims arising out of performance of professional design or related services, and caused by
a negligent error, omission, or act for which the insured party is legally liable. It shall be
maintained throughout the duration of the Contract and for a minimum of two years after
Substantial Completion. If such professional design services are performed by a
Subcontractor, and not by Contractor itself, then the requirements of this paragraph may
be satisfied through the purchasing and maintenance of such insurance by such
Subcontractor.

General provisions: The policies of insurance required by this Paragraph 6.03 shall:
1. include at least the specific coverages provided in this Article.

2. be written for not less than the limits of liability provided in this Article and in the
Supplementary Conditions, or required by Laws or Regulations, whichever is greater.

3. contain a provision or endorsement that the coverage afforded will not be canceled,
materially changed, or renewal refused until at least 10 days prior written notice has
been given to Contractor. Within three days of receipt of any such written notice,
Contractor shall provide a copy of the notice to Owner, Engineer, and each other
insured under the policy.

4. remain in effect at least until final payment (and longer if expressly required in this
Article) and at all times thereafter when Contractor may be correcting, removing, or
replacing defective Work as a warranty or correction obligation, or otherwise, or
returning to the Site to conduct other tasks arising from the Contract Documents.

5. be appropriate for the Work being performed and provide protection from claims that
may arise out of or result from Contractor’s performance of the Work and Contractor’s
other obligations under the Contract Documents, whether it is to be performed by
Contractor, any Subcontractor or Supplier, or by anyone directly or indirectly
employed by any of them to perform any of the Work, or by anyone for whose acts
any of them may be liable.

The coverage requirements for specific policies of insurance must be met by such policies,
and not by reference to excess or umbrella insurance provided in other policies.

6.04  Owner’s Liability Insurance

A

In addition to the insurance required to be provided by Contractor under Paragraph 6.03,
Owner, at Owner’s option, may purchase and maintain at Owner’s expense Owner’s own
liability insurance as will protect Owner against claims which may arise from operations
under the Contract Documents.
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B.

Owner’s liability policies, if any, operate separately and independently from policies
required to be provided by Contractor, and Contractor cannot rely upon Owner’s liability
policies for any of Contractor’s obligations to the Owner, Engineer, or third parties.

6.05  Property Insurance

A.

Builder’s Risk: Unless otherwise provided in the Supplementary Conditions, Contractor shall
purchase and maintain builder’s risk insurance upon the Work on a completed value basis,
in the amount of the full insurable replacement cost thereof (subject to such deductible
amounts as may be provided in the Supplementary Conditions or required by Laws and
Regulations). This insurance shall:

1.

include the Owner and Contractor as named insureds, and all Subcontractors, and any
individuals or entities required by the Supplementary Conditions to be insured under
such builder’s risk policy, as insureds or named insureds. For purposes of the
remainder of this Paragraph 6.05, Paragraphs 6.06 and 6.07, and any corresponding
Supplementary Conditions, the parties required to be insured shall collectively be
referred to as “insureds.”

be written on a builder’s risk “all risk” policy form that shall at least include insurance
for physical loss or damage to the Work, temporary buildings, falsework, and materials
and equipment in transit, and shall insure against at least the following perils or causes
of loss: fire; lightning; windstorm; riot; civil commotion; terrorism; vehicle impact;
aircraft; smoke; theft; vandalism and malicious mischief; mechanical breakdown,
boiler explosion, and artificially generated electric current; earthquake; volcanic
activity, and other earth movement; flood; collapse; explosion; debris removal;
demolition occasioned by enforcement of Laws and Regulations; water damage (other
than that caused by flood); and such other perils or causes of loss as may be
specifically required by the Supplementary Conditions. If insurance against mechanical
breakdown, boiler explosion, and artificially generated electric current; earthquake;
volcanic activity, and other earth movement; or flood, are not commercially available
under builder’s risk policies, by endorsement or otherwise, such insurance may be
provided through other insurance policies acceptable to Owner and Contractor.

cover, as insured property, at least the following: (a) the Work and all materials,
supplies, machinery, apparatus, equipment, fixtures, and other property of a similar
nature that are to be incorporated into or used in the preparation, fabrication,
construction, erection, or completion of the Work, including Owner-furnished or
assigned property; (b) spare parts inventory required within the scope of the Contract;
and (c) temporary works which are not intended to form part of the permanent
constructed Work but which are intended to provide working access to the Site, or to
the Work under construction, or which are intended to provide temporary support for
the Work under construction, including scaffolding, form work, fences, shoring,
falsework, and temporary structures.

cover expenses incurred in the repair or replacement of any insured property
(including but not limited to fees and charges of engineers and architects).

extend to cover damage or loss to insured property while in temporary storage at the
Site or in a storage location outside the Site (but not including property stored at the
premises of a manufacturer or Supplier).
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6. extend to cover damage or loss to insured property while in transit.

7. allow for partial occupation or use of the Work by Owner, such that those portions of
the Work that are not yet occupied or used by Owner shall remain covered by the
builder’s risk insurance.

8. allow for the waiver of the insurer’s subrogation rights, as set forth below.

9. provide primary coverage for all losses and damages caused by the perils or causes of
loss covered.

10. notinclude a co-insurance clause.

11. include an exception for ensuing losses from physical damage or loss with respect to
any defective workmanship, design, or materials exclusions.

12. include performance/hot testing and start-up.

13. be maintained in effect, subject to the provisions herein regarding Substantial
Completion and partial occupancy or use of the Work by Owner, until the Work is
complete.

B. Notice of Cancellation or Change: All the policies of insurance (and the certificates or other
evidence thereof) required to be purchased and maintained in accordance with this
Paragraph 6.05 will contain a provision or endorsement that the coverage afforded will not
be canceled or materially changed or renewal refused until at least 10 days prior written
notice has been given to the purchasing policyholder. Within three days of receipt of any
such written notice, the purchasing policyholder shall provide a copy of the notice to each
other insured.

C. Deductibles: The purchaser of any required builder’s risk or property insurance shall pay for
costs not covered because of the application of a policy deductible.

D. Partial Occupancy or Use by Owner: If Owner will occupy or use a portion or portions of the
Work prior to Substantial Completion of all the Work as provided in Paragraph 15.04, then
Owner (directly, if it is the purchaser of the builder’s risk policy, or through Contractor) will
provide notice of such occupancy or use to the builder’s risk insurer. The builder’s risk
insurance shall not be canceled or permitted to lapse on account of any such partial use or
occupancy; rather, those portions of the Work that are occupied or used by Owner may
come off the builder’s risk policy, while those portions of the Work not yet occupied or
used by Owner shall remain covered by the builder’s risk insurance.

E. Additional Insurance: If Contractor elects to obtain other special insurance to be included in
or supplement the builder’s risk or property insurance policies provided under this
Paragraph 6.05, it may do so at Contractor’s expense.

F. Insurance of Other Property: If the express insurance provisions of the Contract do not
require or address the insurance of a property item or interest, such as tools, construction
equipment, or other personal property owned by Contractor, a Subcontractor, or an
employee of Contractor or a Subcontractor, then the entity or individual owning such
property item will be responsible for deciding whether to insure it, and if so in what
amount.
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6.06  Waiver of Rights

A

All policies purchased in accordance with Paragraph 6.05, expressly including the builder’s
risk policy, shall contain provisions to the effect that in the event of payment of any loss or
damage the insurers will have no rights of recovery against any insureds thereunder, or
against Engineer or its consultants, or their officers, directors, members, partners,
employees, agents, consultants, or subcontractors. Owner and Contractor waive all rights
against each other and the respective officers, directors, members, partners, employees,
agents, consultants, and subcontractors of each and any of them, for all losses and
damages caused by, arising out of, or resulting from any of the perils or causes of loss
covered by such policies and any other property insurance applicable to the Work; and, in
addition, waive all such rights against Engineer, its consultants, all Subcontractors, all
individuals or entities identified in the Supplementary Conditions as insureds, and the
officers, directors, members, partners, employees, agents, consultants, and subcontractors
of each and any of them, under such policies for losses and damages so caused. None of
the above waivers shall extend to the rights that any party making such waiver may have to
the proceeds of insurance held by Owner or Contractor as trustee or fiduciary, or otherwise
payable under any policy so issued.

Owner waives all rights against Contractor, Subcontractors, and Engineer, and the officers,
directors, members, partners, employees, agents, consultants and subcontractors of each
and any of them, for:

1. loss due to business interruption, loss of use, or other consequential loss extending
beyond direct physical loss or damage to Owner’s property or the Work caused by,
arising out of, or resulting from fire or other perils whether or not insured by Owner;
and

2. loss or damage to the completed Project or part thereof caused by, arising out of, or
resulting from fire or other insured peril or cause of loss covered by any property
insurance maintained on the completed Project or part thereof by Owner during
partial occupancy or use pursuant to Paragraph 15.04, after Substantial Completion
pursuant to Paragraph 15.03, or after final payment pursuant to Paragraph 15.06.

Any insurance policy maintained by Owner covering any loss, damage or consequential loss
referred to in Paragraph 6.06.B shall contain provisions to the effect that in the event of
payment of any such loss, damage, or consequential loss, the insurers will have no rights of
recovery against Contractor, Subcontractors, or Engineer, or the officers, directors,
members, partners, employees, agents, consultants, or subcontractors of each and any of
them.

Contractor shall be responsible for assuring that the agreement under which a
Subcontractor performs a portion of the Work contains provisions whereby the
Subcontractor waives all rights against Owner, Contractor, all individuals or entities
identified in the Supplementary Conditions as insureds, the Engineer and its consultants,
and the officers, directors, members, partners, employees, agents, consultants, and
subcontractors of each and any of them, for all losses and damages caused by, arising out
of, relating to, or resulting from any of the perils or causes of loss covered by builder’s risk
insurance and any other property insurance applicable to the Work.
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6.07

Receipt and Application of Property Insurance Proceeds

A

Any insured loss under the builder’s risk and other policies of insurance required by
Paragraph 6.05 will be adjusted and settled with the named insured that purchased the
policy. Such named insured shall act as fiduciary for the other insureds, and give notice to
such other insureds that adjustment and settlement of a claim is in progress. Any other
insured may state its position regarding a claim for insured loss in writing within 15 days
after notice of such claim.

Proceeds for such insured losses may be made payable by the insurer either jointly to
multiple insureds, or to the named insured that purchased the policy in its own right and as
fiduciary for other insureds, subject to the requirements of any applicable mortgage clause.
A named insured receiving insurance proceeds under the builder’s risk and other policies of
insurance required by Paragraph 6.05 shall distribute such proceeds in accordance with
such agreement as the parties in interest may reach, or as otherwise required under the
dispute resolution provisions of this Contract or applicable Laws and Regulations.

If no other special agreement is reached, the damaged Work shall be repaired or replaced,
the money so received applied on account thereof, and the Work and the cost thereof
covered by Change Order, if needed.

ARTICLE 7 — CONTRACTOR'’S RESPONSIBILITIES

7.01

7.02

7.03

Supervision and Superintendence

A.

Contractor shall supervise, inspect, and direct the Work competently and efficiently,
devoting such attention thereto and applying such skills and expertise as may be necessary
to perform the Work in accordance with the Contract Documents. Contractor shall be solely
responsible for the means, methods, techniques, sequences, and procedures of
construction.

At all times during the progress of the Work, Contractor shall assign a competent resident
superintendent who shall not be replaced without written notice to Owner and Engineer
except under extraordinary circumstances.

Labor; Working Hours

A.

Contractor shall provide competent, suitably qualified personnel to survey and lay out the
Work and perform construction as required by the Contract Documents. Contractor shall at
all times maintain good discipline and order at the Site.

Except as otherwise required for the safety or protection of persons or the Work or
property at the Site or adjacent thereto, and except as otherwise stated in the Contract
Documents, all Work at the Site shall be performed during regular working hours, Monday
through Friday. Contractor will not perform Work on a Saturday, Sunday, or any legal
holiday. Contractor may perform Work outside regular working hours or on Saturdays,
Sundays, or legal holidays only with Owner’s written consent, which will not be
unreasonably withheld.

Services, Materials, and Equipment

A

Unless otherwise specified in the Contract Documents, Contractor shall provide and
assume full responsibility for all services, materials, equipment, labor, transportation,
construction equipment and machinery, tools, appliances, fuel, power, light, heat,
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telephone, water, sanitary facilities, temporary facilities, and all other facilities and
incidentals necessary for the performance, testing, start up, and completion of the Work,
whether or not such items are specifically called for in the Contract Documents.

All materials and equipment incorporated into the Work shall be of good quality and new,
except as otherwise provided in the Contract Documents. All special warranties and
guarantees required by the Specifications shall expressly run to the benefit of Owner. If
required by Engineer, Contractor shall furnish satisfactory evidence (including reports of
required tests) as to the source, kind, and quality of materials and equipment.

All materials and equipment shall be stored, applied, installed, connected, erected,
protected, used, cleaned, and conditioned in accordance with instructions of the applicable
Supplier, except as otherwise may be provided in the Contract Documents.

7.04  “Or Equals”

A.

B.

Whenever an item of material or equipment is specified or described in the Contract
Documents by using the name of a proprietary item or the name of a particular Supplier,
the Contract Price has been based upon Contractor furnishing such item as specified. The
specification or description of such an item is intended to establish the type, function,
appearance, and quality required. Unless the specification or description contains or is
followed by words reading that no like, equivalent, or “or equal” item is permitted,
Contractor may request that Engineer authorize the use of other items of material or
equipment, or items from other proposed suppliers under the circumstances described
below.

1. If Engineer in its sole discretion determines that an item of material or equipment
proposed by Contractor is functionally equal to that named and sufficiently similar so
that no change in related Work will be required, Engineer shall deem it an “or equal”
item. For the purposes of this paragraph, a proposed item of material or equipment
will be considered functionally equal to an item so named if:

a. inthe exercise of reasonable judgment Engineer determines that:

1) it is at least equal in materials of construction, quality, durability,
appearance, strength, and design characteristics;

2) it will reliably perform at least equally well the function and achieve the
results imposed by the design concept of the completed Project as a
functioning whole;

3) it has a proven record of performance and availability of responsive service;
and

4) itis not objectionable to Owner.
b. Contractor certifies that, if approved and incorporated into the Work:

1) there will be no increase in cost to the Owner or increase in Contract Times;
and

2) it will conform substantially to the detailed requirements of the item named
in the Contract Documents.

Contractor’s Expense: Contractor shall provide all data in support of any proposed “or
equal” item at Contractor’s expense.
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C.

Engineer’s Evaluation and Determination: Engineer will be allowed a reasonable time to
evaluate each “or-equal” request. Engineer may require Contractor to furnish additional
data about the proposed “or-equal” item. Engineer will be the sole judge of acceptability.
No “or-equal” item will be ordered, furnished, installed, or utilized until Engineer’s review is
complete and Engineer determines that the proposed item is an “or-equal”, which will be
evidenced by an approved Shop Drawing or other written communication. Engineer will
advise Contractor in writing of any negative determination.

III

Effect of Engineer’s Determination: Neither approval nor denial of an “or-equal” request
shall result in any change in Contract Price. The Engineer’s denial of an “or-equal” request
shall be final and binding, and may not be reversed through an appeal under any provision
of the Contract Documents.

Treatment as a Substitution Request: If Engineer determines that an item of material or
equipment proposed by Contractor does not qualify as an “or-equal” item, Contractor may
request that Engineer considered the proposed item as a substitute pursuant to Paragraph
7.05.

7.05  Substitutes

A.

Unless the specification or description of an item of material or equipment required to be
furnished under the Contract Documents contains or is followed by words reading that no
substitution is permitted, Contractor may request that Engineer authorize the use of other
items of material or equipment under the circumstances described below. To the extent
possible such requests shall be made before commencement of related construction at the
Site.

1. Contractor shall submit sufficient information as provided below to allow Engineer to
determine if the item of material or equipment proposed is functionally equivalent to
that named and an acceptable substitute therefor. Engineer will not accept requests
for review of proposed substitute items of material or equipment from anyone other
than Contractor.

2. The requirements for review by Engineer will be as set forth in Paragraph 7.05.B, as
supplemented by the Specifications, and as Engineer may decide is appropriate under
the circumstances.

3. Contractor shall make written application to Engineer for review of a proposed
substitute item of material or equipment that Contractor seeks to furnish or use. The
application:

a. shall certify that the proposed substitute item will:

1) perform adequately the functions and achieve the results called for by the
general design,

2) be similarin substance to that specified, and
3) be suited to the same use as that specified.
b.  will state:

1) the extent, if any, to which the use of the proposed substitute item will
necessitate a change in Contract Times,
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7.06

2) whether use of the proposed substitute item in the Work will require a
change in any of the Contract Documents (or in the provisions of any other
direct contract with Owner for other work on the Project) to adapt the
design to the proposed substitute item, and

3) whether incorporation or use of the proposed substitute item in connection
with the Work is subject to payment of any license fee or royalty.

c. willidentify:
1) all variations of the proposed substitute item from that specified, and
2) available engineering, sales, maintenance, repair, and replacement services.

d. shall contain an itemized estimate of all costs or credits that will result directly or
indirectly from use of such substitute item, including but not limited to changes in
Contract Price, shared savings, costs of redesign, and claims of other contractors
affected by any resulting change.

Engineer’s Evaluation and Determination: Engineer will be allowed a reasonable time to
evaluate each substitute request, and to obtain comments and direction from Owner.
Engineer may require Contractor to furnish additional data about the proposed substitute
item. Engineer will be the sole judge of acceptability. No substitute will be ordered,
furnished, installed, or utilized until Engineer’s review is complete and Engineer determines
that the proposed item is an acceptable substitute. Engineer’s determination will be
evidenced by a Field Order or a proposed Change Order accounting for the substitution
itself and all related impacts, including changes in Contract Price or Contract Times.
Engineer will advise Contractor in writing of any negative determination.

Special Guarantee: Owner may require Contractor to furnish at Contractor’s expense a
special performance guarantee or other surety with respect to any substitute.

Reimbursement of Engineer’s Cost: Engineer will record Engineer’s costs in evaluating a
substitute proposed or submitted by Contractor. Whether or not Engineer approves a
substitute so proposed or submitted by Contractor, Contractor shall reimburse Owner for
the reasonable charges of Engineer for evaluating each such proposed substitute.
Contractor shall also reimburse Owner for the reasonable charges of Engineer for making
changes in the Contract Documents (or in the provisions of any other direct contract with
Owner) resulting from the acceptance of each proposed substitute.

Contractor’s Expense: Contractor shall provide all data in support of any proposed
substitute at Contractor’s expense.

Effect of Engineer’s Determination: |f Engineer approves the substitution request,
Contractor shall execute the proposed Change Order and proceed with the substitution.
The Engineer’s denial of a substitution request shall be final and binding, and may not be
reversed through an appeal under any provision of the Contract Documents. Contractor
may challenge the scope of reimbursement costs imposed under Paragraph 7.05.D, by
timely submittal of a Change Proposal.

Concerning Subcontractors, Suppliers, and Others

Contractor may retain Subcontractors and Suppliers for the performance of parts of the
Work. Such Subcontractors and Suppliers must be acceptable to Owner.
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B.

Contractor shall retain specific Subcontractors, Suppliers, or other individuals or entities for
the performance of designated parts of the Work if required by the Contract to do so.

Subsequent to the submittal of Contractor’s Bid or final negotiation of the terms of the
Contract, Owner may not require Contractor to retain any Subcontractor, Supplier, or other
individual or entity to furnish or perform any of the Work against which Contractor has
reasonable objection.

Prior to entry into any binding subcontract or purchase order, Contractor shall submit to
Owner the identity of the proposed Subcontractor or Supplier (unless Owner has already
deemed such proposed Subcontractor or Supplier acceptable, during the bidding process or
otherwise). Such proposed Subcontractor or Supplier shall be deemed acceptable to Owner
unless Owner raises a substantive, reasonable objection within five days.

Owner may require the replacement of any Subcontractor, Supplier, or other individual or
entity retained by Contractor to perform any part of the Work. Owner also may require
Contractor to retain specific replacements; provided, however, that Owner may not require
a replacement to which Contractor has a reasonable objection. If Contractor has submitted
the identity of certain Subcontractors, Suppliers, or other individuals or entities for
acceptance by Owner, and Owner has accepted it (either in writing or by failing to make
written objection thereto), then Owner may subsequently revoke the acceptance of any
such Subcontractor, Supplier, or other individual or entity so identified solely on the basis
of substantive, reasonable objection after due investigation. Contractor shall submit an
acceptable replacement for the rejected Subcontractor, Supplier, or other individual or
entity.

If Owner requires the replacement of any Subcontractor, Supplier, or other individual or
entity retained by Contractor to perform any part of the Work, then Contractor shall be
entitled to an adjustment in Contract Price or Contract Times, or both, with respect to the
replacement; and Contractor shall initiate a Change Proposal for such adjustment within 30
days of Owner’s requirement of replacement.

No acceptance by Owner of any such Subcontractor, Supplier, or other individual or entity,
whether initially or as a replacement, shall constitute a waiver of the right of Owner to the
completion of the Work in accordance with the Contract Documents.

On a monthly basis Contractor shall submit to Engineer a complete list of all Subcontractors
and Suppliers having a direct contract with Contractor, and of all other Subcontractors and
Suppliers known to Contractor at the time of submittal.

Contractor shall be fully responsible to Owner and Engineer for all acts and omissions of the
Subcontractors, Suppliers, and other individuals or entities performing or furnishing any of
the Work just as Contractor is responsible for Contractor’s own acts and omissions.

Contractor shall be solely responsible for scheduling and coordinating the work of
Subcontractors, Suppliers, and all other individuals or entities performing or furnishing any
of the Work.

Contractor shall restrict all Subcontractors, Suppliers, and such other individuals or entities
performing or furnishing any of the Work from communicating with Engineer or Owner,
except through Contractor or in case of an emergency, or as otherwise expressly allowed
herein.
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The divisions and sections of the Specifications and the identifications of any Drawings shall
not control Contractor in dividing the Work among Subcontractors or Suppliers or
delineating the Work to be performed by any specific trade.

All Work performed for Contractor by a Subcontractor or Supplier shall be pursuant to an
appropriate contractual agreement that specifically binds the Subcontractor or Supplier to
the applicable terms and conditions of the Contract Documents for the benefit of Owner
and Engineer.

Owner may furnish to any Subcontractor or Supplier, to the extent practicable, information
about amounts paid to Contractor on account of Work performed for Contractor by the
particular Subcontractor or Supplier.

Nothing in the Contract Documents:

1. shall create for the benefit of any such Subcontractor, Supplier, or other individual or
entity any contractual relationship between Owner or Engineer and any such
Subcontractor, Supplier, or other individual or entity; nor

2. shall create any obligation on the part of Owner or Engineer to pay or to see to the
payment of any money due any such Subcontractor, Supplier, or other individual or
entity except as may otherwise be required by Laws and Regulations.

7.07  Patent Fees and Royalties

A.

Contractor shall pay all license fees and royalties and assume all costs incident to the use in
the performance of the Work or the incorporation in the Work of any invention, design,
process, product, or device which is the subject of patent rights or copyrights held by
others. If a particular invention, design, process, product, or device is specified in the
Contract Documents for use in the performance of the Work and if, to the actual
knowledge of Owner or Engineer, its use is subject to patent rights or copyrights calling for
the payment of any license fee or royalty to others, the existence of such rights shall be
disclosed by Owner in the Contract Documents.

To the fullest extent permitted by Laws and Regulations, Owner shall indemnify and hold
harmless Contractor, and its officers, directors, members, partners, employees, agents,
consultants, and subcontractors from and against all claims, costs, losses, and damages
(including but not limited to all fees and charges of engineers, architects, attorneys, and
other professionals, and all court or arbitration or other dispute resolution costs) arising
out of or relating to any infringement of patent rights or copyrights incident to the use in
the performance of the Work or resulting from the incorporation in the Work of any
invention, design, process, product, or device specified in the Contract Documents, but not
identified as being subject to payment of any license fee or royalty to others required by
patent rights or copyrights.

To the fullest extent permitted by Laws and Regulations, Contractor shall indemnify and
hold harmless Owner and Engineer, and the officers, directors, members, partners,
employees, agents, consultants and subcontractors of each and any of them from and
against all claims, costs, losses, and damages (including but not limited to all fees and
charges of engineers, architects, attorneys, and other professionals and all court or
arbitration or other dispute resolution costs) arising out of or relating to any infringement
of patent rights or copyrights incident to the use in the performance of the Work or

EJCDC® C-700 (Rev. 1), Standard General Conditions of the Construction Contract,
Copyright © 2013 National Society of Professional Engineers, American Council of Engineering Companies,
and American Society of Civil Engineers. All rights reserved.

007000-32 GENERAL CONDITIONS OF THE CONTRACT FOR CONSTRUCTION



FSC Project COG501 Greenside Fan Power for Gatlinburg Golf Course

resulting from the incorporation in the Work of any invention, design, process, product, or
device not specified in the Contract Documents.

7.08  Permits

A.

Unless otherwise provided in the Contract Documents, Contractor shall obtain and pay for
all construction permits and licenses. Owner shall assist Contractor, when necessary, in
obtaining such permits and licenses. Contractor shall pay all governmental charges and
inspection fees necessary for the prosecution of the Work which are applicable at the time
of the submission of Contractor’s Bid (or when Contractor became bound under a
negotiated contract). Owner shall pay all charges of utility owners for connections for
providing permanent service to the Work

7.09 Taxes

A.

Contractor shall pay all sales, consumer, use, and other similar taxes required to be paid by
Contractor in accordance with the Laws and Regulations of the place of the Project which
are applicable during the performance of the Work.

7.10 Laws and Regulations

A.

Contractor shall give all notices required by and shall comply with all Laws and Regulations
applicable to the performance of the Work. Except where otherwise expressly required by
applicable Laws and Regulations, neither Owner nor Engineer shall be responsible for
monitoring Contractor’s compliance with any Laws or Regulations.

If Contractor performs any Work or takes any other action knowing or having reason to
know that it is contrary to Laws or Regulations, Contractor shall bear all resulting costs and
losses, and shall indemnify and hold harmless Owner and Engineer, and the officers,
directors, members, partners, employees, agents, consultants, and subcontractors of each
and any of them from and against all claims, costs, losses, and damages (including but not
limited to all fees and charges of engineers, architects, attorneys, and other professionals
and all court or arbitration or other dispute resolution costs) arising out of or relating to
such Work or other action. It shall not be Contractor’s responsibility to make certain that
the Work described in the Contract Documents is in accordance with Laws and Regulations,
but this shall not relieve Contractor of Contractor’s obligations under Paragraph 3.03.

Owner or Contractor may give notice to the other party of any changes after the
submission of Contractor’s Bid (or after the date when Contractor became bound under a
negotiated contract) in Laws or Regulations having an effect on the cost or time of
performance of the Work, including but not limited to changes in Laws or Regulations
having an effect on procuring permits and on sales, use, value-added, consumption, and
other similar taxes. If Owner and Contractor are unable to agree on entitlement to or on
the amount or extent, if any, of any adjustment in Contract Price or Contract Times
resulting from such changes, then within 30 days of such notice Contractor may submit a
Change Proposal, or Owner may initiate a Claim.

7.11 Record Documents

A

Contractor shall maintain in a safe place at the Site one printed record copy of all Drawings,
Specifications, Addenda, Change Orders, Work Change Directives, Field Orders, written
interpretations and clarifications, and approved Shop Drawings. Contractor shall keep such
record documents in good order and annotate them to show changes made during
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construction. These record documents, together with all approved Samples, will be
available to Engineer for reference. Upon completion of the Work, Contractor shall deliver
these record documents to Engineer.

7.12  Safety and Protection

A.

Contractor shall be solely responsible for initiating, maintaining, and supervising all safety
precautions and programs in connection with the Work. Such responsibility does not
relieve Subcontractors of their responsibility for the safety of persons or property in the
performance of their work, nor for compliance with applicable safety Laws and Regulations.
Contractor shall take all necessary precautions for the safety of, and shall provide the
necessary protection to prevent damage, injury, or loss to:

1. all persons on the Site or who may be affected by the Work;

2. all the Work and materials and equipment to be incorporated therein, whether in
storage on or off the Site; and

3. other property at the Site or adjacent thereto, including trees, shrubs, lawns, walks,
pavements, roadways, structures, other work in progress, utilities, and Underground
Facilities not designated for removal, relocation, or replacement in the course of
construction.

Contractor shall comply with all applicable Laws and Regulations relating to the safety of
persons or property, or to the protection of persons or property from damage, injury, or
loss; and shall erect and maintain all necessary safeguards for such safety and protection.
Contractor shall notify Owner; the owners of adjacent property, Underground Facilities,
and other utilities; and other contractors and utility owners performing work at or adjacent
to the Site, when prosecution of the Work may affect them, and shall cooperate with them
in the protection, removal, relocation, and replacement of their property or work in
progress.

Contractor shall comply with the applicable requirements of Owner’s safety programs, if
any. The Supplementary Conditions identify any Owner’s safety programs that are
applicable to the Work.

Contractor shall inform Owner and Engineer of the specific requirements of Contractor’s
safety program with which Owner’s and Engineer’s employees and representatives must
comply while at the Site.

All damage, injury, or loss to any property referred to in Paragraph 7.12.A.2 or 7.12.A.3
caused, directly or indirectly, in whole or in part, by Contractor, any Subcontractor,
Supplier, or any other individual or entity directly or indirectly employed by any of them to
perform any of the Work, or anyone for whose acts any of them may be liable, shall be
remedied by Contractor at its expense (except damage or loss attributable to the fault of
Drawings or Specifications or to the acts or omissions of Owner or Engineer or anyone
employed by any of them, or anyone for whose acts any of them may be liable, and not
attributable, directly or indirectly, in whole or in part, to the fault or negligence of
Contractor or any Subcontractor, Supplier, or other individual or entity directly or indirectly
employed by any of them).

Contractor’s duties and responsibilities for safety and protection shall continue until such
time as all the Work is completed and Engineer has issued a notice to Owner and
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7.13

7.14

7.15

7.16

Contractor in accordance with Paragraph 15.06.B that the Work is acceptable (except as
otherwise expressly provided in connection with Substantial Completion).

Contractor’s duties and responsibilities for safety and protection shall resume whenever
Contractor or any Subcontractor or Supplier returns to the Site to fulfill warranty or
correction obligations, or to conduct other tasks arising from the Contract Documents.

Safety Representative

A

Contractor shall designate a qualified and experienced safety representative at the Site
whose duties and responsibilities shall be the prevention of accidents and the maintaining
and supervising of safety precautions and programs.

Hazard Communication Programs

A. Contractor shall be responsible for coordinating any exchange of material safety data
sheets or other hazard communication information required to be made available to or
exchanged between or among employers at the Site in accordance with Laws or
Regulations.

Emergencies

A. In emergencies affecting the safety or protection of persons or the Work or property at the

Site or adjacent thereto, Contractor is obligated to act to prevent threatened damage,
injury, or loss. Contractor shall give Engineer prompt written notice if Contractor believes
that any significant changes in the Work or variations from the Contract Documents have
been caused thereby or are required as a result thereof. If Engineer determines that a
change in the Contract Documents is required because of the action taken by Contractor in
response to such an emergency, a Work Change Directive or Change Order will be issued.

Shop Drawings, Samples, and Other Submittals

A.

Shop Drawing and Sample Submittal Requirements:
1. Before submitting a Shop Drawing or Sample, Contractor shall have:

a. reviewed and coordinated the Shop Drawing or Sample with other Shop Drawings
and Samples and with the requirements of the Work and the Contract
Documents;

b. determined and verified all field measurements, quantities, dimensions, specified
performance and design criteria, installation requirements, materials, catalog
numbers, and similar information with respect thereto;

c. determined and verified the suitability of all materials and equipment offered
with respect to the indicated application, fabrication, shipping, handling, storage,
assembly, and installation pertaining to the performance of the Work; and

d. determined and verified all information relative to Contractor’s responsibilities
for means, methods, techniques, sequences, and procedures of construction, and
safety precautions and programs incident thereto.

2. Each submittal shall bear a stamp or specific written certification that Contractor has
satisfied Contractor’s obligations under the Contract Documents with respect to
Contractor’s review of that submittal, and that Contractor approves the submittal.
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3.

With each submittal, Contractor shall give Engineer specific written notice of any
variations that the Shop Drawing or Sample may have from the requirements of the
Contract Documents. This notice shall be set forth in a written communication
separate from the Shop Drawings or Sample submittal; and, in addition, in the case of
Shop Drawings by a specific notation made on each Shop Drawing submitted to
Engineer for review and approval of each such variation.

B. Submittal Procedures for Shop Drawings and Samples: Contractor shall submit Shop
Drawings and Samples to Engineer for review and approval in accordance with the
accepted Schedule of Submittals. Each submittal will be identified as Engineer may require.

1.

Shop Drawings:
a. Contractor shall submit the number of copies required in the Specifications.

b. Data shown on the Shop Drawings will be complete with respect to quantities,
dimensions, specified performance and design criteria, materials, and similar data
to show Engineer the services, materials, and equipment Contractor proposes to
provide and to enable Engineer to review the information for the limited
purposes required by Paragraph 7.16.D.

Samples:
a. Contractor shall submit the number of Samples required in the Specifications.

b. Contractor shall clearly identify each Sample as to material, Supplier, pertinent
data such as catalog numbers, the use for which intended and other data as
Engineer may require to enable Engineer to review the submittal for the limited
purposes required by Paragraph 7.16.D.

Where a Shop Drawing or Sample is required by the Contract Documents or the
Schedule of Submittals, any related Work performed prior to Engineer’s review and
approval of the pertinent submittal will be at the sole expense and responsibility of
Contractor.

C. Other Submittals: Contractor shall submit other submittals to Engineer in accordance with
the accepted Schedule of Submittals, and pursuant to the applicable terms of the
Specifications.

D. Engineer’s Review:

1.

Engineer will provide timely review of Shop Drawings and Samples in accordance with
the Schedule of Submittals acceptable to Engineer. Engineer’s review and approval will
be only to determine if the items covered by the submittals will, after installation or
incorporation in the Work, conform to the information given in the Contract
Documents and be compatible with the design concept of the completed Project as a
functioning whole as indicated by the Contract Documents.

Engineer’s review and approval will not extend to means, methods, techniques,
sequences, or procedures of construction or to safety precautions or programs
incident thereto.

Engineer’s review and approval of a separate item as such will not indicate approval of
the assembly in which the item functions.

EJCDC® C-700 (Rev. 1), Standard General Conditions of the Construction Contract,

Copyright © 2013 National Society of Professional Engineers, American Council of Engineering Companies,

and American Society of Civil Engineers. All rights reserved.

007000 -36 GENERAL CONDITIONS OF THE CONTRACT FOR CONSTRUCTION



FSC Project COG501 Greenside Fan Power for Gatlinburg Golf Course

4.

Engineer’s review and approval of a Shop Drawing or Sample shall not relieve
Contractor from responsibility for any variation from the requirements of the Contract
Documents unless Contractor has complied with the requirements of Paragraph
7.16.A.3 and Engineer has given written approval of each such variation by specific
written notation thereof incorporated in or accompanying the Shop Drawing or
Sample. Engineer will document any such approved variation from the requirements
of the Contract Documents in a Field Order.

Engineer’s review and approval of a Shop Drawing or Sample shall not relieve
Contractor from responsibility for complying with the requirements of Paragraph
7.16.A and B.

Engineer’s review and approval of a Shop Drawing or Sample, or of a variation from
the requirements of the Contract Documents, shall not, under any circumstances,
change the Contract Times or Contract Price, unless such changes are included in a
Change Order.

Neither Engineer’s receipt, review, acceptance or approval of a Shop Drawing, Sample,
or other submittal shall result in such item becoming a Contract Document.

Contractor shall perform the Work in compliance with the requirements and
commitments set forth in approved Shop Drawings and Samples, subject to the
provisions of Paragraph 7.16.D.4.

Resubmittal Procedures:

1.

Contractor shall make corrections required by Engineer and shall return the required
number of corrected copies of Shop Drawings and submit, as required, new Samples
for review and approval. Contractor shall direct specific attention in writing to
revisions other than the corrections called for by Engineer on previous submittals.

Contractor shall furnish required submittals with sufficient information and accuracy
to obtain required approval of an item with no more than three submittals. Engineer
will record Engineer’s time for reviewing a fourth or subsequent submittal of a Shop
Drawings, sample, or other item requiring approval, and Contractor shall be
responsible for Engineer’s charges to Owner for such time. Owner may impose a set-
off against payments due to Contractor to secure reimbursement for such charges.

If Contractor requests a change of a previously approved submittal item, Contractor
shall be responsible for Engineer’s charges to Owner for its review time, and Owner
may impose a set-off against payments due to Contractor to secure reimbursement for
such charges, unless the need for such change is beyond the control of Contractor.

7.17  Contractor’s General Warranty and Guarantee

A.

Contractor warrants and guarantees to Owner that all Work will be in accordance with the
Contract Documents and will not be defective. Engineer and its officers, directors,
members, partners, employees, agents, consultants, and subcontractors shall be entitled to
rely on Contractor’s warranty and guarantee.

EJCDC® C-700 (Rev. 1), Standard General Conditions of the Construction Contract,

Copyright © 2013 National Society of Professional Engineers, American Council of Engineering Companies,

and American Society of Civil Engineers. All rights reserved.

007000 -37 GENERAL CONDITIONS OF THE CONTRACT FOR CONSTRUCTION



FSC Project COG501 Greenside Fan Power for Gatlinburg Golf Course

B.

Contractor’s warranty and guarantee hereunder excludes defects or damage caused by:

1. abuse, modification, or improper maintenance or operation by persons other than
Contractor, Subcontractors, Suppliers, or any other individual or entity for whom
Contractor is responsible; or

2. normal wear and tear under normal usage.

Contractor’s obligation to perform and complete the Work in accordance with the Contract
Documents shall be absolute. None of the following will constitute an acceptance of Work
that is not in accordance with the Contract Documents or a release of Contractor’s
obligation to perform the Work in accordance with the Contract Documents:

1. observations by Engineer;
2. recommendation by Engineer or payment by Owner of any progress or final payment;

3. the issuance of a certificate of Substantial Completion by Engineer or any payment
related thereto by Owner;

4. use or occupancy of the Work or any part thereof by Owner;

5. any review and approval of a Shop Drawing or Sample submittal;
6. theissuance of a notice of acceptability by Engineer;

7. anyinspection, test, or approval by others; or

8. any correction of defective Work by Owner.

If the Contract requires the Contractor to accept the assignment of a contract entered into
by Owner, then the specific warranties, guarantees, and correction obligations contained in
the assigned contract shall govern with respect to Contractor’s performance obligations to
Owner for the Work described in the assigned contract.

7.18  Indemnification

A.

To the fullest extent permitted by Laws and Regulations, and in addition to any other
obligations of Contractor under the Contract or otherwise, Contractor shall indemnify and
hold harmless Owner and Engineer, and the officers, directors, members, partners,
employees, agents, consultants and subcontractors of each and any of them from and
against all claims, costs, losses, and damages (including but not limited to all fees and
charges of engineers, architects, attorneys, and other professionals and all court or
arbitration or other dispute resolution costs) arising out of or relating to the performance
of the Work, provided that any such claim, cost, loss, or damage is attributable to bodily
injury, sickness, disease, or death, or to injury to or destruction of tangible property (other
than the Work itself), including the loss of use resulting therefrom but only to the extent
caused by any negligent act or omission of Contractor, any Subcontractor, any Supplier, or
any individual or entity directly or indirectly employed by any of them to perform any of
the Work or anyone for whose acts any of them may be liable.

In any and all claims against Owner or Engineer or any of their officers, directors, members,
partners, employees, agents, consultants, or subcontractors by any employee (or the
survivor or personal representative of such employee) of Contractor, any Subcontractor,
any Supplier, or any individual or entity directly or indirectly employed by any of them to
perform any of the Work, or anyone for whose acts any of them may be liable, the
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indemnification obligation under Paragraph 7.18.A shall not be limited in any way by any
limitation on the amount or type of damages, compensation, or benefits payable by or for
Contractor or any such Subcontractor, Supplier, or other individual or entity under workers’
compensation acts, disability benefit acts, or other employee benefit acts.

The indemnification obligations of Contractor under Paragraph 7.18.A shall not extend to
the liability of Engineer and Engineer’s officers, directors, members, partners, employees,
agents, consultants and subcontractors arising out of:

1. the preparation or approval of, or the failure to prepare or approve maps, Drawings,
opinions, reports, surveys, Change Orders, designs, or Specifications; or

2. giving directions or instructions, or failing to give them, if that is the primary cause of
the injury or damage.

7.19  Delegation of Professional Design Services

A.

Contractor will not be required to provide professional design services unless such services
are specifically required by the Contract Documents for a portion of the Work or unless
such services are required to carry out Contractor’s responsibilities for construction means,
methods, techniques, sequences and procedures. Contractor shall not be required to
provide professional services in violation of applicable Laws and Regulations.

If professional design services or certifications by a design professional related to systems,
materials, or equipment are specifically required of Contractor by the Contract Documents,
Owner and Engineer will specify all performance and design criteria that such services must
satisfy. Contractor shall cause such services or certifications to be provided by a properly
licensed professional, whose signature and seal shall appear on all drawings, calculations,
specifications, certifications, and other submittals prepared by such professional. Shop
Drawings and other submittals related to the Work designed or certified by such
professional, if prepared by others, shall bear such professional’s written approval when
submitted to Engineer.

Owner and Engineer shall be entitled to rely upon the adequacy, accuracy, and
completeness of the services, certifications, or approvals performed by such design
professionals, provided Owner and Engineer have specified to Contractor all performance
and design criteria that such services must satisfy.

Pursuant to this paragraph, Engineer’s review and approval of design calculations and
design drawings will be only for the limited purpose of checking for conformance with
performance and design criteria given and the design concept expressed in the Contract
Documents. Engineer’s review and approval of Shop Drawings and other submittals (except
design calculations and design drawings) will be only for the purpose stated in Paragraph
7.16.D.1.

Contractor shall not be responsible for the adequacy of the performance or design criteria
specified by Owner or Engineer.

ARTICLE 8 — OTHER WORK AT THE SITE

8.01 Other Work

A.

In addition to and apart from the Work under the Contract Documents, the Owner may
perform other work at or adjacent to the Site. Such other work may be performed by
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Owner’s employees, or through contracts between the Owner and third parties. Owner
may also arrange to have third-party utility owners perform work on their utilities and
facilities at or adjacent to the Site.

If Owner performs other work at or adjacent to the Site with Owner’s employees, or
through contracts for such other work, then Owner shall give Contractor written notice
thereof prior to starting any such other work. If Owner has advance information regarding
the start of any utility work at or adjacent to the Site, Owner shall provide such information
to Contractor.

Contractor shall afford each other contractor that performs such other work, each utility
owner performing other work, and Owner, if Owner is performing other work with Owner’s
employees, proper and safe access to the Site, and provide a reasonable opportunity for
the introduction and storage of materials and equipment and the execution of such other
work. Contractor shall do all cutting, fitting, and patching of the Work that may be required
to properly connect or otherwise make its several parts come together and properly
integrate with such other work. Contractor shall not endanger any work of others by
cutting, excavating, or otherwise altering such work; provided, however, that Contractor
may cut or alter others' work with the written consent of Engineer and the others whose
work will be affected.

If the proper execution or results of any part of Contractor’s Work depends upon work
performed by others under this Article 8, Contractor shall inspect such other work and
promptly report to Engineer in writing any delays, defects, or deficiencies in such other
work that render it unavailable or unsuitable for the proper execution and results of
Contractor’s Work. Contractor’s failure to so report will constitute an acceptance of such
other work as fit and proper for integration with Contractor’s Work except for latent
defects and deficiencies in such other work.

8.02  Coordination

A.

If Owner intends to contract with others for the performance of other work at or adjacent
to the Site, to perform other work at or adjacent to the Site with Owner’s employees, or to
arrange to have utility owners perform work at or adjacent to the Site, the following will be
set forth in the Supplementary Conditions or provided to Contractor prior to the start of
any such other work:

1. the identity of the individual or entity that will have authority and responsibility for
coordination of the activities among the various contractors;

2. an itemization of the specific matters to be covered by such authority and
responsibility; and

3. the extent of such authority and responsibilities.

Unless otherwise provided in the Supplementary Conditions, Owner shall have sole
authority and responsibility for such coordination.

8.03  Legal Relationships

A

If, in the course of performing other work at or adjacent to the Site for Owner, the Owner’s
employees, any other contractor working for Owner, or any utility owner for whom the
Owner is responsible causes damage to the Work or to the property of Contractor or its
Subcontractors, or delays, disrupts, interferes with, or increases the scope or cost of the

EJCDC® C-700 (Rev. 1), Standard General Conditions of the Construction Contract,
Copyright © 2013 National Society of Professional Engineers, American Council of Engineering Companies,
and American Society of Civil Engineers. All rights reserved.

007000-40 GENERAL CONDITIONS OF THE CONTRACT FOR CONSTRUCTION



FSC Project COG501 Greenside Fan Power for Gatlinburg Golf Course

performance of the Work, through actions or inaction, then Contractor shall be entitled to
an equitable adjustment in the Contract Price or the Contract Times, or both. Contractor
must submit any Change Proposal seeking an equitable adjustment in the Contract Price or
the Contract Times under this paragraph within 30 days of the damaging, delaying,
disrupting, or interfering event. The entitlement to, and extent of, any such equitable
adjustment shall take into account information (if any) regarding such other work that was
provided to Contractor in the Contract Documents prior to the submittal of the Bid or the
final negotiation of the terms of the Contract. When applicable, any such equitable
adjustment in Contract Price shall be conditioned on Contractor assigning to Owner all
Contractor’s rights against such other contractor or utility owner with respect to the
damage, delay, disruption, or interference that is the subject of the adjustment.
Contractor’s entitlement to an adjustment of the Contract Times is conditioned on such
adjustment being essential to Contractor’s ability to complete the Work within the Contract
Times.

B. Contractor shall take reasonable and customary measures to avoid damaging, delaying,
disrupting, or interfering with the work of Owner, any other contractor, or any utility owner
performing other work at or adjacent to the Site. If Contractor fails to take such measures
and as a result damages, delays, disrupts, or interferes with the work of any such other
contractor or utility owner, then Owner may impose a set-off against payments due to
Contractor, and assign to such other contractor or utility owner the Owner’s contractual
rights against Contractor with respect to the breach of the obligations set forth in this
paragraph.

C. When Owner is performing other work at or adjacent to the Site with Owner’s employees,
Contractor shall be liable to Owner for damage to such other work, and for the reasonable
direct delay, disruption, and interference costs incurred by Owner as a result of
Contractor’s failure to take reasonable and customary measures with respect to Owner’s
other work. In response to such damage, delay, disruption, or interference, Owner may
impose a set-off against payments due to Contractor.

D. If Contractor damages, delays, disrupts, or interferes with the work of any other contractor,
or any utility owner performing other work at or adjacent to the Site, through Contractor’s
failure to take reasonable and customary measures to avoid such impacts, or if any claim
arising out of Contractor’s actions, inactions, or negligence in performance of the Work at
or adjacent to the Site is made by any such other contractor or utility owner against
Contractor, Owner, or Engineer, then Contractor shall (1) promptly attempt to settle the
claim as to all parties through negotiations with such other contractor or utility owner, or
otherwise resolve the claim by arbitration or other dispute resolution proceeding or at law,
and (2) indemnify and hold harmless Owner and Engineer, and the officers, directors,
members, partners, employees, agents, consultants and subcontractors of each and any of
them from and against any such claims, and against all costs, losses, and damages
(including but not limited to all fees and charges of engineers, architects, attorneys, and
other professionals and all court or arbitration or other dispute resolution costs) arising out
of or relating to such damage, delay, disruption, or interference.
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ARTICLE 9 — OWNER’S RESPONSIBILITIES

9.01

9.02

9.03

9.04

9.05

9.06

9.07

9.08

9.09

Communications to Contractor

A. Except as otherwise provided in these General Conditions, Owner shall issue all
communications to Contractor through Engineer.

Replacement of Engineer

A. Owner may at its discretion appoint an engineer to replace Engineer, provided Contractor
makes no reasonable objection to the replacement engineer. The replacement engineer’s
status under the Contract Documents shall be that of the former Engineer.

Furnish Data
A. Owner shall promptly furnish the data required of Owner under the Contract Documents.
Pay When Due

A. Owner shall make payments to Contractor when they are due as provided in the
Agreement.

Lands and Easements; Reports, Tests, and Drawings

A. Owner’s duties with respect to providing lands and easements are set forth in Paragraph
5.01.

B. Owner’s duties with respect to providing engineering surveys to establish reference points
are set forth in Paragraph 4.03.

C. Article 5 refers to Owner’s identifying and making available to Contractor copies of reports
of explorations and tests of conditions at the Site, and drawings of physical conditions
relating to existing surface or subsurface structures at the Site.

Insurance

A. Owner’s responsibilities, if any, with respect to purchasing and maintaining liability and
property insurance are set forth in Article 6.

Change Orders
A. Owner’s responsibilities with respect to Change Orders are set forth in Article 11.
Inspections, Tests, and Approvals

A. Owner’s responsibility with respect to certain inspections, tests, and approvals is set forth
in Paragraph 14.02.B.

Limitations on Owner’s Responsibilities

A. The Owner shall not supervise, direct, or have control or authority over, nor be responsible
for, Contractor’s means, methods, techniques, sequences, or procedures of construction,
or the safety precautions and programs incident thereto, or for any failure of Contractor to
comply with Laws and Regulations applicable to the performance of the Work. Owner will
not be responsible for Contractor’s failure to perform the Work in accordance with the
Contract Documents.
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9.10 Undisclosed Hazardous Environmental Condition

A.  Owner’s responsibility in respect to an undisclosed Hazardous Environmental Condition is
set forth in Paragraph 5.06.

9.11  Evidence of Financial Arrangements

A. Upon request of Contractor, Owner shall furnish Contractor reasonable evidence that
financial arrangements have been made to satisfy Owner’s obligations under the Contract
Documents (including obligations under proposed changes in the Work).

9.12  Safety Programs

A.  While at the Site, Owner’s employees and representatives shall comply with the specific
applicable requirements of Contractor’s safety programs of which Owner has been
informed.

B. Owner shall furnish copies of any applicable Owner safety programs to Contractor.
ARTICLE 10 — ENGINEER’S STATUS DURING CONSTRUCTION

10.01 Owner’s Representative

A. Engineer will be Owner’s representative during the construction period. The duties and
responsibilities and the limitations of authority of Engineer as Owner’s representative
during construction are set forth in the Contract.

10.02 Visits to Site

A. Engineer will make visits to the Site at intervals appropriate to the various stages of
construction as Engineer deems necessary in order to observe as an experienced and
qualified design professional the progress that has been made and the quality of the
various aspects of Contractor’s executed Work. Based on information obtained during such
visits and observations, Engineer, for the benefit of Owner, will determine, in general, if the
Work is proceeding in accordance with the Contract Documents. Engineer will not be
required to make exhaustive or continuous inspections on the Site to check the quality or
quantity of the Work. Engineer’s efforts will be directed toward providing for Owner a
greater degree of confidence that the completed Work will conform generally to the
Contract Documents. On the basis of such visits and observations, Engineer will keep
Owner informed of the progress of the Work and will endeavor to guard Owner against
defective Work.

B. Engineer’s visits and observations are subject to all the limitations on Engineer’s authority
and responsibility set forth in Paragraph 10.08. Particularly, but without limitation, during
or as a result of Engineer’s visits or observations of Contractor’s Work, Engineer will not
supervise, direct, control, or have authority over or be responsible for Contractor’s means,
methods, techniques, sequences, or procedures of construction, or the safety precautions
and programs incident thereto, or for any failure of Contractor to comply with Laws and
Regulations applicable to the performance of the Work.

10.03 Project Representative

A. If Owner and Engineer have agreed that Engineer will furnish a Resident Project
Representative to represent Engineer at the Site and assist Engineer in observing the
progress and quality of the Work, then the authority and responsibilities of any such
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10.04

10.05

10.06

10.07

10.08

Resident Project Representative will be as provided in the Supplementary Conditions, and
limitations on the responsibilities thereof will be as provided in Paragraph 10.08. If Owner
designates another representative or agent to represent Owner at the Site who is not
Engineer’s consultant, agent, or employee, the responsibilities and authority and
limitations thereon of such other individual or entity will be as provided in the
Supplementary Conditions.

Rejecting Defective Work
A. Engineer has the authority to reject Work in accordance with Article 14.
Shop Drawings, Change Orders and Payments

A. Engineer’s authority, and limitations thereof, as to Shop Drawings and Samples, are set
forth in Paragraph 7.16.

B. Engineer’s authority, and limitations thereof, as to design calculations and design drawings
submitted in response to a delegation of professional design services, if any, are set forth in
Paragraph 7.19.

C. Engineer’s authority as to Change Orders is set forth in Article 11.
D. Engineer’s authority as to Applications for Payment is set forth in Article 15.
Determinations for Unit Price Work

A. Engineer will determine the actual quantities and classifications of Unit Price Work
performed by Contractor as set forth in Paragraph 13.03.

Decisions on Requirements of Contract Documents and Acceptability of Work

A. Engineer will render decisions regarding the requirements of the Contract Documents, and
judge the acceptability of the Work, pursuant to the specific procedures set forth herein for
initial interpretations, Change Proposals, and acceptance of the Work. In rendering such
decisions and judgments, Engineer will not show partiality to Owner or Contractor, and will
not be liable to Owner, Contractor, or others in connection with any proceedings,
interpretations, decisions, or judgments conducted or rendered in good faith.

Limitations on Engineer’s Authority and Responsibilities

A. Neither Engineer’s authority or responsibility under this Article 10 or under any other
provision of the Contract, nor any decision made by Engineer in good faith either to
exercise or not exercise such authority or responsibility or the undertaking, exercise, or
performance of any authority or responsibility by Engineer, shall create, impose, or give rise
to any duty in contract, tort, or otherwise owed by Engineer to Contractor, any
Subcontractor, any Supplier, any other individual or entity, or to any surety for or employee
or agent of any of them.

B. Engineer will not supervise, direct, control, or have authority over or be responsible for
Contractor’s means, methods, techniques, sequences, or procedures of construction, or the
safety precautions and programs incident thereto, or for any failure of Contractor to
comply with Laws and Regulations applicable to the performance of the Work. Engineer will
not be responsible for Contractor’s failure to perform the Work in accordance with the
Contract Documents.
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C. Engineer will not be responsible for the acts or omissions of Contractor or of any
Subcontractor, any Supplier, or of any other individual or entity performing any of the
Work.

D. Engineer’s review of the final Application for Payment and accompanying documentation
and all maintenance and operating instructions, schedules, guarantees, bonds, certificates
of inspection, tests and approvals, and other documentation required to be delivered by
Paragraph 15.06.A will only be to determine generally that their content complies with the
requirements of, and in the case of certificates of inspections, tests, and approvals, that the
results certified indicate compliance with the Contract Documents.

E. The limitations upon authority and responsibility set forth in this Paragraph 10.08 shall also
apply to the Resident Project Representative, if any.

10.09 Compliance with Safety Program

A.  While at the Site, Engineer’s employees and representatives will comply with the specific
applicable requirements of Owner’s and Contractor’s safety programs (if any) of which
Engineer has been informed.

ARTICLE 11 - AMENDING THE CONTRACT DOCUMENTS; CHANGES IN THE WORK

11.01 Amending and Supplementing Contract Documents

A. The Contract Documents may be amended or supplemented by a Change Order, a Work
Change Directive, or a Field Order.

1. Change Orders:

a. If an amendment or supplement to the Contract Documents includes a change in
the Contract Price or the Contract Times, such amendment or supplement must
be set forth in a Change Order. A Change Order also may be used to establish
amendments and supplements of the Contract Documents that do not affect the
Contract Price or Contract Times.

b. Owner and Contractor may amend those terms and conditions of the Contract
Documents that do not involve (1) the performance or acceptability of the Work,
(2) the design (as set forth in the Drawings, Specifications, or otherwise), or (3)
other engineering or technical matters, without the recommendation of the
Engineer. Such an amendment shall be set forth in a Change Order.

2.  Work Change Directives: A Work Change Directive will not change the Contract Price
or the Contract Times but is evidence that the parties expect that the modification
ordered or documented by a Work Change Directive will be incorporated in a
subsequently issued Change Order, following negotiations by the parties as to the
Work Change Directive’s effect, if any, on the Contract Price and Contract Times; or, if
negotiations are unsuccessful, by a determination under the terms of the Contract
Documents governing adjustments, expressly including Paragraph 11.04 regarding
change of Contract Price. Contractor must submit any Change Proposal seeking an
adjustment of the Contract Price or the Contract Times, or both, no later than 30 days
after the completion of the Work set out in the Work Change Directive. Owner must
submit any Claim seeking an adjustment of the Contract Price or the Contract Times,
or both, no later than 60 days after issuance of the Work Change Directive.
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3. Field Orders: Engineer may authorize minor changes in the Work if the changes do not
involve an adjustment in the Contract Price or the Contract Times and are compatible
with the design concept of the completed Project as a functioning whole as indicated
by the Contract Documents. Such changes will be accomplished by a Field Order and
will be binding on Owner and also on Contractor, which shall perform the Work
involved promptly. If Contractor believes that a Field Order justifies an adjustment in
the Contract Price or Contract Times, or both, then before proceeding with the Work
at issue, Contractor shall submit a Change Proposal as provided herein.

11.02 Owner-Authorized Changes in the Work

A

Without invalidating the Contract and without notice to any surety, Owner may, at any
time or from time to time, order additions, deletions, or revisions in the Work. Such
changes shall be supported by Engineer’s recommendation, to the extent the change
involves the design (as set forth in the Drawings, Specifications, or otherwise), or other
engineering or technical matters. Such changes may be accomplished by a Change Order, if
Owner and Contractor have agreed as to the effect, if any, of the changes on Contract
Times or Contract Price; or by a Work Change Directive. Upon receipt of any such
document, Contractor shall promptly proceed with the Work involved; or, in the case of a
deletion in the Work, promptly cease construction activities with respect to such deleted
Work. Added or revised Work shall be performed under the applicable conditions of the
Contract Documents. Nothing in this paragraph shall obligate Contractor to undertake work
that Contractor reasonably concludes cannot be performed in a manner consistent with
Contractor’s safety obligations under the Contract Documents or Laws and Regulations.

11.03  Unauthorized Changes in the Work

A.

Contractor shall not be entitled to an increase in the Contract Price or an extension of the
Contract Times with respect to any work performed that is not required by the Contract
Documents, as amended, modified, or supplemented, except in the case of an emergency
as provided in Paragraph 7.15 or in the case of uncovering Work as provided in Paragraph
14.05.

11.04 Change of Contract Price

A.

The Contract Price may only be changed by a Change Order. Any Change Proposal for an
adjustment in the Contract Price shall comply with the provisions of Paragraph 11.06. Any
Claim for an adjustment of Contract Price shall comply with the provisions of Article 12.

An adjustment in the Contract Price will be determined as follows:

1. where the Work involved is covered by unit prices contained in the Contract
Documents, then by application of such unit prices to the quantities of the items
involved (subject to the provisions of Paragraph 13.03); or

2. where the Work involved is not covered by unit prices contained in the Contract
Documents, then by a mutually agreed lump sum (which may include an allowance for
overhead and profit not necessarily in accordance with Paragraph 11.04.C.2); or

3. where the Work involved is not covered by unit prices contained in the Contract
Documents and the parties do not reach mutual agreement to a lump sum, then on
the basis of the Cost of the Work (determined as provided in Paragraph 13.01) plus a
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C.

Contractor’s fee for overhead and profit (determined as provided in Paragraph
11.04.C).

Contractor’s Fee: When applicable, the Contractor’s fee for overhead and profit shall be
determined as follows:

1. amutually acceptable fixed fee; or

2. if a fixed fee is not agreed upon, then a fee based on the following percentages of the
various portions of the Cost of the Work:

a. for costs incurred under Paragraphs 13.01.B.1 and 13.01.B.2, the Contractor’s fee
shall be 15 percent;

b. for costs incurred under Paragraph 13.01.B.3, the Contractor’s fee shall be five
percent;

c. where one or more tiers of subcontracts are on the basis of Cost of the Work plus
a fee and no fixed fee is agreed upon, the intent of Paragraphs 11.04.C.2.a and
11.04.C.2.b is that the Contractor’s fee shall be based on: (1) a fee of 15 percent
of the costs incurred under Paragraphs 13.01.A.1 and 13.01.A.2 by the
Subcontractor that actually performs the Work, at whatever tier, and (2) with
respect to Contractor itself and to any Subcontractors of a tier higher than that of
the Subcontractor that actually performs the Work, a fee of five percent of the
amount (fee plus underlying costs incurred) attributable to the next lower tier
Subcontractor; provided, however, that for any such subcontracted work the
maximum total fee to be paid by Owner shall be no greater than 27 percent of
the costs incurred by the Subcontractor that actually performs the work;

d. no fee shall be payable on the basis of costs itemized under Paragraphs 13.01.B.4,
13.01.B.5, and 13.01.C;

e. the amount of credit to be allowed by Contractor to Owner for any change which
results in a net decrease in cost will be the amount of the actual net decrease in
cost plus a deduction in Contractor’s fee by an amount equal to five percent of
such net decrease; and

f.  when both additions and credits are involved in any one change, the adjustment
in Contractor’s fee shall be computed on the basis of the net change in
accordance with Paragraphs 11.04.C.2.a through 11.04.C.2.e, inclusive.

11.05 Change of Contract Times

A.

The Contract Times may only be changed by a Change Order. Any Change Proposal for an
adjustment in the Contract Times shall comply with the provisions of Paragraph 11.06. Any
Claim for an adjustment in the Contract Times shall comply with the provisions of Article
12.

An adjustment of the Contract Times shall be subject to the limitations set forth in
Paragraph 4.05, concerning delays in Contractor’s progress.

11.06 Change Proposals

A

Contractor shall submit a Change Proposal to Engineer to request an adjustment in the
Contract Times or Contract Price; appeal an initial decision by Engineer concerning the
requirements of the Contract Documents or relating to the acceptability of the Work under
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the Contract Documents; contest a set-off against payment due; or seek other relief under
the Contract. The Change Proposal shall specify any proposed change in Contract Times or
Contract Price, or both, or other proposed relief, and explain the reason for the proposed
change, with citations to any governing or applicable provisions of the Contract Documents.

1.

Procedures: Contractor shall submit each Change Proposal to Engineer promptly (but
in no event later than 30 days) after the start of the event giving rise thereto, or after
such initial decision. The Contractor shall submit supporting data, including the
proposed change in Contract Price or Contract Time (if any), to the Engineer and
Owner within 15 days after the submittal of the Change Proposal. The supporting data
shall be accompanied by a written statement that the supporting data are accurate
and complete, and that any requested time or price adjustment is the entire
adjustment to which Contractor believes it is entitled as a result of said event.
Engineer will advise Owner regarding the Change Proposal, and consider any
comments or response from Owner regarding the Change Proposal.

Engineer’s Action: Engineer will review each Change Proposal and, within 30 days after
receipt of the Contractor’s supporting data, either deny the Change Proposal in whole,
approve it in whole, or deny it in part and approve it in part. Such actions shall be in
writing, with a copy provided to Owner and Contractor. If Engineer does not take
action on the Change Proposal within 30 days, then either Owner or Contractor may at
any time thereafter submit a letter to the other party indicating that as a result of
Engineer’s inaction the Change Proposal is deemed denied, thereby commencing the
time for appeal of the denial under Article 12.

Binding Decision: Engineer’s decision will be final and binding upon Owner and
Contractor, unless Owner or Contractor appeals the decision by filing a Claim under
Article 12.

B. Resolution of Certain Change Proposals: If the Change Proposal does not involve the design
(as set forth in the Drawings, Specifications, or otherwise), the acceptability of the Work, or
other engineering or technical matters, then Engineer will notify the parties that the
Engineer is unable to resolve the Change Proposal. For purposes of further resolution of
such a Change Proposal, such notice shall be deemed a denial, and Contractor may choose
to seek resolution under the terms of Article 12.

11.07 Execution of Change Orders

A. Owner and Contractor shall execute appropriate Change Orders covering:

1.

changes in the Contract Price or Contract Times which are agreed to by the parties,
including any undisputed sum or amount of time for Work actually performed in
accordance with a Work Change Directive;

changes in Contract Price resulting from an Owner set-off, unless Contractor has duly
contested such set-off;

changes in the Work which are: (a) ordered by Owner pursuant to Paragraph 11.02, (b)
required because of Owner’s acceptance of defective Work under Paragraph 14.04 or
Owner’s correction of defective Work under Paragraph 14.07, or (c) agreed to by the
parties, subject to the need for Engineer’s recommendation if the change in the Work
involves the design (as set forth in the Drawings, Specifications, or otherwise), or other
engineering or technical matters; and
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B.

4. changes in the Contract Price or Contract Times, or other changes, which embody the
substance of any final and binding results under Paragraph 11.06, or Article 12.

If Owner or Contractor refuses to execute a Change Order that is required to be executed
under the terms of this Paragraph 11.07, it shall be deemed to be of full force and effect, as
if fully executed.

11.08 Notification to Surety

A

If the provisions of any bond require notice to be given to a surety of any change affecting
the general scope of the Work or the provisions of the Contract Documents (including, but
not limited to, Contract Price or Contract Times), the giving of any such notice will be
Contractor’s responsibility. The amount of each applicable bond will be adjusted to reflect
the effect of any such change.

ARTICLE 12 - CLAIMS

12.01 Claims

A.

Claims Process: The following disputes between Owner and Contractor shall be submitted
to the Claims process set forth in this Article:

1. Appeals by Owner or Contractor of Engineer’s decisions regarding Change Proposals;

2. Owner demands for adjustments in the Contract Price or Contract Times, or other
relief under the Contract Documents; and

3. Disputes that Engineer has been unable to address because they do not involve the
design (as set forth in the Drawings, Specifications, or otherwise), the acceptability of
the Work, or other engineering or technical matters.

Submittal of Claim: The party submitting a Claim shall deliver it directly to the other party
to the Contract promptly (but in no event later than 30 days) after the start of the event
giving rise thereto; in the case of appeals regarding Change Proposals within 30 days of the
decision under appeal. The party submitting the Claim shall also furnish a copy to the
Engineer, for its information only. The responsibility to substantiate a Claim shall rest with
the party making the Claim. In the case of a Claim by Contractor seeking an increase in the
Contract Times or Contract Price, or both, Contractor shall certify that the Claim is made in
good faith, that the supporting data are accurate and complete, and that to the best of
Contractor’s knowledge and belief the amount of time or money requested accurately
reflects the full amount to which Contractor is entitled.

Review and Resolution: The party receiving a Claim shall review it thoroughly, giving full
consideration to its merits. The two parties shall seek to resolve the Claim through the
exchange of information and direct negotiations. The parties may extend the time for
resolving the Claim by mutual agreement. All actions taken on a Claim shall be stated in
writing and submitted to the other party, with a copy to Engineer.

Mediation:

1. At any time after initiation of a Claim, Owner and Contractor may mutually agree to
mediation of the underlying dispute. The agreement to mediate shall stay the Claim
submittal and response process.
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2. If Owner and Contractor agree to mediation, then after 60 days from such agreement,
either Owner or Contractor may unilaterally terminate the mediation process, and the
Claim submittal and decision process shall resume as of the date of the termination. If
the mediation proceeds but is unsuccessful in resolving the dispute, the Claim
submittal and decision process shall resume as of the date of the conclusion of the
mediation, as determined by the mediator.

3.  Owner and Contractor shall each pay one-half of the mediator’s fees and costs.

Partial Approval: If the party receiving a Claim approves the Claim in part and denies it in
part, such action shall be final and binding unless within 30 days of such action the other
party invokes the procedure set forth in Article 17 for final resolution of disputes.

Denial of Claim: If efforts to resolve a Claim are not successful, the party receiving the Claim
may deny it by giving written notice of denial to the other party. If the receiving party does
not take action on the Claim within 90 days, then either Owner or Contractor may at any
time thereafter submit a letter to the other party indicating that as a result of the inaction,
the Claim is deemed denied, thereby commencing the time for appeal of the denial. A
denial of the Claim shall be final and binding unless within 30 days of the denial the other
party invokes the procedure set forth in Article 17 for the final resolution of disputes.

Final and Binding Results: If the parties reach a mutual agreement regarding a Claim,
whether through approval of the Claim, direct negotiations, mediation, or otherwise; or if a
Claim is approved in part and denied in part, or denied in full, and such actions become
final and binding; then the results of the agreement or action on the Claim shall be
incorporated in a Change Order to the extent they affect the Contract, including the Work,
the Contract Times, or the Contract Price.

ARTICLE 13 — COST OF THE WORK; ALLOWANCES; UNIT PRICE WORK

13.01 Cost of the Work

A.

Purposes for Determination of Cost of the Work: The term Cost of the Work means the sum
of all costs necessary for the proper performance of the Work at issue, as further defined
below. The provisions of this Paragraph 13.01 are used for two distinct purposes:

1. To determine Cost of the Work when Cost of the Work is a component of the Contract
Price, under cost-plus-fee, time-and-materials, or other cost-based terms; or

2. To determine the value of a Change Order, Change Proposal, Claim, set-off, or other
adjustment in Contract Price. When the value of any such adjustment is determined
on the basis of Cost of the Work, Contractor is entitled only to those additional or
incremental costs required because of the change in the Work or because of the event
giving rise to the adjustment.

Costs Included: Except as otherwise may be agreed to in writing by Owner, costs included in
the Cost of the Work shall be in amounts no higher than those prevailing in the locality of
the Project, shall not include any of the costs itemized in Paragraph 13.01.C, and shall
include only the following items:

1. Payroll costs for employees in the direct employ of Contractor in the performance of
the Work under schedules of job classifications agreed upon by Owner and Contractor.
Such employees shall include, without limitation, superintendents, foremen, and other
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personnel employed full time on the Work. Payroll costs for employees not employed
full time on the Work shall be apportioned on the basis of their time spent on the
Work. Payroll costs shall include, but not be limited to, salaries and wages plus the
cost of fringe benefits, which shall include social security contributions,
unemployment, excise, and payroll taxes, workers’ compensation, health and
retirement benefits, bonuses, sick leave, and vacation and holiday pay applicable
thereto. The expenses of performing Work outside of regular working hours, on
Saturday, Sunday, or legal holidays, shall be included in the above to the extent
authorized by Owner.

2. Cost of all materials and equipment furnished and incorporated in the Work, including
costs of transportation and storage thereof, and Suppliers’ field services required in
connection therewith. All cash discounts shall accrue to Contractor unless Owner
deposits funds with Contractor with which to make payments, in which case the cash
discounts shall accrue to Owner. All trade discounts, rebates, and refunds and returns
from sale of surplus materials and equipment shall accrue to Owner, and Contractor
shall make provisions so that they may be obtained.

3. Payments made by Contractor to Subcontractors for Work performed by
Subcontractors. If required by Owner, Contractor shall obtain competitive bids from
subcontractors acceptable to Owner and Contractor and shall deliver such bids to
Owner, who will then determine, with the advice of Engineer, which bids, if any, will
be acceptable. If any subcontract provides that the Subcontractor is to be paid on the
basis of Cost of the Work plus a fee, the Subcontractor’s Cost of the Work and fee shall
be determined in the same manner as Contractor’s Cost of the Work and fee as
provided in this Paragraph 13.01.

4. Costs of special consultants (including but not limited to engineers, architects, testing
laboratories, surveyors, attorneys, and accountants) employed for services specifically
related to the Work.

5. Supplemental costs including the following:

a. The proportion of necessary transportation, travel, and subsistence expenses of
Contractor’s employees incurred in discharge of duties connected with the Work.

b. Cost, including transportation and maintenance, of all materials, supplies,
equipment, machinery, appliances, office, and temporary facilities at the Site, and
hand tools not owned by the workers, which are consumed in the performance of
the Work, and cost, less market value, of such items used but not consumed
which remain the property of Contractor.

c. Rentals of all construction equipment and machinery, and the parts thereof,
whether rented from Contractor or others in accordance with rental agreements
approved by Owner with the advice of Engineer, and the costs of transportation,
loading, unloading, assembly, dismantling, and removal thereof. All such costs
shall be in accordance with the terms of said rental agreements. The rental of any
such equipment, machinery, or parts shall cease when the use thereof is no
longer necessary for the Work.

d. Sales, consumer, use, and other similar taxes related to the Work, and for which
Contractor is liable, as imposed by Laws and Regulations.
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e. Deposits lost for causes other than negligence of Contractor, any Subcontractor,
or anyone directly or indirectly employed by any of them or for whose acts any of
them may be liable, and royalty payments and fees for permits and licenses.

f.  Losses and damages (and related expenses) caused by damage to the Work, not

compensated by insurance or otherwise, sustained by Contractor in connection
with the performance of the Work (except losses and damages within the
deductible amounts of property insurance established in accordance with
Paragraph 6.05), provided such losses and damages have resulted from causes
other than the negligence of Contractor, any Subcontractor, or anyone directly or
indirectly employed by any of them or for whose acts any of them may be liable.
Such losses shall include settlements made with the written consent and approval
of Owner. No such losses, damages, and expenses shall be included in the Cost of
the Work for the purpose of determining Contractor’s fee.

g. The cost of utilities, fuel, and sanitary facilities at the Site.

h. Minor expenses such as communication service at the Site, express and courier
services, and similar petty cash items in connection with the Work.

i.  The costs of premiums for all bonds and insurance that Contractor is required by
the Contract Documents to purchase and maintain.

C. Costs Excluded: The term Cost of the Work shall not include any of the following items:

1.

Payroll costs and other compensation of Contractor’s officers, executives, principals
(of partnerships and sole proprietorships), general managers, safety managers,
engineers, architects, estimators, attorneys, auditors, accountants, purchasing and
contracting agents, expediters, timekeepers, clerks, and other personnel employed by
Contractor, whether at the Site or in Contractor’s principal or branch office for general
administration of the Work and not specifically included in the agreed upon schedule
of job classifications referred to in Paragraph 13.01.B.1 or specifically covered by
Paragraph 13.01.B.4. The payroll costs and other compensation excluded here are to
be considered administrative costs covered by the Contractor’s fee.

Expenses of Contractor’s principal and branch offices other than Contractor’s office at
the Site.

Any part of Contractor’s capital expenses, including interest on Contractor’s capital
employed for the Work and charges against Contractor for delinquent payments.

Costs due to the negligence of Contractor, any Subcontractor, or anyone directly or
indirectly employed by any of them or for whose acts any of them may be liable,
including but not limited to, the correction of defective Work, disposal of materials or
equipment wrongly supplied, and making good any damage to property.

Other overhead or general expense costs of any kind and the costs of any item not
specifically and expressly included in Paragraph 13.01.B.

D. Contractor’s Fee: When the Work as a whole is performed on the basis of cost-plus,
Contractor’s fee shall be determined as set forth in the Agreement. When the value of any
Work covered by a Change Order, Change Proposal, Claim, set-off, or other adjustment in
Contract Price is determined on the basis of Cost of the Work, Contractor’s fee shall be
determined as set forth in Paragraph 11.04.C.
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Documentation: Whenever the Cost of the Work for any purpose is to be determined
pursuant to this Article 13, Contractor will establish and maintain records thereof in
accordance with generally accepted accounting practices and submit in a form acceptable
to Engineer an itemized cost breakdown together with supporting data.

13.02 Allowances

A

It is understood that Contractor has included in the Contract Price all allowances so named
in the Contract Documents and shall cause the Work so covered to be performed for such
sums and by such persons or entities as may be acceptable to Owner and Engineer.

Cash Allowances: Contractor agrees that:

1. the cash allowances include the cost to Contractor (less any applicable trade
discounts) of materials and equipment required by the allowances to be delivered at
the Site, and all applicable taxes; and

2. Contractor’s costs for unloading and handling on the Site, labor, installation, overhead,
profit, and other expenses contemplated for the cash allowances have been included
in the Contract Price and not in the allowances, and no demand for additional
payment on account of any of the foregoing will be valid.

Contingency Allowance: Contractor agrees that a contingency allowance, if any, is for the
sole use of Owner to cover unanticipated costs.

Prior to final payment, an appropriate Change Order will be issued as recommended by
Engineer to reflect actual amounts due Contractor on account of Work covered by
allowances, and the Contract Price shall be correspondingly adjusted.

13.03 Unit Price Work

A.

Where the Contract Documents provide that all or part of the Work is to be Unit Price
Work, initially the Contract Price will be deemed to include for all Unit Price Work an
amount equal to the sum of the unit price for each separately identified item of Unit Price
Work times the estimated quantity of each item as indicated in the Agreement.

The estimated quantities of items of Unit Price Work are not guaranteed and are solely for
the purpose of comparison of Bids and determining an initial Contract Price. Payments to
Contractor for Unit Price Work will be based on actual quantities.

Each unit price will be deemed to include an amount considered by Contractor to be
adequate to cover Contractor’s overhead and profit for each separately identified item.

Engineer will determine the actual quantities and classifications of Unit Price Work
performed by Contractor. Engineer will review with Contractor the Engineer’s preliminary
determinations on such matters before rendering a written decision thereon (by
recommendation of an Application for Payment or otherwise). Engineer’s written decision
thereon will be final and binding (except as modified by Engineer to reflect changed factual
conditions or more accurate data) upon Owner and Contractor, subject to the provisions of
the following paragraph.

Within 30 days of Engineer’s written decision under the preceding paragraph, Contractor
may submit a Change Proposal, or Owner may file a Claim, seeking an adjustment in the
Contract Price if:
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1. the quantity of any item of Unit Price Work performed by Contractor differs materially
and significantly from the estimated quantity of such item indicated in the Agreement;

2. thereis no corresponding adjustment with respect to any other item of Work; and

3. Contractor believes that it is entitled to an increase in Contract Price as a result of
having incurred additional expense or Owner believes that Owner is entitled to a
decrease in Contract Price, and the parties are unable to agree as to the amount of any
such increase or decrease.

ARTICLE 14 — TESTS AND INSPECTIONS; CORRECTION, REMOVAL OR ACCEPTANCE OF DEFECTIVE

WORK

14.01 Access to Work

A.

Owner, Engineer, their consultants and other representatives and personnel of Owner,
independent testing laboratories, and authorities having jurisdiction will have access to the
Site and the Work at reasonable times for their observation, inspection, and testing.
Contractor shall provide them proper and safe conditions for such access and advise them
of Contractor’s safety procedures and programs so that they may comply therewith as
applicable.

14.02 Tests, Inspections, and Approvals

A.

Contractor shall give Engineer timely notice of readiness of the Work (or specific parts
thereof) for all required inspections and tests, and shall cooperate with inspection and
testing personnel to facilitate required inspections and tests.

Owner shall retain and pay for the services of an independent inspector, testing laboratory,
or other qualified individual or entity to perform all inspections and tests expressly required
by the Contract Documents to be furnished and paid for by Owner, except that costs
incurred in connection with tests or inspections of covered Work shall be governed by the
provisions of Paragraph 14.05.

If Laws or Regulations of any public body having jurisdiction require any Work (or part
thereof) specifically to be inspected, tested, or approved by an employee or other
representative of such public body, Contractor shall assume full responsibility for arranging
and obtaining such inspections, tests, or approvals, pay all costs in connection therewith,
and furnish Engineer the required certificates of inspection or approval.

Contractor shall be responsible for arranging, obtaining, and paying for all inspections and
tests required:

1. by the Contract Documents, unless the Contract Documents expressly allocate
responsibility for a specific inspection or test to Owner;

2. to attain Owner’s and Engineer’s acceptance of materials or equipment to be
incorporated in the Work;

3. by manufacturers of equipment furnished under the Contract Documents;

4. for testing, adjusting, and balancing of mechanical, electrical, and other equipment to
be incorporated into the Work; and
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5. for acceptance of materials, mix designs, or equipment submitted for approval prior to
Contractor’s purchase thereof for incorporation in the Work.

Such inspections and tests shall be performed by independent inspectors, testing
laboratories, or other qualified individuals or entities acceptable to Owner and Engineer.

If the Contract Documents require the Work (or part thereof) to be approved by Owner,
Engineer, or another designated individual or entity, then Contractor shall assume full
responsibility for arranging and obtaining such approvals.

If any Work (or the work of others) that is to be inspected, tested, or approved is covered
by Contractor without written concurrence of Engineer, Contractor shall, if requested by
Engineer, uncover such Work for observation. Such uncovering shall be at Contractor’s
expense unless Contractor had given Engineer timely notice of Contractor’s intention to
cover the same and Engineer had not acted with reasonable promptness in response to
such notice.

14.03 Defective Work

A.

Contractor’s Obligation: It is Contractor’s obligation to assure that the Work is not
defective.

Engineer’s Authority: Engineer has the authority to determine whether Work is defective,
and to reject defective Work.

Notice of Defects: Prompt notice of all defective Work of which Owner or Engineer has
actual knowledge will be given to Contractor.

Correction, or Removal and Replacement. Promptly after receipt of written notice of
defective Work, Contractor shall correct all such defective Work, whether or not fabricated,
installed, or completed, or, if Engineer has rejected the defective Work, remove it from the
Project and replace it with Work that is not defective.

Preservation of Warranties: When correcting defective Work, Contractor shall take no
action that would void or otherwise impair Owner’s special warranty and guarantee, if any,
on said Work.

Costs and Damages: In addition to its correction, removal, and replacement obligations
with respect to defective Work, Contractor shall pay all claims, costs, losses, and damages
arising out of or relating to defective Work, including but not limited to the cost of the
inspection, testing, correction, removal, replacement, or reconstruction of such defective
Work, fines levied against Owner by governmental authorities because the Work is
defective, and the costs of repair or replacement of work of others resulting from defective
Work. Prior to final payment, if Owner and Contractor are unable to agree as to the
measure of such claims, costs, losses, and damages resulting from defective Work, then
Owner may impose a reasonable set-off against payments due under Article 15.

14.04 Acceptance of Defective Work

A.

If, instead of requiring correction or removal and replacement of defective Work, Owner
prefers to accept it, Owner may do so (subject, if such acceptance occurs prior to final
payment, to Engineer’s confirmation that such acceptance is in general accord with the
design intent and applicable engineering principles, and will not endanger public safety).
Contractor shall pay all claims, costs, losses, and damages attributable to Owner’s
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evaluation of and determination to accept such defective Work (such costs to be approved
by Engineer as to reasonableness), and for the diminished value of the Work to the extent
not otherwise paid by Contractor. If any such acceptance occurs prior to final payment, the
necessary revisions in the Contract Documents with respect to the Work shall be
incorporated in a Change Order. If the parties are unable to agree as to the decrease in the
Contract Price, reflecting the diminished value of Work so accepted, then Owner may
impose a reasonable set-off against payments due under Article 15. If the acceptance of
defective Work occurs after final payment, Contractor shall pay an appropriate amount to
Owner.

14.05 Uncovering Work

A.

Engineer has the authority to require additional inspection or testing of the Work, whether
or not the Work is fabricated, installed, or completed.

If any Work is covered contrary to the written request of Engineer, then Contractor shall, if
requested by Engineer, uncover such Work for Engineer’s observation, and then replace
the covering, all at Contractor’s expense.

If Engineer considers it necessary or advisable that covered Work be observed by Engineer
or inspected or tested by others, then Contractor, at Engineer’s request, shall uncover,
expose, or otherwise make available for observation, inspection, or testing as Engineer may
require, that portion of the Work in question, and provide all necessary labor, material, and
equipment.

1. Ifitis found that the uncovered Work is defective, Contractor shall be responsible for
all claims, costs, losses, and damages arising out of or relating to such uncovering,
exposure, observation, inspection, and testing, and of satisfactory replacement or
reconstruction (including but not limited to all costs of repair or replacement of work
of others); and pending Contractor’s full discharge of this responsibility the Owner
shall be entitled to impose a reasonable set-off against payments due under Article 15.

2. If the uncovered Work is not found to be defective, Contractor shall be allowed an
increase in the Contract Price or an extension of the Contract Times, or both, directly
attributable to such uncovering, exposure, observation, inspection, testing,
replacement, and reconstruction. If the parties are unable to agree as to the amount
or extent thereof, then Contractor may submit a Change Proposal within 30 days of
the determination that the Work is not defective.

14.06 Owner May Stop the Work

A.

If the Work is defective, or Contractor fails to supply sufficient skilled workers or suitable
materials or equipment, or fails to perform the Work in such a way that the completed
Work will conform to the Contract Documents, then Owner may order Contractor to stop
the Work, or any portion thereof, until the cause for such order has been eliminated;
however, this right of Owner to stop the Work shall not give rise to any duty on the part of
Owner to exercise this right for the benefit of Contractor, any Subcontractor, any Supplier,
any other individual or entity, or any surety for, or employee or agent of any of them.

14.07 Owner May Correct Defective Work

A.

If Contractor fails within a reasonable time after written notice from Engineer to correct
defective Work, or to remove and replace rejected Work as required by Engineer, or if
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Contractor fails to perform the Work in accordance with the Contract Documents, or if
Contractor fails to comply with any other provision of the Contract Documents, then Owner
may, after seven days written notice to Contractor, correct or remedy any such deficiency.

In exercising the rights and remedies under this Paragraph 14.07, Owner shall proceed
expeditiously. In connection with such corrective or remedial action, Owner may exclude
Contractor from all or part of the Site, take possession of all or part of the Work and
suspend Contractor’s services related thereto, and incorporate in the Work all materials
and equipment stored at the Site or for which Owner has paid Contractor but which are
stored elsewhere. Contractor shall allow Owner, Owner’s representatives, agents and
employees, Owner’s other contractors, and Engineer and Engineer’s consultants access to
the Site to enable Owner to exercise the rights and remedies under this paragraph.

All claims, costs, losses, and damages incurred or sustained by Owner in exercising the
rights and remedies under this Paragraph 14.07 will be charged against Contractor as set-
offs against payments due under Article 15. Such claims, costs, losses and damages will
include but not be limited to all costs of repair, or replacement of work of others destroyed
or damaged by correction, removal, or replacement of Contractor’s defective Work.

Contractor shall not be allowed an extension of the Contract Times because of any delay in
the performance of the Work attributable to the exercise by Owner of Owner’s rights and
remedies under this Paragraph 14.07.

ARTICLE 15 — PAYMENTS TO CONTRACTOR; SET-OFFS; COMPLETION; CORRECTION PERIOD

15.01 Progress Payments

A.

Basis for Progress Payments: The Schedule of Values established as provided in Article 2 will
serve as the basis for progress payments and will be incorporated into a form of Application
for Payment acceptable to Engineer. Progress payments on account of Unit Price Work will
be based on the number of units completed during the pay period, as determined under
the provisions of Paragraph 13.03. Progress payments for cost-based Work will be based on
Cost of the Work completed by Contractor during the pay period.

Applications for Payments:

1. At least 20 days before the date established in the Agreement for each progress
payment (but not more often than once a month), Contractor shall submit to Engineer
for review an Application for Payment filled out and signed by Contractor covering the
Work completed as of the date of the Application and accompanied by such
supporting documentation as is required by the Contract Documents. If payment is
requested on the basis of materials and equipment not incorporated in the Work but
delivered and suitably stored at the Site or at another location agreed to in writing, the
Application for Payment shall also be accompanied by a bill of sale, invoice, or other
documentation warranting that Owner has received the materials and equipment free
and clear of all Liens, and evidence that the materials and equipment are covered by
appropriate property insurance, a warehouse bond, or other arrangements to protect
Owner’s interest therein, all of which must be satisfactory to Owner.

2. Beginning with the second Application for Payment, each Application shall include an
affidavit of Contractor stating that all previous progress payments received on account
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of the Work have been applied on account to discharge Contractor’s legitimate
obligations associated with prior Applications for Payment.

The amount of retainage with respect to progress payments will be as stipulated in the
Agreement.

C. Review of Applications:

1.

Engineer will, within 10 days after receipt of each Application for Payment, including
each resubmittal, either indicate in writing a recommendation of payment and present
the Application to Owner, or return the Application to Contractor indicating in writing
Engineer’s reasons for refusing to recommend payment. In the latter case, Contractor
may make the necessary corrections and resubmit the Application.

Engineer’s recommendation of any payment requested in an Application for Payment
will constitute a representation by Engineer to Owner, based on Engineer’s
observations of the executed Work as an experienced and qualified design
professional, and on Engineer’s review of the Application for Payment and the
accompanying data and schedules, that to the best of Engineer’s knowledge,
information and belief:

a. the Work has progressed to the point indicated;

b. the quality of the Work is generally in accordance with the Contract Documents
(subject to an evaluation of the Work as a functioning whole prior to or upon
Substantial Completion, the results of any subsequent tests called for in the
Contract Documents, a final determination of quantities and classifications for
Unit Price Work under Paragraph 13.03, and any other qualifications stated in the
recommendation); and

c. the conditions precedent to Contractor’s being entitled to such payment appear
to have been fulfilled in so far as it is Engineer’s responsibility to observe the
Work.

By recommending any such payment Engineer will not thereby be deemed to have
represented that:

a. inspections made to check the quality or the quantity of the Work as it has been
performed have been exhaustive, extended to every aspect of the Work in
progress, or involved detailed inspections of the Work beyond the responsibilities
specifically assigned to Engineer in the Contract; or

b. there may not be other matters or issues between the parties that might entitle
Contractor to be paid additionally by Owner or entitle Owner to withhold
payment to Contractor.

Neither Engineer’s review of Contractor’s Work for the purposes of recommending
payments nor Engineer’s recommendation of any payment, including final payment,
will impose responsibility on Engineer:

a. tosupervise, direct, or control the Work, or

b. for the means, methods, techniques, sequences, or procedures of construction,
or the safety precautions and programs incident thereto, or
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for Contractor’s failure to comply with Laws and Regulations applicable to
Contractor’s performance of the Work, or

to make any examination to ascertain how or for what purposes Contractor has
used the money paid on account of the Contract Price, or

to determine that title to any of the Work, materials, or equipment has passed to
Owner free and clear of any Liens.

5. Engineer may refuse to recommend the whole or any part of any payment if, in
Engineer’s opinion, it would be incorrect to make the representations to Owner stated
in Paragraph 15.01.C.2.

6. Engineer will recommend reductions in payment (set-offs) necessary in Engineer’s
opinion to protect Owner from loss because:

a.

b.

the Work is defective, requiring correction or replacement;
the Contract Price has been reduced by Change Orders;

Owner has been required to correct defective Work in accordance with Paragraph
14.07, or has accepted defective Work pursuant to Paragraph 14.04;

Owner has been required to remove or remediate a Hazardous Environmental
Condition for which Contractor is responsible; or

Engineer has actual knowledge of the occurrence of any of the events that would
constitute a default by Contractor and therefore justify termination for cause
under the Contract Documents.

D. Payment Becomes Due:

1. Ten days after presentation of the Application for Payment to Owner with Engineer’s
recommendation, the amount recommended (subject to any Owner set-offs) will
become due, and when due will be paid by Owner to Contractor.

E. Reductions in Payment by Owner:

1. In addition to any reductions in payment (set-offs) recommended by Engineer, Owner
is entitled to impose a set-off against payment based on any of the following:

a.

claims have been made against Owner on account of Contractor’s conduct in the
performance or furnishing of the Work, or Owner has incurred costs, losses, or
damages on account of Contractor’s conduct in the performance or furnishing of
the Work, including but not limited to claims, costs, losses, or damages from
workplace injuries, adjacent property damage, non-compliance with Laws and
Regulations, and patent infringement;

Contractor has failed to take reasonable and customary measures to avoid
damage, delay, disruption, and interference with other work at or adjacent to the
Site;

Contractor has failed to provide and maintain required bonds or insurance;

Owner has been required to remove or remediate a Hazardous Environmental
Condition for which Contractor is responsible;
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e. Owner has incurred extra charges or engineering costs related to submittal
reviews, evaluations of proposed substitutes, tests and inspections, or return
visits to manufacturing or assembly facilities;

f.  the Work is defective, requiring correction or replacement;

g. Owner has been required to correct defective Work in accordance with Paragraph
14.07, or has accepted defective Work pursuant to Paragraph 14.04;

h. the Contract Price has been reduced by Change Orders;

i. an event that would constitute a default by Contractor and therefore justify a
termination for cause has occurred;

j. liquidated damages have accrued as a result of Contractor’s failure to achieve
Milestones, Substantial Completion, or final completion of the Work;

k. Liens have been filed in connection with the Work, except where Contractor has
delivered a specific bond satisfactory to Owner to secure the satisfaction and
discharge of such Liens;

. there are other items entitling Owner to a set off against the amount
recommended.

2. If Owner imposes any set-off against payment, whether based on its own knowledge
or on the written recommendations of Engineer, Owner will give Contractor
immediate written notice (with a copy to Engineer) stating the reasons for such action
and the specific amount of the reduction, and promptly pay Contractor any amount
remaining after deduction of the amount so withheld. Owner shall promptly pay
Contractor the amount so withheld, or any adjustment thereto agreed to by Owner
and Contractor, if Contractor remedies the reasons for such action. The reduction
imposed shall be binding on Contractor unless it duly submits a Change Proposal
contesting the reduction.

3.  Upon a subsequent determination that Owner’s refusal of payment was not justified,
the amount wrongfully withheld shall be treated as an amount due as determined by
Paragraph 15.01.C.1 and subject to interest as provided in the Agreement.

15.02 Contractor’s Warranty of Title

A.

Contractor warrants and guarantees that title to all Work, materials, and equipment
furnished under the Contract will pass to Owner free and clear of (1) all Liens and other title
defects, and (2) all patent, licensing, copyright, or royalty obligations, no later than seven
days after the time of payment by Owner.

15.03 Substantial Completion

A.

When Contractor considers the entire Work ready for its intended use Contractor shall
notify Owner and Engineer in writing that the entire Work is substantially complete and
request that Engineer issue a certificate of Substantial Completion. Contractor shall at the
same time submit to Owner and Engineer an initial draft of punch list items to be
completed or corrected before final payment.

Promptly after Contractor’s notification, Owner, Contractor, and Engineer shall make an
inspection of the Work to determine the status of completion. If Engineer does not
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consider the Work substantially complete, Engineer will notify Contractor in writing giving
the reasons therefor.

If Engineer considers the Work substantially complete, Engineer will deliver to Owner a
preliminary certificate of Substantial Completion which shall fix the date of Substantial
Completion. Engineer shall attach to the certificate a punch list of items to be completed or
corrected before final payment. Owner shall have seven days after receipt of the
preliminary certificate during which to make written objection to Engineer as to any
provisions of the certificate or attached punch list. If, after considering the objections to the
provisions of the preliminary certificate, Engineer concludes that the Work is not
substantially complete, Engineer will, within 14 days after submission of the preliminary
certificate to Owner, notify Contractor in writing that the Work is not substantially
complete, stating the reasons therefor. If Owner does not object to the provisions of the
certificate, or if despite consideration of Owner’s objections Engineer concludes that the
Work is substantially complete, then Engineer will, within said 14 days, execute and deliver
to Owner and Contractor a final certificate of Substantial Completion (with a revised punch
list of items to be completed or corrected) reflecting such changes from the preliminary
certificate as Engineer believes justified after consideration of any objections from Owner.

At the time of receipt of the preliminary certificate of Substantial Completion, Owner and
Contractor will confer regarding Owner’s use or occupancy of the Work following
Substantial Completion, review the builder’s risk insurance policy with respect to the end of
the builder’s risk coverage, and confirm the transition to coverage of the Work under a
permanent property insurance policy held by Owner. Unless Owner and Contractor agree
otherwise in writing, Owner shall bear responsibility for security, operation, protection of
the Work, property insurance, maintenance, heat, and utilities upon Owner’s use or
occupancy of the Work.

After Substantial Completion the Contractor shall promptly begin work on the punch list of
items to be completed or corrected prior to final payment. In appropriate cases Contractor
may submit monthly Applications for Payment for completed punch list items, following the
progress payment procedures set forth above.

Owner shall have the right to exclude Contractor from the Site after the date of Substantial
Completion subject to allowing Contractor reasonable access to remove its property and
complete or correct items on the punch list.

15.04 Partial Use or Occupancy

A.

Prior to Substantial Completion of all the Work, Owner may use or occupy any substantially
completed part of the Work which has specifically been identified in the Contract
Documents, or which Owner, Engineer, and Contractor agree constitutes a separately
functioning and usable part of the Work that can be used by Owner for its intended
purpose without significant interference with Contractor’s performance of the remainder
of the Work, subject to the following conditions:

1. At any time Owner may request in writing that Contractor permit Owner to use or
occupy any such part of the Work that Owner believes to be substantially complete. If
and when Contractor agrees that such part of the Work is substantially complete,
Contractor, Owner, and Engineer will follow the procedures of Paragraph 15.03.A
through E for that part of the Work.
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2.

At any time Contractor may notify Owner and Engineer in writing that Contractor
considers any such part of the Work substantially complete and request Engineer to
issue a certificate of Substantial Completion for that part of the Work.

Within a reasonable time after either such request, Owner, Contractor, and Engineer
shall make an inspection of that part of the Work to determine its status of
completion. If Engineer does not consider that part of the Work to be substantially
complete, Engineer will notify Owner and Contractor in writing giving the reasons
therefor. If Engineer considers that part of the Work to be substantially complete, the
provisions of Paragraph 15.03 will apply with respect to certification of Substantial
Completion of that part of the Work and the division of responsibility in respect
thereof and access thereto.

No use or occupancy or separate operation of part of the Work may occur prior to
compliance with the requirements of Paragraph 6.05 regarding builder’s risk or other
property insurance.

15.05 Final Inspection

A. Upon written notice from Contractor that the entire Work or an agreed portion thereof is
complete, Engineer will promptly make a final inspection with Owner and Contractor and
will notify Contractor in writing of all particulars in which this inspection reveals that the
Work, or agreed portion thereof, is incomplete or defective. Contractor shall immediately
take such measures as are necessary to complete such Work or remedy such deficiencies.

15.06 Final Payment

A. Application for Payment:

1.

After Contractor has, in the opinion of Engineer, satisfactorily completed all
corrections identified during the final inspection and has delivered, in accordance with
the Contract Documents, all maintenance and operating instructions, schedules,
guarantees, bonds, certificates or other evidence of insurance, certificates of
inspection, annotated record documents (as provided in Paragraph 7.11), and other
documents, Contractor may make application for final payment.

The final Application for Payment shall be accompanied (except as previously
delivered) by:

a. all documentation called for in the Contract Documents;
b. consent of the surety, if any, to final payment;

c. satisfactory evidence that all title issues have been resolved such that title to all
Work, materials, and equipment has passed to Owner free and clear of any Liens
or other title defects, or will so pass upon final payment.

d. alist of all disputes that Contractor believes are unsettled; and

e. complete and legally effective releases or waivers (satisfactory to Owner) of all
Lien rights arising out of the Work, and of Liens filed in connection with the Work.

In lieu of the releases or waivers of Liens specified in Paragraph 15.06.A.2 and as
approved by Owner, Contractor may furnish receipts or releases in full and an affidavit
of Contractor that: (a) the releases and receipts include all labor, services, material,
and equipment for which a Lien could be filed; and (b) all payrolls, material and
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B.

equipment bills, and other indebtedness connected with the Work for which Owner
might in any way be responsible, or which might in any way result in liens or other
burdens on Owner's property, have been paid or otherwise satisfied. If any
Subcontractor or Supplier fails to furnish such a release or receipt in full, Contractor
may furnish a bond or other collateral satisfactory to Owner to indemnify Owner
against any Lien, or Owner at its option may issue joint checks payable to Contractor
and specified Subcontractors and Suppliers.

Engineer’s Review of Application and Acceptance:

1. If, on the basis of Engineer’s observation of the Work during construction and final
inspection, and Engineer’s review of the final Application for Payment and
accompanying documentation as required by the Contract Documents, Engineer is
satisfied that the Work has been completed and Contractor’s other obligations under
the Contract have been fulfilled, Engineer will, within ten days after receipt of the final
Application for Payment, indicate in writing Engineer’s recommendation of final
payment and present the Application for Payment to Owner for payment. Such
recommendation shall account for any set-offs against payment that are necessary in
Engineer’s opinion to protect Owner from loss for the reasons stated above with
respect to progress payments. At the same time Engineer will also give written notice
to Owner and Contractor that the Work is acceptable, subject to the provisions of
Paragraph 15.07. Otherwise, Engineer will return the Application for Payment to
Contractor, indicating in writing the reasons for refusing to recommend final payment,
in which case Contractor shall make the necessary corrections and resubmit the
Application for Payment.

Completion of Work: The Work is complete (subject to surviving obligations) when it is
ready for final payment as established by the Engineer’s written recommendation of final
payment.

Payment Becomes Due: Thirty days after the presentation to Owner of the final Application
for Payment and accompanying documentation, the amount recommended by Engineer
(less any further sum Owner is entitled to set off against Engineer’s recommendation,
including but not limited to set-offs for liquidated damages and set-offs allowed under the
provisions above with respect to progress payments) will become due and shall be paid by
Owner to Contractor.

15.07 Waiver of Claims

A.

The making of final payment will not constitute a waiver by Owner of claims or rights
against Contractor. Owner expressly reserves claims and rights arising from unsettled Liens,
from defective Work appearing after final inspection pursuant to Paragraph 15.05, from
Contractor’s failure to comply with the Contract Documents or the terms of any special
guarantees specified therein, from outstanding Claims by Owner, or from Contractor’s
continuing obligations under the Contract Documents.

The acceptance of final payment by Contractor will constitute a waiver by Contractor of all
claims and rights against Owner other than those pending matters that have been duly
submitted or appealed under the provisions of Article 17.
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15.08 Correction Period

A

If within one year after the date of Substantial Completion (or such longer period of time as
may be prescribed by the terms of any applicable special guarantee required by the
Contract Documents, or by any specific provision of the Contract Documents), any Work is
found to be defective, or if the repair of any damages to the Site, adjacent areas that
Contractor has arranged to use through construction easements or otherwise, and other
adjacent areas used by Contractor as permitted by Laws and Regulations, is found to be
defective, then Contractor shall promptly, without cost to Owner and in accordance with
Owner’s written instructions:

1. correct the defective repairs to the Site or such other adjacent areas;
2. correct such defective Work;

3. if the defective Work has been rejected by Owner, remove it from the Project and
replace it with Work that is not defective, and

4. satisfactorily correct or repair or remove and replace any damage to other Work, to
the work of others, or to other land or areas resulting therefrom.

If Contractor does not promptly comply with the terms of Owner’s written instructions, or
in an emergency where delay would cause serious risk of loss or damage, Owner may have
the defective Work corrected or repaired or may have the rejected Work removed and
replaced. Contractor shall pay all claims, costs, losses, and damages (including but not
limited to all fees and charges of engineers, architects, attorneys, and other professionals
and all court or arbitration or other dispute resolution costs) arising out of or relating to
such correction or repair or such removal and replacement (including but not limited to all
costs of repair or replacement of work of others).

In special circumstances where a particular item of equipment is placed in continuous
service before Substantial Completion of all the Work, the correction period for that item
may start to run from an earlier date if so provided in the Specifications.

Where defective Work (and damage to other Work resulting therefrom) has been corrected
or removed and replaced under this paragraph, the correction period hereunder with
respect to such Work will be extended for an additional period of one year after such
correction or removal and replacement has been satisfactorily completed.

Contractor’s obligations under this paragraph are in addition to all other obligations and
warranties. The provisions of this paragraph shall not be construed as a substitute for, or a
waiver of, the provisions of any applicable statute of limitation or repose.

ARTICLE 16 — SUSPENSION OF WORK AND TERMINATION

16.01 Owner May Suspend Work

A.

At any time and without cause, Owner may suspend the Work or any portion thereof for a
period of not more than 90 consecutive days by written notice to Contractor and Engineer.
Such notice will fix the date on which Work will be resumed. Contractor shall resume the
Work on the date so fixed. Contractor shall be entitled to an adjustment in the Contract
Price or an extension of the Contract Times, or both, directly attributable to any such
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suspension. Any Change Proposal seeking such adjustments shall be submitted no later
than 30 days after the date fixed for resumption of Work.

16.02 Owner May Terminate for Cause

A.

The occurrence of any one or more of the following events will constitute a default by
Contractor and justify termination for cause:

1. Contractor’s persistent failure to perform the Work in accordance with the Contract
Documents (including, but not limited to, failure to supply sufficient skilled workers or
suitable materials or equipment or failure to adhere to the Progress Schedule);

2. Failure of Contractor to perform or otherwise to comply with a material term of the
Contract Documents;

3. Contractor’s disregard of Laws or Regulations of any public body having jurisdiction; or
4. Contractor’s repeated disregard of the authority of Owner or Engineer.

If one or more of the events identified in Paragraph 16.02.A occurs, then after giving
Contractor (and any surety) ten days written notice that Owner is considering a declaration
that Contractor is in default and termination of the contract, Owner may proceed to:

1. declare Contractor to be in default, and give Contractor (and any surety) notice that
the Contract is terminated; and

2. enforce the rights available to Owner under any applicable performance bond.

Subject to the terms and operation of any applicable performance bond, if Owner has
terminated the Contract for cause, Owner may exclude Contractor from the Site, take
possession of the Work, incorporate in the Work all materials and equipment stored at the
Site or for which Owner has paid Contractor but which are stored elsewhere, and complete
the Work as Owner may deem expedient.

Owner may not proceed with termination of the Contract under Paragraph 16.02.B if
Contractor within seven days of receipt of notice of intent to terminate begins to correct its
failure to perform and proceeds diligently to cure such failure.

If Owner proceeds as provided in Paragraph 16.02.B, Contractor shall not be entitled to
receive any further payment until the Work is completed. If the unpaid balance of the
Contract Price exceeds the cost to complete the Work, including all related claims, costs,
losses, and damages (including but not limited to all fees and charges of engineers,
architects, attorneys, and other professionals) sustained by Owner, such excess will be paid
to Contractor. If the cost to complete the Work including such related claims, costs, losses,
and damages exceeds such unpaid balance, Contractor shall pay the difference to Owner.
Such claims, costs, losses, and damages incurred by Owner will be reviewed by Engineer as
to their reasonableness and, when so approved by Engineer, incorporated in a Change
Order. When exercising any rights or remedies under this paragraph, Owner shall not be
required to obtain the lowest price for the Work performed.

Where Contractor’s services have been so terminated by Owner, the termination will not
affect any rights or remedies of Owner against Contractor then existing or which may
thereafter accrue, or any rights or remedies of Owner against Contractor or any surety
under any payment bond or performance bond. Any retention or payment of money due
Contractor by Owner will not release Contractor from liability.
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G.

If and to the extent that Contractor has provided a performance bond under the provisions
of Paragraph 6.01.A, the provisions of that bond shall govern over any inconsistent
provisions of Paragraphs 16.02.B and 16.02.D.

16.03 Owner May Terminate For Convenience

A.

Upon seven days written notice to Contractor and Engineer, Owner may, without cause and
without prejudice to any other right or remedy of Owner, terminate the Contract. In such
case, Contractor shall be paid for (without duplication of any items):

1. completed and acceptable Work executed in accordance with the Contract Documents
prior to the effective date of termination, including fair and reasonable sums for
overhead and profit on such Work;

2. expenses sustained prior to the effective date of termination in performing services
and furnishing labor, materials, or equipment as required by the Contract Documents
in connection with uncompleted Work, plus fair and reasonable sums for overhead
and profit on such expenses; and

3. other reasonable expenses directly attributable to termination, including costs
incurred to prepare a termination for convenience cost proposal.

Contractor shall not be paid on account of loss of anticipated overhead, profits, or revenue,
or other economic loss arising out of or resulting from such termination.

16.04 Contractor May Stop Work or Terminate

A.

If, through no act or fault of Contractor, (1) the Work is suspended for more than 90
consecutive days by Owner or under an order of court or other public authority, or (2)
Engineer fails to act on any Application for Payment within 30 days after it is submitted, or
(3) Owner fails for 30 days to pay Contractor any sum finally determined to be due, then
Contractor may, upon seven days written notice to Owner and Engineer, and provided
Owner or Engineer do not remedy such suspension or failure within that time, terminate
the contract and recover from Owner payment on the same terms as provided in Paragraph
16.03.

In lieu of terminating the Contract and without prejudice to any other right or remedy, if
Engineer has failed to act on an Application for Payment within 30 days after it is
submitted, or Owner has failed for 30 days to pay Contractor any sum finally determined to
be due, Contractor may, seven days after written notice to Owner and Engineer, stop the
Work until payment is made of all such amounts due Contractor, including interest thereon.
The provisions of this paragraph are not intended to preclude Contractor from submitting a
Change Proposal for an adjustment in Contract Price or Contract Times or otherwise for
expenses or damage directly attributable to Contractor’s stopping the Work as permitted
by this paragraph.
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ARTICLE 17 — FINAL RESOLUTION OF DISPUTES

17.01

Methods and Procedures

A. Disputes Subject to Final Resolution: The following disputed matters are subject to final
resolution under the provisions of this Article:

1. A timely appeal of an approval in part and denial in part of a Claim, or of a denial in
full; and

2. Disputes between Owner and Contractor concerning the Work or obligations under
the Contract Documents, and arising after final payment has been made.

B. Final Resolution of Disputes: For any dispute subject to resolution under this Article, Owner
or Contractor may:

1. elect in writing to invoke the dispute resolution process provided for in the
Supplementary Conditions; or

2. agree with the other party to submit the dispute to another dispute resolution
process; or

3. if no dispute resolution process is provided for in the Supplementary Conditions or
mutually agreed to, give written notice to the other party of the intent to submit the
dispute to a court of competent jurisdiction.

ARTICLE 18 — MISCELLANEOUS

18.01

18.02

18.03

Giving Notice

A.  Whenever any provision of the Contract Documents requires the giving of written notice, it
will be deemed to have been validly given if:

1. delivered in person, by a commercial courier service or otherwise, to the individual or
to a member of the firm or to an officer of the corporation for which it is intended; or

2. delivered at or sent by registered or certified mail, postage prepaid, to the last
business address known to the sender of the notice.

Computation of Times

A.  When any period of time is referred to in the Contract by days, it will be computed to
exclude the first and include the last day of such period. If the last day of any such period
falls on a Saturday or Sunday or on a day made a legal holiday by the law of the applicable
jurisdiction, such day will be omitted from the computation.

Cumulative Remedies

A. The duties and obligations imposed by these General Conditions and the rights and
remedies available hereunder to the parties hereto are in addition to, and are not to be
construed in any way as a limitation of, any rights and remedies available to any or all of
them which are otherwise imposed or available by Laws or Regulations, by special warranty
or guarantee, or by other provisions of the Contract. The provisions of this paragraph will
be as effective as if repeated specifically in the Contract Documents in connection with
each particular duty, obligation, right, and remedy to which they apply.

EJCDC® C-700 (Rev. 1), Standard General Conditions of the Construction Contract,
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18.04

18.05

18.06

18.07

18.08

Limitation of Damages

A.  With respect to any and all Change Proposals, Claims, disputes subject to final resolution,
and other matters at issue, neither Owner nor Engineer, nor any of their officers, directors,
members, partners, employees, agents, consultants, or subcontractors, shall be liable to
Contractor for any claims, costs, losses, or damages sustained by Contractor on or in
connection with any other project or anticipated project.

No Waiver

A. A party’s non-enforcement of any provision shall not constitute a waiver of that provision,
nor shall it affect the enforceability of that provision or of the remainder of this Contract.

Survival of Obligations

A. All representations, indemnifications, warranties, and guarantees made in, required by, or
given in accordance with the Contract, as well as all continuing obligations indicated in the
Contract, will survive final payment, completion, and acceptance of the Work or
termination or completion of the Contract or termination of the services of Contractor.

Controlling Law
A. This Contract is to be governed by the law of the state in which the Project is located.
Headings

A. Article and paragraph headings are inserted for convenience only and do not constitute
parts of these General Conditions.

EJCDC® C-700 (Rev. 1), Standard General Conditions of the Construction Contract,
Copyright © 2013 National Society of Professional Engineers, American Council of Engineering Companies,
and American Society of Civil Engineers. All rights reserved.
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PART 1

1.01

1.02

A.
B

PART 2

SECTION 3123 00
UNCLASSIFIED EXCAVATION

GENERAL
SUMMARY
All excavation for this project is considered UNCLASSIFIED.

The work called for by this section shall consist of clearing and grubbing, loosening, loading,
removing, and disposing of, in the specified manner, all wet and dry materials (including rock)
encountered that must be removed for construction purposes; furnishing, placing, and
maintaining all sheeting, shoring, bracing, and timbering necessary for the proper protection and
safety of the work, the workmen, the public, and adjacent property and improvements; the
dewatering of trenches and other excavations; the preparation of satisfactory pipe beds; the
backfilling and tamping of trenches, foundations, and other structures; the preparation of fills
and embankments; the removal of unsuitable material from outside the normal limits of
excavation and, where ordered by the Owner, their replacement with suitable materials; and all
other grading or excavation work incidental to or necessary for the work. This work shall be
performed as specified below.

RELATED SECTIONS

Section 312333 - Trenching, Backfilling, and Compacting
Section 312500 - Erosion Prevention and Sediment Control

PRODUCTS

A. Not Applicable

PART 3

3.01

A.

EXECUTION
PREPARATION OF THE SITE

Before starting construction, remove from the work site all vegetable growth (except as
hereinafter excluded), debris, and/or other objectionable matter as well as any buildings and/or
other structures that the drawings and/or the Owner specifically indicate are to be removed.
Dispose of this refuse material in a manner acceptable to the Owner.

In certain areas it may be desirable for existing trees, shrubs, or other vegetation on the site to
be preserved for the permanent landscape. Such vegetation may be shown on the drawings,
specifically listed in the specifications, marked on the site, or identified by the Owner. Inno case
damage or remove such growth without written permission from the Owner.

If the area to be excavated is occupied by trees, brush, or other vegetable growth, clear such
growth and grub the excavated area, and remove all large roots to a depth of not less than 2 feet
below the bottom of the proposed construction. Dispose of the growth removed in a manner
satisfactory to the Owner. Fill all holes or cavities created during this work that extend below
the subgrade elevation with suitable material and compact to the same density as the
surrounding material.

312300-1 Unclassified Excavation



3.02

3.03

3.04

Trees, cultivated shrubs, etc., that are situated within public rights-of-way and/or construction
easements through private property but not directly within the excavation area shall remain
undisturbed unless it is necessary to remove them so that the work can be performed safely and
unless their removal is specifically ordered by the Owner. Take special precautions to protect
and preserve such growth throughout all stages of the construction.

Preparation of the site shall be considered an integral part of the excavation and one for which
no separate payment shall be allowed.

UNSUITABLE MATERIALS

Wherever muck, quicksand, soft clay, swampy ground, or other material unsuitable for
foundations, subgrade, pipe laying, or backfilling is encountered, remove it and continue
excavation until suitable material is encountered. The material removed shall be disposed of in
the manner described below. Then refill the areas excavated for this reason with 1- to 2-inch
sized crushed stone up to the level of the lines, grades, and/or cross sections shown on the
drawings. The top 6 inches of this refill shall be Class A, Grade D aggregate crushed stone for
bedding.

ROCKS AND BOULDERS

Should rock be encountered in the excavation, remove it by blasting or otherwise. Where blasts
are made, cover the excavation with enough excavation material and/or timber or steel matting
to prevent danger to life and property. The Contractor shall secure, at his own expense, all
permits required by law for blasting operations and the additional hazard insurance required.
Observe all applicable laws and ordinances pertaining to blasting operations.

Excavate rock over the horizontal limits of excavation and to a depth of not less than 6 inches
below the outside bottom of pipe up to 30 inches in diameter and not less than 12 inches below
the outside bottom of larger pipes if rock extends to such depth. Then backfill the space below
grade with Class A, Grade D aggregate or other approved material, tamp to the proper grade,
and make ready for construction. For monolithic concrete sewers or culverts and for structures,
excavate rock to the outside bottom of the structure or sewer.

DISPOSAL OF MATERIALS

Whenever practicable, all materials removed by excavation that are suitable for backfilling pipe
trenches or for other purposes shown on the drawings or directed by the Owner shall be used
for these purposes. Any materials not so used shall be considered waste materials and disposed
of at the Contractor's expense.

Waste materials may be deposited in spoil areas at locations approved by the Owner. Do not
leave in unsightly piles but instead spread in uniform layers, neatly level, and shape to drain.
Seed as specified in Section 02930 - Seeding.

Once any part of the work is completed, properly dispose of all surplus or unused materials
(including waste materials) left within the construction limits of that work. Leave the surface of
the work in a neat, workmanlike condition, as described below.
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3.05

The disposal of waste materials shall be considered anintegral part of the excavation work and
one for which no separate payment shall be allowed.

EXCAVATION FOR TRENCHES, MANHOLES, AND STRUCTURES

Unclassified excavation for pipelines shall consist of the excavation necessary for the
construction of water, sewer, and other pipes and their appurtenances (including manholes,
inlets, outlets, headwalls, collars, concrete saddles, and pipe protection) that are called for by
the drawings. It shall include clearing and grubbing where necessary, backfilling and tamping
pipe trenches and around structures, and disposing of waste materials; all of which shall
conform to the applicable provisions set forth elsewhere in these specifications.

The Contractor may, if he chooses, use a motor-powered trenching machine to excavate for
conduit lines.

The Contractor may, If he chooses, construct conduit lines by tunneling, jacking, or boring.

The contractor may make excavation for conduit pipelines in open cut and true to the lines and
grades shown on the drawings or established by the Owner on the ground. Cut the banks of
trenches between vertical parallel planes equidistant from the pipe centerline. The horizontal
distance between the vertical planes (or, if sheeting is used, between the inside faces of that
sheeting) shall vary with the size of the pipe to be installed, but shall not be more than the 18
inches. When approved in writing by the Owner, the banks of trenches from the ground surface
down to a depth not closer than 1 foot above the top of the pipe may be excavated to
nonvertical and nonparallel planes, provided the excavation below that depth is made with
vertical and parallel sides equidistant from the pipe centerline in accordance with the width
requirements outlined above. Any cut made in excess of the maximum width shall be at the
expense of the Contractor and may be cause for the Owner to require that stronger pipe and/or
a higher class of bedding be used at no cost to the Owner.

In all cases the contractor shall coordinate with the owner and utility providers to location
existing underground utilities prior to excavation and he shall be fully responsible for the
preservation or repair of existing utilities damaged by his excavation, trenching, tunneling,
jacking, or boring.

Excavation for manholes, inlets, and other incidental structures shall not be greater in horizontal
area than that required to allow a 2-foot clearance between the outer surface of the structure
and the walls of the adjacent excavation or of the sheeting used to protectit. The bottom of the
excavation shall be true to the required shape and elevation shown on the drawings. No earth
backfilling will be permitted under manholes, inlets, headwalls, or similar structures. Should the
Contractor excavate below the elevations shown or specified, he shall, at his own expense, fill
the void with either concrete or granular material approved by the Engineer.

Do not excavate pipe trenches more than 200 feet ahead of the pipe laying. Performall work so
as to cause the least possible inconvenience to the public. Construct temporary bridges or
crossings when and where the Owner deems necessary to maintain vehicular or pedestrian
traffic.
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3.06

3.07

3.08

In all cases where materials are deposited along open trenches, place them so that in the event
of rain or surcharge loading from such deposits no damage will result to the work and/or to
adjacent property.

. Excavation for manholes and other structures may be performed with nonvertical banks except

beneath pavements or adjoining existing improvements. Do not permit the horizontal area of
the excavation to exceed that required to allow a 2-foot clearance between the outer surface of
the structure and the banks of the excavation or the sheeting used to protect the embankments.
The bottom of the excavation shall be true to the required shape and elevation shown on the
drawings.

THE DEWATERING OF EXCAVATION

Provide and keep in operation enough suitable pumping equipment whenever necessary or
whenever directed to do so by the Engineer. Give special attention to excavations for those
structures that, prior to proper backfilling, are subject to flotation from hydrostatic uplift.

All water pump or drained from the work shall be disposed of in a manner satisfactory to the
Engineer without damage to adjacent property or other areas.

If necessary, due to the volume of water containing sediment, or due to the location of pumping
activities, construct a sediment trap (structure) to pump ground water into until sediment is no
longer being removed with the water. Sediment shall not be discharged to the waters of the
State.

BORROW EXCAVATION

Whenever the backfill of excavated areas of the placement of embankments requires more
material that is available from authorized excavations or whenever backfill material from such
excavations is unsuitable, then obtain additional materials from other sources. This may require
the opening of borrow pits at points accessible to the work. In such cases, make suitable
arrangements with the property owner and pay all incidental costs, including any royalties, for
the use of the borrowed material. Before aborrow pit is opened, the quality and suitability of its
material shall be approved by the Engineer. All state and local regulation concerning borrow
pits, drainage, and erosion control shall be strictly followed.

Excavate borrow pits in such a way that the remaining surfaces and slopes are reasonably
smooth and that adequate drainage is provided over the entire area. Construct drainage ditches
wherever necessary to provide outlets for water to the nearest natural channel, thus preventing
the formation of poolsin the pit area. Leave the sides of borrow pit cuts at a maximum slope of
2:1 unless otherwise directed by the Engineer.

Properly clear and grub borrow pits. Remove all objectionable matter from the borrow pit
material before placing it in the backfill.

The taking of materials from borrow pits for use in the construction of backfill, fills, or
embankments shall be considered an incidental part of the work. No separate payment shall be
made for this.

BACKFILLING
312300-4 Unclassified Excavation



Begin backfilling after the line construction is completed and then inspected and approved by
the Engineer. On each side of the line, from the top of the bedding material as specified in
Paragraph B., the backfill material shall consist either of fine, loose earth like sandy soil or loam
or of granular material that is free from clods, vegetable matter, debris, stone, and/or other
objectionable materials and that has a size of no more than 2 inches. Place this backfill
simultaneously on either side of the pipe in even layers that before compaction are no more than
6-inches deep. Thoroughly and completely tamp each layer into place before placing additional
layers. Backfill shall, at locations beneath concrete and asphalt driveways, roadways, sidewalks,
parking areas, etc. or within three feet of pavement, consist of No. 57 crushed stone aggregate.
Use of aggregate backfill shall be at the direction of the Engineer.

For all site piping used, install No. 57 crushed stone bedding in a 6-inch envelope on all sides of
the pipe to be compacted as outlined in Paragraph A. Then add the remaining backfill as
described in the previous paragraph.

At locations beneath or closely adjacent to pavement or at locations of improvements subject to
damage by displacement, tamp and thoroughly compact the backfill in layers that, before
compaction, are 6 inches deep. In other areas, the backfill for the upper portion of the trenches
may be placed without tamping but shall be compacted to a density equivalent to that of
adjacent earth material as determined by laboratory tests. Use special care to prevent the
operation of backfilling equipment from causing any damage to the pipe.

If earth material for backfill is, in the opinion of the Engineer, too dry to allow thorough
compaction, then add enough water so that the backfill can be properly compacted. Do not
place earth material that the Engineer considers too wet or otherwise unsuitable.

Wherever excavation has been made within easements across private property, the top 1 foot of
backfill material shall consist of fine loose earth free from large clods, vegetable matter, debris,
stone, and/or other objectionable materials. Top soil shall be placed a minimum of 6 inches on
top of this backfill material.

Wherever trenches have been cut across or along existing pavement, temporarily pave the
backfill of such trenches by placing Class A, Grade D crushed stone as the top 12 inches of the
backfill. Maintain this temporary pavement either until the permanent pavement is restored or
until the project is accepted by the Owner. On heavy-traveled roadways, cold mix or leveling
course binder 2 inches thick shall be installed and maintained until permanent pavement is
installed.

Conduct backfilling around manholes, inlets, outfalls, and/or structures in the same manner as
specified above for pipelines except that even greater care is necessary to prevent damage to
the utility structure.

Wherever pipes have diameters of 15 inches or less, do not use power-operated tampers to tamp
that portion of the backfill around the pipe within 1 foot above the pipe.

Perform backfilling so as not to disturb or damage any pipe and/or structure against which the
backfill is being placed. If any pipe or structure is damaged and/or displaced during backfilling,
open up the backfill and make whatever repairs are necessary, whenever directed to do so by
the Engineer.
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3.10

Backfilling and clean-up operations shall closely follow pipe laying. Failure to comply with this
provision will result in the Owner's requiring that the Contractor's other activities be suspended
until backfilling and clean-up operations catch up with pipe laying.

Compaction Requirements: Under buildings and two times the depth of pipe beyond, and under
roads and two times the depth beyond the shoulder, compact to 100-percent of the standard
proctor density at 2% less than the optimal moisture content as determined by AASHTO T99
Method D.

MAINTENANCE

Seed and mulch and maintain in good condition all excavated areas, trenches, fills,
embankments, and channels until final acceptance by the Engineer.

Maintain trench backfill at the approximate level of the original ground surface by periodically
adding backfill material wherever necessary and whenever directed to do so by the Engineer.
Continue such maintenance until final acceptance of the project or until the Engineer issues a
written release.

SLOPES

Neatly trim all open cut slopes and finish to conform either with the slope lines shown on the
drawings or the directions of the Engineer. Leave the finished surfaces of bottom and sides in
reasonably smooth and uniform planes like those normally obtainable with hand tools, though
the Contractor will not be required to use hand methods if he is able to obtain the required
degree of evenness with mechanical equipment. Conduct grading operations so that material is
not removed or loosened beyond the required slope.

End of Section
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PART 1

1.01

1.02

1.03

1.04

SECTION 312333
TRENCHING, BACKFILLING, AND COMPACTING

GENERAL

RELATED WORK

Section 312300 — Unclassified Excavation
Section 321216 — Asphalt Paving

JOB CONDITIONS

Provide for uninterrupted surface water flow during the work. Provide means whereby storm
water can be uninterrupted surface drains or temporary drains.

All pipe shall be installed in a dry trench. No extra compensation shall be allowed for trench
dewatering.

Immediately notify the Engineer of any unexpected subsurface or other unforeseen conditions.
Discontinue work in area until Engineer provides notification to resume work.

Existing utilities, poles, service lines, fences, structures, trees, shrubs, or other improvements
encountered during the construction, whether above or below ground, shall be protected by
the Contractor. Any item damaged or removed by the Contractor shall be repaired or replaced
at the Contractor's expense to at least its original condition and to the satisfaction of the
Owner. It shall be the Contractor's responsibility to locate any existing utilities in the path of
construction.

Adjacent structures which may be damaged by excavation work shall be underpinned or
supported by other means.

Excavations shall be protected by shoring, bracing, sheet piling, underpinning, or other methods
required to prevent cave in or loose dirt from falling into excavation.

PERMITS

Permits shall be obtained from authorities having jurisdiction prior to any explosives being
brought to the site. The Contractor shall be responsible for providing such insurance that is
required to hold the Owner harmless from any claims that may arise due to blasting operations
at the site. The minimum insurance requirement will be that which is outlined in the General
Conditions.

All conditions set forth in the Corps of Engineers 404 Permit and Tennessee Valley Authority 26A
Permit (if applicable) shall be strictly adhered to. The Owner shall obtain the appropriate
permit.

QUALITY ASSURANCE
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A. Adequate numbers of skilled workmen who are thoroughly trained and experienced in the
necessary crafts and who are completely familiar with the specified requirements and the
methods needed for the proper performance of the work in this section shall be used.

B. Equipment adequate in size, capacity, and numbers to accomplish the work in a timely manner
shall be used.

PART2 PRODUCTS
2.01 SCHEDULE 40 ELECTRICAL CONDUIT
A. BEDDING MATERIAL

1. Angular gravel, crushed gravel, or crushed limestone meeting the following gradation
requirements set forth in ASTM 33 shall be used:

SIEVE SIZE PERCENT PASSING
1" 100
3/4" 90-100
12" 20- 55
3/8" 0-15
#4 0-5
2. Shall be used for bedding, haunching, and initial backfill of PVC pipe.
3. Frozen materials shall not be used.
B. BACKFILL MATERIALS
1. Material excavated from the trench, free from large stones (any dimension greater

than two (2") inches), clods, debris, or frozen lumps shall be used:
a. For final backfill of PVC pipe.

C.  CRUSHED STONE BACKFILL MATERIAL: UNDER ROADS OR AREAS TO BE PAVED

1. Shall be used for final backfill for all pipe under roads and in areas indicated as future
roads on the drawings.
2. Material shall be standard #57 stone.
D. TOPSOIL
1. The final six inches of trench in non-paved areas shall be backfilled with topsoil and

finished with crown. See notes on drawings for more information and coordination
with owners sod installer.

PART3  EXECUTION

3.01 PREPARATION
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3.02

Line and grade for trench shall be established.
Location of all underground utilities, existing and proposed shall be located.

Location of existing sewer mains, laterals, manholes and service connections shall be located
prior to commencement of trenching.

Location of existing irrigation lines, valves, and heads along with water mains, services, meters,
and appurtenances shall be verified prior to commencement of trenching.

PERFORMANCE

All earthwork and trenching operations shall comply with the requirements of OSHA
Construction Standards for the construction industry (29 CFR part 1926).

Unless otherwise shown on the drawings or required by the specifications or authorized by the
Engineer, all work shall be done in open, vertical trenches. Any sheeting driven below the level
of the top of the pipe shall not be disturbed or removed. The responsibility for assessing the
need for sheeting and analyzing the stresses induced shall be the total responsibility of the
Contractor.

1. Trench sheeting left in place shall be backfilled to a level of 12 inches above the top of
the pipe. It shall then be cut off and the upper portion removed.
2. Sheeting for structures shall be left in place until backfill has been brought to a level of

12 inches above the top of the bottom footing. It shall then be cut off and removed.

Clearing, including removal of surfacing and pavement, shall be done as necessary to carry on
the construction in the proper manner. Material shall be removed only to minimum width
necessary to allow adequate construction area. Concrete and asphalt shall be saw cut.

Trenches shall be excavated to such depth as required by the drawings. Trenches for sewer
lines shall be excavated to such depth as required to provide a minimum of 30 inches cover in all
directions from the pipe wall, unless otherwise indicated.

Trench Width:
1. Minimum Trench Width
a. Outside Diameter Less than 4-inches: trench 4-inches greater on each side of
the pipe.
2. Maximum Trench Width shall not be greater than the minimum trench width plus

12inches nor greater than the minimum width required in order to insert the smallest
trench box appropriate for the pipe installation.

If rock is encountered in the trench, it shall be excavated in a manner approved by the Owner
and as specified below:

1. No separate payment for trench rock excavation will be made. Trench excavation shall
be considered unclassified.
2. Trench shall be undercut one foot where rock is in the trench and backfilled with

crushed stone.
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3-03

3.04

3. Drilling and blasting operations shall be conducted with due regard for the safety of
persons and property in the vicinity and in strict conformity with requirements of all
ordinances, laws, and regulations governing blasting and the use of explosives. Rock
excavation near existing pipelines or other structures shall be conducted with the
utmost of care to avoid damage.

4. All drilling, blasting, and use of explosives shall be in strict accordance with OSHA
standards for the construction industry (29 CFR part 1926).

Excavated material suitable for backfilling shall be stockpiled no closer than 2 feet from the
edge of the trench and shall not obstruct crosswalks, sidewalks, or street intersections, and shall
not cause unreasonable interference with travel on the streets by occupants of adjacent
property. Gutters and other drainage facilities shall not be obstructed. Free access shall also be
maintained to fire hydrants, mailboxes, sewer and water manholes, gas meters, or other
municipal facilities.

BEDDING, HAUNCHING, AND BACKFILLING
Pipe shall be installed as shown on the drawings.

Bedding shall be shaped and compacted utilizing a vibratory compacter in order to firmly
integrate the bedding material into the subgrade resulting in a firm, unyielding, consolidated
bedding surface to provide uniform bearing of the pipe. Bell holes shall be excavated to allow
for unobstructed assembly of the joint. Bell holes shall be made as small as practical. After the
joint has been made, bell holes shall be filled with bedding material.

After pipe is jointed and aligned, haunching material shall be installed and compacted to 60
percent relative density, ASTM D2049. Ensure material is worked under the haunch of the pipe
to provide adequate side support. Precautions shall be taken to prevent movement of the pipe
during placement and compaction of haunching material.

Initial backfill shall be hand placed and compacted to provide cover over the pipe as detailed.
Pipe shall be protected from large particles of backfill material.

Balance of backfill shall be placed by a method which will not damage or displace the pipe, nor
cause bridging action in the trench. Backfill material shall be compacted with earthmoving
equipment as material is placed so that excessive settlement of the trench material will not
occur. Material shall be neatly mounded over the trench. Trench and settled areas shall be
maintained as they occur. Finish grade shall be completed to eliminate uneven areas.

Where pavement is to be placed over the backfilled trench as indicated on the drawings, the
backfill shall be crushed stone under the full trench depth. Under future roads, compaction will
be required up to within one foot of existing grade with remaining one foot backfill as per
paragraph 3.03. E. above.

See Section 312300, Unclassified Excavation for additional requirements.

CREEK AND DITCH CROSSINGS

Construct pipe encasement required. Concrete shall be placed in the dry. Concrete: ASTM C94,
2500 psi, at twenty-eight (28) days.
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B. Construction methods that will minimize siltation and erosion shall be utilized.
C.  All backfill shall be granular material as specified for embedment material or crusher run stone.

D. Clean up, grading, soding, seeding, and other restoration work shall begin immediately and
exposed areas shall not remain unprotected for more than seven (7) days.

3.06  TESTING OF BACKFILL

A. The Owner shall verify adequacy of the backfill, compaction, haunching, and topsoil material
after placement and compaction.

End of Section
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PART 1-

1.01

1.02

1.03

1.04

SECTION 312500
EROSION PREVENTION AND SEDIMENT CONTROL

GENERAL
RELATED DOCUMENTS

Plans and general provisions of the Contract, including General and Supplementary
Conditions and Division 01 Specification Sections, apply to this Section.

Tennessee Erosion and Sediment Control Handbook (Tennessee Department of
Environment and Conservation, latest edition) and the regulations, policies, etc. of the local
jurisdiction regarding materials, installation, and maintenance of best management
practices for erosion and sedimentation controls.

SUMMARY
Section includes:

1. Erosion and sediment control for excavation, backfill, and/or other construction
activities within the limits of the construction site, within any temporary or
permanent easements, and within any borrow site.

2. Work necessary to ensure that construction activities do not temporarily or
permanently harm the waters of the State of Tennessee, nor properties of the
Owner, nor adjoining owners.

DEFINITIONS

Fines from Regulators: Any fines levied by the Federal, State, and/or local governments for
non-conformance with their respective regulations related to erosion and pollution control
shall be paid for by the Contractor.

Duration of Maintenance: Protect the site throughout the construction period regardless of
weather conditions until the time that permanent vegetation is established.

Responsibility: These activities are related to the means and methods the Contractor uses
to pursue the work and as such cannot be predicted in advance. For this reason, the
Contractor is solely responsible for conforming to related local, State, and Federal
requirements.

SUBMITTALS

Submittals shall be in electronic form (via email) and shall be stamped by the Contractor.
Submit to the Owner or Owner’s representative.
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1.07

A.

QUALITY ASSURANCE

Provide and maintain a quality control system that will provide reasonable assurance that
materials and construction conform to the specified requirements.

DELIVERY, STORAGE, & HANDLING

Delivery, storage, and handling of materials shall be in accordance with these specifications
and the manufacturer’s requirements.

PROJECT CONDITIONS

Verify the locations of the existing underground utilities by contacting the utility owners
and by potholing in the field.

PART 2 - PRODUCTS

2.01

2.02

MATERIALS

Materials for erosion and pollution control shall be in accordance with the Plans and the
“Tennessee Erosion and Sediment Control Handbook” (Tennessee Department of
Environment and Conservation, latest edition) and the requirements. These include, but
are not limited to:

1. Silt Fencing

2. Erosion Control Matting

3. Storm Drain Inlet Protection
4. Rip Rap

5. Straw

6.

Temporary and Permanent Seeding
PHYSICAL CONTROLS

Physical controls for erosion and pollution control shall be in accordance with the Plans and
the “Tennessee Erosion and Sediment Control Handbook” (Tennessee Department of
Environment and Conservation, latest edition) and the requirements. These include, but
are not limited to:

1. Sediment Traps / Ponds
2. Diversion Ditches

PART 3 - EXECUTION

3.01

GENERAL

The temporary erosion and pollution control provisions final design, implementation, and
maintenance is the responsibility of the Contractor.

The Contractor shall prepare a Stormwater Pollution Prevention Plan (SWPPP) if necessary.
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3.03

Install temporary sediment traps where appropriate. Muddy water collected in sediment
traps shall be held until it is at least as clear as the upstream water before it is discharged to
surface waters. Discharge through a pipe or lined channel so that the discharge does not
cause erosion and sedimentation.

Install temporary diversion berms or diversion channels as necessary to divert storm water
from running onto the disturbed areas and to divert runoff from disturbed areas to the
temporary sediment traps.

Apply temporary seeding whenever grading operations are temporarily halted for over 14
days and final grading of exposed surfaces is to be completed within one year. Apply

temporary seeding to soil stockpiles.

The golf course shall be in normal operation during construction and erosion and sediment
control measures shall not inhibit play.

FIELD QUALITY CONTROL
Maintain erosion and sedimentation controls throughout the life of the project. Replace
controls and/or add additional ones as needed to meet the requirements of the local, State,
and Federal requirements.

CLEANUP AND PROTECTION

Remove erosion and sedimentation control structures once the site has been permanently
stabilized. Properly dispose of these materials off-site.

Backfill, topsoil, and prep for sod all areas disturbed as a result of the cleanup efforts.

End of Section
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PART 1

1.01

1.02

1.03

1.04

1.05

SECTION 321216
ASPHALT PAVING & PATCHING

GENERAL
RELATED DOCUMENTS

Plans and general provisions of the Contract, including General and Supplementary
Conditions and Division 01 Specification Sections, apply to this Section.

SUMMARY
Section includes installation of asphalt paving as follows:

1. Installation of aggregate base.
2.Installation of asphaltic concrete patching material (cold mix asphalt pavement).

SUBMITTALS

Submittals shall be in electronic form (via email) and shall be stamped by the Contractor.
Submit to the Owner or Owner’s representative.

Within 14 working days prior to the scheduled start of asphalt repair, submit the actual
design mix to the Owner or Owner’s representative for review and approval. Design mix
submittal shall follow a format in accordance with the Marshall Method of Mix Design
(AASHTO T 245). This information shall include as a minimum the following:

1. Type/name of mix.

2.Gradation analysis.

3.Binder Content

4.Component Make Up

5.Workability

6.Mixing and compaction temperatures

Submit certification that mix design conforms to specification requirements. Materials
certificate shall be signed by materials producer and Contractor, certifying that materials
and mix design conform to requirements specified herein.

The Contractor shall certify in writing that cold mix asphalt pavement was placed in
accordance with specification requirements and manufacturer’s instructions.

QUALITY ASSURANCE

An independent testing laboratory may be selected and paid by the Owner to perform
construction testing of in-place asphalt courses for compliance with requirements of
materials, thickness, compaction, and surface smoothness. This does not relieve the
Contractor of any quality assurance responsibilities.

PROJECT CONDITIONS
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A. Weather limitations for pavement to be properly placed, compacted, and finished shall be in

1.06

accordance with the manufacturer’s instructions.

Maintain access for vehicular and pedestrian traffic as required for other construction
activities. Utilize barricades, warning signs, and warning lights as required.

GUARANTEE
Contractor shall guarantee in writing, the materials and workmanship for a period of two

(2) years, beginning on the date of substantial completion or upon Owner’s possession,
whichever comes later.

PART 2 - PRODUCTS

2.01

MATERIALS
Mineral Aggregate Base: Type A Base, Grading D crushed stone
Bituminous Plant Pre-Mix Base (Cold Mix):

1. Gradation — 100% passing the 3/8” sieve, with 95% passing the No. 4 sieve.

2 Binder Content — 6% to 8% by weight of aggregate.

3.  Components — 30% course aggregates, 60% fine aggregates, 10% mineral filler.

4 Workability — Engineered to remain workable when stored for months and placed at
temperatures as low as 15 degrees Fahrenheit.

5.  Self-priming, moisture resistant, and usable in wet or dry conditions.

PART 3 - EXECUTION

3.01

3.02

SUBGRADE
Before any base material is installed, prepare subgrade with compacted crushed stone.
Protect and maintain subgrade until placement of the final asphalt surface is achieved.

Establish grades as required. In establishing the grades, make due allowances for existing
improvements, proper drainage, adjoining property rights, and good appearance.

The joint between new and existing pavement shall be true and approximately at right
angles to the centerline of the existing pavement. When a base course is compacted, cut
back the surface course of the existing pavement a minimum of 1 foot beyond the limit of
the joint between the old and new base course. Take special care to ensure good
compaction of the new base course at the joint. Apply and compact the surface to
conform to the existing pavement so that it will have no surface irregularity.

AGGREGATE BASE
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3.03

3.04

Install a mineral aggregate base of the type specified above. The maximum compacted
thickness of any one layer shall not exceed 6 inches and the total thickness of the base
shall be that indicated on the Plans.

ASPHALTIC CONCRETE PLACEMENT

For all areas of more than 1,000 square yards, spread and strike off the asphalt binder
course with a paver. Correct any irregularities in the surface of the pavement course
directly behind the paver. Remove excess material forming high spots with a shovel or
lute. Fillindented areas with hot mix, and smooth with a lute or the edge of a shovel being
pulled over the surface. Casting of mix over such areas will not be permitted.

If it is impractical to use a paver or spread box in areas of 1,000 square yards or less, the
asphalt binder course may be spread and finished by hand. Carefully place by hand to
avoid segregation of the mix. Broadcasting of the material will not be permitted. Remove
any lumps that do not readily break down.

Remove over-pavement of asphalt and stone from underneath landscape areas up to the
limits that have been specified (refer to the curb detail) in order to provide a solid base for
the concrete curb.

If the asphaltic concrete surface course is to be placed directly on the mineral aggregate
base, place a bituminous prime coat as described above. If, however, the surface course is
to be placed on a binder course, then apply a bituminous tack coat of the sort specified
above under Materials at a rate of 0.05 to 0.10 gal./s.y. when directed by the Engineer.
Take care to prevent the bituminous material's splashing on exposed faces of curbs,
gutters, walls, walks, trees, etc.; if such splashing does occur, remove it immediately. After
the prime or tack coat has been properly cured, apply the asphaltic concrete to the
thickness and width shown on the Plans. Apply the surface course as described above for
the binder course.

ROLLING AND COMPACTION

After being spread, mixture shall be compacted by rolling as soon as it will bear the weight
of rollers without undue displacement. Number, weight, types of rollers, and sequences of
rolling operations shall be such that the required density and surface are consistently
attained while the mixture is in workable condition.

Compact mixture with hot hand tampers or vibrating plate compactors in areas
inaccessible to rollers.

Breakdown Rolling: Perform breakdown or initial rolling immediately following rolling of
joints and outside edge. Check surface after breakdown rolling and repair displaced areas

by loosening and filling with additional material.

Second Rolling: Follow breakdown rolling as soon as possible. Continue second rolling
until mixture has been thoroughly compacted.
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3.05

3.06

3.07

Finish Rolling: Perform finish rolling until roller marks are eliminated and course has
attained maximum density.

Patching: Remove and replace paving areas mixed with foreign materials and defective
areas. Cut out such areas and fill with fresh asphaltic concrete. Compact by rolling to
maximum surface density and smoothness.

Protection: After final rolling, do not permit vehicular traffic on pavement until it has
hardened. Erect barricades to protect paving from traffic until mixture has cooled enough
not to become marked. Any masked or marred finish surfaces shall be repaired or
smoothed.

JOINTS

Place each asphaltic paving layer as continuous as possible to keep the number of joints to
a minimum.

FIELD QUALITY CONTROL

The Contractor is responsible for the quality of construction and materials.

Areas of deficient paving, including thickness, compaction, smoothness, ponding of water
for longer more than 24 hours, and asphalt mixture shall be delineated, removed, and
replaced in compliance with the specifications requirements unless corrected otherwise as
directed and approved by the Owner or Owner’s Representative.

CLEANING AND PROTECTION

Remove any excess debris and trash.

Prohibit access of vehicles onto any of the asphaltic courses for vehicles that exceed the
design load for the current condition of the pavement.

End of Section
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PART 1

1.01

1.02

1.03

1.04

SECTION 330507
HORIZONTAL DIRECTIONAL DRILLING AND BORING
GENERAL
DESCRIPTION
This section covers the work necessary for installation of pipelines by directionally controlled

horizontal drilling or boring equipment.
SCOPE OF WORK

Fabricate, directionally drill or bore and install the electrical pipeline to the approximate lines
and shown on the project plans.

Clean up all affected sites and restore all areas to pre-construction or better condition.

The CONTRACTOR shall deliver the electrical pipeline to OWNER in a clean and operable
condition. The pipe shall be internally cleaned with a suitable type pig cleaner. All water must be
removed from the pipeline as required by OWNER.

SUBMITTALS

The CONTRACTOR shall prepare a schedule for the work and submit it to OWNER for approval.
The schedule shall include all major tasks to be performed including the following:

Rig mobilization and setup
. Pipe assembly
. Pilot hole drilling
. Pre-reaming
. Pretesting and pigging pipe before installation
. Pipe pulling
. Testing and pigging pipe after installation
. Restoration and demobilization

coON OOV DN W N R

At least 10 days prior to mobilization of equipment, the CONTRACTOR shall submit a detailed
installation plan to OWNER for review and approval. This plan must also include a detailed
description as to contingencies for potential fissures of drilling fluid.

The CONTRACTOR will supply Material Safety Data Sheets (MSDS) for all material used in
making up drilling fluids. The drilling fluid composition must meet all federal, state, and local
laws and environmental regulations governing the use, handling, storage, and disposal of such
material. Drilling fluids shall be environmentally friendly and have no adverse effects on golf
course grasses, trees, or shrubbery.

PERMITS
The CONTRACTOR shall maintain and operate all construction equipment and perform all work

within designated easements, temporary construction easements, working areas, public rights-
of-way, and access roads.
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B. The CONTRACTOR shall be responsible for obtaining all permits and regulatory authorizations
for activities off of the defined easements and working areas, including any permits required for
mobilizing materials and equipment and disposal of drilling fluids and industrial debris. The
CONTRACTOR will be responsible for paying all fines that may be imposed due to illegal
discharge.

PART2 PRODUCTS
2.01 GENERAL

A. The CONTRACTOR shall provide all materials, equipment and labor for completing the drill/bore
and for adequate protection of the work.

2.02 EQUIPMENT AND MATERIALS TO BE FURNISHED BY CONTRACTOR

A. The CONTRACTOR shall furnish all equipment and material required to complete the Scope of
Work which shall include but not be limited to the following:

1. Drilling equipment
2. Water pumps, hoses, fittings, storage tanks, filters, hay bales, and silt fencing (as required)
3. Drilling fluids containment, collection, cleaning and disposal equipment, and material
4. Fuel and lubricant
5. Bentonite and related mixing equipment
6. All pvc welding equipment, materials, and couplings as required
7. All hydrostatic and pneumatic testing equipment and materials
8. Sidebooms, cranes, backhoes, trucks and other equipment and materials necessary to load
and unload pipe and to support and smoothly transition the pipe while being pulled into the
reamed hole
9. All equipment and materials necessary to restore project areas to pre-existing condition or
better
10. HDPE piping used shall be UL Listed for Electrical circuits rated minimum 600V and below,
Schedule 40 SDR rating. See Div 26 Conduit requirements for additional information.

PART3  EXECUTION
3.01 INSTALLATION

A. General: The CONTRACTOR shall install the section of the pipeline by the horizontally dilled or
bored, directionally controlled method of construction. This method shall consist of the drilling
of a pilot hole within the designed tolerances for radius requirements, followed by enlargement
of the hole to accommodate the product line.

B. Instrumentation: The CONTRACTOR wiill at all times provide and maintain instrumentation which
will accurately locate the pilot hole position relative to ground surface. Drill fluid flow rate and
pressure must also be monitored. CONTRACTOR shall maintain and provide to OWNER, upon
request, access to the data generated by the downhole survey tools.

C. Tolerances:

1. Pipe installed by horizontal directional drilling or boring must be located as shown on the
project drawings, but with route adjustments made as necessary for existing obstructions,
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3.02

3.03

and existing utilitites including but not limited to irrigation piping, potable water, and storm
drainage. The CONTRACTOR shall employ experienced personnel to operate the directional
drilling or boring equipment and the monitoring and steering equipment. At the completion
of the pilot hole, the CONTRACTOR shall provide OWNER with the coordinates of the pilot
hole as specified.

2. A smoothly drilled pilot hole shall follow the required route of the pipe as described on the
project drawings, 18”” deep minimum in grassy areas and 24" deep minimum under paving .

3. The pilot hole (Borehole Entry Point) shall penetrate the ground surface at the beginning of
each circuit and at all hand-hole (Quazite Vault) locations.

4. The CONTRACTOR shall have accurate working gauges, which register tensile force being
used to pull the pipeline back through the reamed borehole. It is the CONTRACTOR’s
responsibility to prepare the reamed out hole such that pulling back operations do not
exceed the tensile strength of the pipe. The CONTRACTOR shall provide estimated
calculations for the pulling loads and allowable loads before pull back operations begin. If
during the pipeline pulling process this force reaches 75% of the allowable load for the
pipeline, the project inspector must be notified immediately. Logs must be kept intact
referencing all forces exerted on the pipeline during the project.

6. The CONTRACTOR shall provide adequate supports along the stringing area to protect the
pipe and allow free movement of the pipeline during pullback.

7. During pullback operations, CONTRACTOR shall monitor roller operation and use sidebooms
if required to assist movement of the pipe. Situations which could cause damage to the pipe
material shall be corrected immediately. Damaged pipe shall be repaired to the satisfaction
of the OWNER or replaced by the CONTRACTOR before pulling operations resume.

DRILLING MUD AND CUTTINGS

The Horizontal Directional Drilling or Boring operation is to be operated in a manner to eliminate
the discharge of water, drilling mud and cuttings to water and land areas involved during the
construction process. CONTRACTOR shall immediately contain and clean up any inadvertent
returns.

Disposal of drilling fluids shall be the responsibility of the CONTRACTOR and shall be conducted
in compliance with all relative environmental regulations, easement and workspace agreements
and permit requirements. All costs related to disposal shall be the responsibility of the
CONTRACTOR.

Transportation, makeup, and Material Safety Data Sheets (MSDS) for drilling fluids shall be
provided to OWNER.

Water supply is the CONTRACTOR’s responsibility, whether purchased locally or hauled in.
Irrigation water may be used for drilling from nearest tap if sufficient for Contractor’s needs.

Drilling fluids must be free of all additives that will adversely affect the environment.

REAM AND PULL BACK
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3.04

Pre-reaming: Pre-reaming operations shall be conducted at the discretion of the horizontal
directional drilling or boring CONTRACTOR. All provisions of this specification relating to
simultaneous reaming and pulling back operations shall pertain to pre-reaming operations.

Pulling loads: CONTRACTOR shall be responsible for determining safe pulling loads required for
proper installation. Such loads shall be minimized as required to prevent failure of the pipeline
during installation.

Torsional Stress: A properly sized and fully operational swivel will be installed between the
reaming assembly at the end of the drill pipe, and the pipeline to restrict torsional stress from
being transmitted to the pipeline.

CONTRACTOR may opt to fill the pipeline with water (ballasting) as installation proceeds to help
prevent buckling and reduce buoyancy. The CONTACTOR must completely clean and dry the
pipeline after installation.

Pull Section Support: The pull section shall be supported as it proceeds during pull back so that it
moves freely and the pipe material is not damaged.

CLEANUP, REPAIRS AND RESTORATION

The CONTRACTOR is responsible for leaving all areas affected by construction actives in a
condition equal to or better than the condition before construction.

The CONTRACTOR shall restore area around entry and exit pits as soon as work is completed. Fill
to previous existing ground elevation and grade any areas where settlement occurs due to
subsidence. Coordinate with owner for Sod installation as directed once work is completed.

End of Section
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SYMBOL: DESCRIPTION:
UTILITY TRANSFORMER, PROVIDE TRANSFORMER PAD PER UTILITY SPECIFICATIONS
0O LAMP POST STYLE FIXTURE, REFER TO SITE LIGHT FIXTURE SCHEDULE
CABLE TELEVISION UTILITY PEDESTAL
K TELEPHONE UTILITY PEDESTAL
[ ]2 METERCENTER
A-1 HOME RUN TO PANEL WITH CIRCUIT SHOWN, CROSS MARKS INDICATE NUMBER OF CURRENT CARRYING CONDUCTORS WHERE MORE THAN TWO, NOT INCLUDING
—N— GROUND, MINIMUM #12 AWG.
S OVERHEAD WIRING
- UNDERGROUND WIRING
— PANELBOARD
=4 HEAVY DUTY FUSED DISCONNECT SWITCH, PROVIDE FUSES AS RECOMMENDED BY EQUIPMENT MFGR. USE NEMA CONFIGURATION AS RFQUIRED
/@/ ELECTRIC MOTOR
ABBREVIATIONS DESCRIPTION:
A AMPERE
wFF ABOVE FINISHED FLOOR — MEASURED FROM FLOOR TO CENTER OF DEVICE, EXCEPT AS OTHERWISE SPECIFICALLY NOTED.
ADA AMERICANS WITH DISABILITIES ACT OF 1990
A ABOVE FINAL GRADE
c CONDUIT
F FUSE
FAR FUSE AS REQUIRED
PPN FUSE PER NAMEPLATE REQUIREMENTS
¢ GROUND
oF INDICATES RECEPTACLE OR CIRCUIT BREAKER, AS APPLICABLE, TO HAVE GROUND FAULT PROTECTION
s INDICATES RECEPTACLE TO BE ISOLATED GROUND TYPE
oM Kernil (THOUSAND CIRCULAR MILS)
NEC NATIONAL ELECTRICAL CODE
N NFUTRAL
PH PHASE
UNO UNLESS NOTED OTHERWISE
I: VERFY IN FIELD
WP INDICATES DEVICE TO HAVE WEATHERPROOF COVER, TAYMAC MODEL NO. MX3200 OR EQUAL.

GENERAL ELECTRICAL NOTES:

1. THE CONTRACTOR SHALL VISIT THE JOB SITE AND CAREFULLY EXAMINE THOSE PORTIONS OF THE SITE AFFECTED BY THIS WORK SO AS TO BECOME FAMILIAR WITH EXISTING CONDITIONS

THAT WILL AFFECT EXECUTION OF THE WORK.

2. THE CONTRACTOR IS RESPONSIBLE FOR OBTAINING ALL NECESSARY PERMITS AND PAYING ALL UTILITY CO. AID TO CONSTRUCTION FEES.

3. ALL WORK SHALL BE IN ACCORDANCE WITH THE CURRENT/APPLICABLE NATIONAL ELECTRICAL CODE, NFPA 70, LOCAL CODES/ORDINANCES AND THE APPLICABLE ACCESSIBILITY CODE. SHOULD

PLANS AND CODES CONFLICT, THE CODE TAKES PRECEDENCE. MAKE NO CHANGES, EVEN IN THE CASE OF CONFLICT, WITHOUT FIRST OBTAINING APPROVAL OF THE ARCHITECT/ENGINEER.

4. "PROVIDE" AS USED HERE AND ON THE DRAWINGS, IS AN ALL-INCLUSIVE TERM REQUIRING CONTRACTOR TO FURNISH, INSTALL, WIRE, AND CONNECT ALL SPECIFIED EQUIPMENT AS WELL AS

COMPONENTS, ACCESSORIES, AND MOUNTING HARDWARE TO ENSURE THAT SPECIFIED EQUIPMENT FUNCTIONS TO MEET SYSTEM REQUIREMENTS.
5. [T SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR TO PROTECT OTHER FACILITIES AND EQUIPMENT FROM DAMAGE. THE CONTRACTOR SHALL BEAR ALL EXPENSE FOR REPAR OR
REPLACEMENT OF FACILITES, EQUIPMENT, OR OTHER PROPERTY DAMAGED BY OPERATIONS IN CONJUNCTION WITH THE COMPLETION OF THIS WORK. ELECTRICAL CONTRACTOR SHALL GNE
ADEQUATE NOTIFICATION TO TENNESSEE ONE CALL, (800) 351-1111, PRIOR TO COMMENCEMENT OF ANY EXCAVATION.
6. PROVIDE SPECIFIED EQUIPMENT, AS NOTED ON DRAWINGS, OR APPROVED EQUAL. ADDITIONAL EQUIPMENT AND MATERIAL MAY BE REQUIRED OTHER THAN THAT SHOWN ON DRAWINGS TO
INSTALL THE SPECIFIED EQUIPMENT SUCH AS HANGERS, SUPPORTS, ETC. ELECTRICAL CONTRACTOR SHALL PROVIDE ALL MATERIAL, LABOR, AND EQUIPMENT REQUIRED.

7. THE CONTRACTOR SHALL VERIFY THAT THE ACTUAL EQUIPMENT SUPPLIED HAS THE SAME ELECTRICAL SPECIFICATIONS AS THE EQUIPMENT USED AS THE BASIS OF DESIGN. IF THE EQUIPMENT

IS DIFFERENT, THE CONTRACTOR SHALL MAKE ADJUSTMENTS TO THE PANELS AND CRCUITS AND INCLUDE THEM IN' SUBMITTALS.
8. ALL ITEMS SHALL BE NEW. USED EQUIPMENT AND MATERIALS WILL NOT BE ALLOWED UNLESS SPECIFICALLY NOTED TO BE EXISTING OR RELOCATED ON RESPECTIVE PROJECT SITE.

9. ALL MATERIALS SHALL BE LISTED AND LABELED BY UNDERWRITERS LABORATORY, INC.

10. THE CONTRACTOR IS DIRECTED TO VERIFY THE SERVICE ARRANGEMENT WITH THE LOCAL ELECTRIC UTILITY BEFORE ORDERING EQUIPMENT. DESIGN IS BASED ON A 208Y/120 VOLT, THREE
PHASE, FOUR WIRE, SOLIDLY GROUNDED WYE SERVICE. THIS DESIGN ASSUMES AN UNDERGROUND SERVICE WITH SERVICE CONDUITS AND CONDUCTORS BY ELECTRICAL CONTRACTOR.
ELECTRICAL CONTRACTOR SHALL INSTALL PRIMARY CONDUITS AND CONCRETE TRANSFORMER PAD AS SPECIFIED BY THE LOCAL ELECTRIC UTILITY.

11, UNLESS OTHERWISE INSTRUCTED, THE CONTRACTOR SHALL SUBMIT A DIGITAL (PDF) COPY OF ELECTRICAL SHOP DRAWINGS TO THE PROJECT MANAGER WHO SHALL RELAY THEM TO THE
DESIGN ENGINEER FOR REVIEW AND APPROVAL PRIOR TO THE PURCHASE OF EQUIPMENT. THE SUBMITTAL SHALL INCLUDE LIGHTING FIXTURES, SWITCHGEAR, GENERATOR AND FIRE ALARM
EQUIPMENT, WHEN INCLUDED IN' THE PROJECT. OPERATION AND MAINTENANCE MANUALS FOR ALL ELECTRICAL EQUIPMENT SHALL BE COMPILED AND SUBMITTED IN DIGITAL (PDF) TO THE

BUILDING OWNER UPON PROJECT COMPLETION.

12. ALL WIRES SHALL BE TERMINATED AND LABELED. ALL JUNCTION BOXES SHALL BE LABELED TO INDICATE THE CIRCUITS CONTAINED IN THE BOX.
13. PROVIDE A NEW TYPEWRITTEN PANEL SCHEDULE IN ALL NEW PANELS AND UPDATE THE DIRECTORY WITH ANY CIRCUIT MODIFICATIONS. BREAKERS SHALL BE LABELED TO IDENTIFY THE
LOCATION AND TYPE OF DEVICES/EQUPIMENT,/ETC. SERVED BY THE RESPECTIVE BREAKER. LABEL ALL PANELBOARDS/SWITCHGEAR INDICATING LOCATION OF BREAKER SERVING PANEL IN

ACCORDANCE WITH N.E.C.

14. ALL FEEDERS #4 AND LARGER SHALL BE MEGGER TESTED AFTER INSTALLATION.

15. UNLESS OTHERWISE NOTED, ALL CONDUCTORS SHALL BE COPPER AND #12 AWG MINIMUM WITH THHN/THWN, 600 VOLT INSULATION.

16. PROVIDE A DEDICATED NEUTRAL, COLOR CODED, FOR EACH UNGROUNDED CONDUCTOR. SHARING OF NEUTRALS IS PROHIBITED.

17.00 NOT INSTALL MORE THAN THREE CIRCUITS (SIX CURRENT CARRYING CONDUCTORS) IN A CONDUIT.

18. THE MINIMUM CONDUIT SIZE SHALL BE 1/2". INTERIOR CONDUITS SHALL BE EMT; UNDERGROUND CONDUIT AND CONCRETE ENCASED CONDUIT SHALL BE SCHEDULE 40 PVC. EXTERIOR
EXPOSED CONDUIT SHALL BE SCHEDULE 80 PVC., UNLESS NOTED OTHERWISE.

19.MC CABLE MAY BE USED FOR CONCEALED BRANCH CIRCUIT WIRING IN INTERIOR DRY LOCATIONS.

20. A GREEN, COPPER GROUND WIRE SHALL BE INSTALLED IN ALL CONDUIT SYSTEMS AND SHALL BE BONDED TO ALL ENCLOSURES, BOXES, AND EQUIPMENT.
21.BONDING JUMPERS SHALL BE USED TO BOND CONDUIT TO ENCLOSURES, BOXES, AND EQUIPMENT WHERE KNOCKOUTS ARE USED.
22. ALL DIMENSIONS ARE MEASURED TO THE CENTER OF THE DEVICE.

23. THE CONTRACTOR SHALL PROVIDE FIRESTOPPING OF ALL RATED PENETRATIONS PER DETAILS. ELECTRICAL BOXES INSTALLED ON OPPOSITE SIDES OF A FIRE RATED WALL SHALL HAVE A TWO

FOOT MINIMUM HORIZONTAL SEPARATION.

24. THE CONTRACTOR SHALL PROVIDE ADEQUATE TEMPORARY POWER AND LIGHT. EQUIVALENT TO ONE 150-WATT INCANDESCENT LAMP PER 200 SQ. FT.
25.THE CONTRACTOR SHALL GUARANTEE ALL WORK TO BE FREE OF DEFECTS IN WORKMANSHIP AND MATERIALS FOR ONE YEAR AFTER SUBSTANTIAL COMPLETION.

PANEL: A VOLTAGE: 120/240 PHASE: 1 WIRE: 3 BUS: CU|

BUS RATING: 100 AMP MAIN: YES-90A/2P ENCLOSURE: NEMA 3R
LUGS/PHASE: #3 ENTRY: BOTTOM AIC: 10,000 MOUNTING: SURFACE

# | AMP |POLE DESCRIPTION LOAD A B LOAD DESCRIPTION POLE|AMP | #
1] 50 | 2 |GREENS FANA 2,600.0]  5,200.0 - 2,600.0|GREENS FAN B (FUT) 2 | 50 | 2
3 | | 2,600.0 - 5200.0] 2,600.0 | | |4
5| 20 | 1 |RECEPTACLE 180.0 180.0 - 0.0|SPARE 1 | 20 |6
7 20 | 1 |SPARE 0.0 - 0.0 0.0|PROVISIONAL SPACE 1 8
9| SP | 2 |SURGE SUPPRESSOR 0.0 0.0 - 0.0|PROVISIONAL SPACE 1 10
1] ] | 0.0 - 0.0 0.0|PROVISIONAL SPACE~ | A4~ | 12|
PROVIDE 40kA PER MODE, 80kA PER TOTAL 5,380.0 5200.0] VA \[12 CIRCUIT LOAD CENTER WITH
PHASE BREAKER TYPE SURGE SEPARATELY MOUNTED MAIN BREAKER.
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TAP CONDUCTORS USING
SUBMERSIBLE POLARIS TAPS

W

”

0-4

FAN FOUNDATION POLE INSTALLATION

ERIES QUAZITE"BOX,
IN ADDITION TO THOSE
SHOWN ON PLAN

FAN POWER CABLE & PLUG
PLATE FLUSH OR JUST BELOW SURFACE
OF CONCRETE (CAUTION: DO NOT LEAVE
ANY CONCRETE ON MATING SURFACE!!)

3" GRS POST WITH

CAP, TYPICAL v ofs, 1456
~125°C, 343, 166 —
| PN |
W g
/6OAS/50AF
— T — e M !
1/2"C, 2#12, 1#120— _L_ M
| T ;
8= | NEMA SR T[] ]
1C, 248, 1486
| e TAP CONDUCTORS USING

SUBMERSIBLE POLARIS TAPS

12°X30" DEEP ——= =~
CONCRETE PIER o

T0 FAN, TYPICAL OF TWO

b

1
GROUND PER NEC ————=— —

[
( GRADE

v
-
=]

[ SEE SITE PLAN

SERIES QUAZITE BOX, IN
ADDITION TO THOSE SHOWN
ON PLAN

34X 10
COPPER-WELD,
TYPICAL

q
i

RISER DIAGRAM A & B

NO SCALE

3" GRS POST WITH
l CAP, TYPICAL

NL

"C ” "D" "E"
) )

1/2°C, 2412, 14126

|| v

DO NOT REBOND NEUTRAL

I 5| EEN

1.25°C, 343, 1466 —

I~

4L X 18°D

GRADE

<_T_/ N B 5 J
st P || f

T0 FAN, TYPICAL OF TWO /
RISt DIAGRAM G,

j(\t’\ 3/4 X 10" COPPER-WELD, TYPICAL

— —— GROUND PER NEC

| | 12%30" DEEP
{ CONCRETE PER

D, & t¢— ALTERNATE

NO SCALE

SET FAN POLE ON
CUT ONE COVER IN

El

3000 PSI' CONCRETE

GRAVEL BACKFILL
(OR CORSE SAND)

ANCHOR BOLTS AND PLUMB,
HALF WITH CUT-OUT FOR POLE

14W X 19°L X 12'D VALVE BOX WITH TWO COVERS

DIRECT BURIAL REDUCER SPLICE,
POLARIS SUBMERSIBLE

POWER SUPPLY CABLES
—— FINISHED GRADE

=1

===

—— CONDUIT AND WIRE
SEE PLAN SHEETS

|-| | Iml | |m|\l Iﬁ\\ It
wr AN\
S IRNREE:)
£ N, * 4
18"

SET BASE POST FURNISHED WITH FAN

DL TA

NO SCALE

Vi E1.3
//
/S
NO SCALE
PANEL: B VOLTAGE: 120/240 PHASE: 1 WIRE: 3 BUS: CU| A
BUS RATING: 100 AMP MAIN: YES-90A/2P ENCLOSURE: NEMA 3R
LUGS/PHASE: #3 ENTRY: BOTTOM AIC: 10,000 MOUNTING: SURFACE
# | AMP [POLE DESCRIPTION LOAD A - B LOAD DESCRIPTION POLE| AMP | #
1 50 2 |GREENS FAN A 2,600.0 5,200.0 - - 2,600.0|GREENS FAN B (FUT) 2 50 | 2
3 | | 2,600.0 - - 5,200.0 2,600.0 | | 4
5| 20 1 |RECEPTACLE 180.0 180.0 - - 0.0|SPARE 1 20 | 6
71 20 1 |SPARE 0.0 - - 0.0 0.0|PROVISIONAL SPACE 1 8
9| SP 2 |SURGE SUPPRESSOR 0.0 0.0 - - 0.0|PROVISIONAL SPACE 1 10
11 | | 0.0 - - 0.0 0.0| PROVASIONAL-SPACE~ 1 — |12
PROVIDE 40kA PER MODE, 80kA PER TOTAL 5,380.0 - 5,200.0f VA 12 CIRCUIT LOAD CENTER WITH
PHASE BREAKER TYPE SURGE SEPARATELY MOUNTED MAIN BREAKER. A
PANEL: C VOLTAGE: 120/240 PHASE: 1 WIRE: 3 BUS: CU|
BUS RATING: 125 AMP MAIN: YES-100A/2P ENCLOSURE: NEMA 3R
LUGS/PHASE: #1 ENTRY: BOTTOM AIC: 10,000 MOUNTING: SURFACE
# | AMP [POLE DESCRIPTION LOAD A - B LOAD DESCRIPTION POLE| AMP | #
1 50 2 |GREENS FAN A 2,600.0 5,200.0 - - 2,600.0/GREENS FAN B (FUT) 2 50 | 2
3 | | 2,600.0 - - 5,200.0 2,600.0 | | 4
5| 20 1 |RECEPTACLE 180.0 180.0 - - 0.0|SPARE 1 20 | 6
71 20 1 |SPARE 0.0 - - 0.0 0.0|PROVISIONAL SPACE 1 8
9| SP 2 |SURGE SUPPRESSOR 0.0 0.0 - - 0.0|PROVISIONAL SPACE 1 10
11 | | 0.0 - - 0.0 0.0|P I PAC ~ 1A 12
PROVIDE 40kA PER MODE, 80kA PER TOTAL 5,380.0 - 5,200.0f VA 12 CIRCUIT LOAD CENTER WITH
PHASE BREAKER TYPE SURGE SEPARATELY MOUNTED MAIN BREAKER.
SUPPRESSOR, UL 1449, 4TH EDITION. TOTAL CONNECTED 10,580.0| VA PANEL PART OF ALTERNATE 1. 1
PANEL: D VOLTAGE: 120/240 PHASE: 1 WIRE: 3 BUS: CU|
BUS RATING: 125 AMP MAIN: YES-100A/2P ENCLOSURE: NEMA 3R
LUGS/PHASE: #1 ENTRY: BOTTOM AIC: 10,000 MOUNTING: SURFACE
# | AMP [POLE DESCRIPTION LOAD A - B LOAD DESCRIPTION POLE|AMP | #
1 50 2 |GREENS FAN A 2,600.0 5,200.0 - - 2,600.0/GREENS FAN B (FUT) 2 50 | 2
3 | | 2,600.0 - - 5,200.0| 2,600.0 | | 4
5] 20 1 |RECEPTACLE 180.0 180.0 - - 0.0|SPARE 1 20 | 6
71 20 1 |SPARE 0.0 - - 0.0 0.0|PROVISIONAL SPACE 1 8
9| SP 2 |SURGE SUPPRESSOR 0.0 0.0 - - 0.0|PROVISIONAL SPACE 1 10
11 | | 0.0 - - 0.0 0.0|PROVISIONAL SPACE 1 12
PROVIDE 40kA PER MODE, 80kA PER TOTAL 5,380.0 - 5,200.0f VA ( 12 CIRCUIT LOAD CENTER WITH
PHASE BREAKER TYPE SURGE SEPARATELY MOUNTED MAIN BREAKER.
SUPPRESSOR, UL 1449, 4TH EDITION. TOTAL CONNECTED 10,580.0| VA E PANEL PART OF ALTERNATE 1.
PANEL: E VOLTAGE: 120/240 PHASE: 1 WIRE: 3 BUS: CU|
BUS RATING: 125 AMP MAIN: YES-100A/2P ENCLOSURE: NEMA 3R
LUGS/PHASE: #1 ENTRY: BOTTOM AIC: 10,000 MOUNTING: SURFACE
# | AMP [POLE DESCRIPTION LOAD A - B LOAD DESCRIPTION POLE| AMP | #
1 50 2 |GREENS FAN A 2,600.0 5,200.0 - 2,600.0/GREENS FAN B (FUT) 2 50 | 2
3 | | 2,600.0 - - 5,200.0 2,600.0 | | 4
5| 20 1 |RECEPTACLE 180.0 180.0 - - 0.0|SPARE 1 20 | 6
71 20 1 |SPARE 0.0 - - 0.0 0.0|PROVISIONAL SPACE 1 8
9| SP 2 |SURGE SUPPRESSOR 0.0 0.0 - - 0.0|PROVISIONAL SPACE 1 10
11 | | 0.0 - - 0.0 0.0|PRQVIS T S = 4
PROVIDE 40kA PER MODE, 80kA PER TOTAL 5,380.0 - 5,200.0f VA 12 CIRCUIT LOAD CENTER WITH
PHASE BREAKER TYPE SURGE SEPARATELY MOUNTED MAIN BREAKER.
SUPPRESSOR, UL 1449, 4TH EDITION. TOTAL CONNECTED 10,580.0| VA PANEL PART OF ALTERNATE 1. 1
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EXISTING SCES
PM TRANSFORMER

AN

— — — — — — — — — — — —

I
Y 3/4" X 10" COPPER-WELD, TYPICAL

GROUND PER NEC AND NOTES

RISER DIAGRAM = 15,19

NO SCALE

ELECTRICAL RISER DIAGRAM NOTES
THIS SERVICE HAS BEEN DESIGNED FOR 480Y/277 VOLT, SINGLE PHASE, THREE WIRE, SOLIDLY GROUNDED WYE.
CONTRACTOR SHALL PROVIDE GROUNDING ELECTRODE SYSTEMS AND CONDUCTORS PER NEC 250.50 AT A MINIMUM AND ADDITIONAL REQUIREMENTS AS SHOWN ON THE RISER DIAGRAM.
CONTRACTOR SHALL PROVIDE GROUNDING ELECTRODE CONDUCTOR(S) TO AL METALLIC PIPING SYSTEM(S) AND BOND AS PER NEC 250.52 (A)(1).
CONTRACTOR SHALL PROVIDE GROUNDING ELECTRODE CONDUCTOR TO METAL BUILDING FRAME AND BOND PER NEC 250.52 (A)(2).
CONTRACTOR SHALL PROVIDE CONCRETE ENCASED ELECTRODE IN BUILDING FOUNDATION AND BOND PER NEC 25052 (A)(3).
CONTRACTOR SHALL PROVIDE GROUNDING ELECTRODE RODS (3/4 BY 10' COPPER) AND BOND PER NEC 250.52 (A)(5)(b).
GROUND ALL DRY TYPE TRANSFORMERS IN ACCORDANCE WITH NEC, 250.30.
8. ALL UNDERGROUND AND ENCASED CONNECTIONS SHALL BE EXOTHERMIC. EXPOSED CONNECTIONS MAY BE COMPRESSION TYPE.
9. ALL COMPONENTS SHALL BE COPPER UNLESS NOTED OTHERWISE.
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EXISTING SCES PAD MOUNTED TRANSFORMER, \ ) / N

480Y277V; DIG UNDER FRONT SIDE OF S N\
SECONDARY TO ADD NEW SERVICE. BACK-FILL \ T~ —
UNDER PAD WITH GRAVEL; COORDINATE OUTAGE

WITH OWNER. CONNECT TO PHASE "8" & "C” — SEE RISER
| -~

\ _ y 7!7\‘},,
7 \z'c, 241/0, 1446 |

— \200AS/ 125AF

NEW 480V/1-PHASE
DISCONNECT, BOND NEUTRAL
AT SERVICE  DISCONNECT

PUMP SHACK /

BACKFILL, SURFACE PREPARATION, AND SOD RESTORATION

GENERAL SHEET NOTES

1. ALL TRENCHING ASSQCIATED WITH THE INSTALLATION OF THE ELECTRICAL LINE SHALL BE BACKFILLED
AND RESTORED IN A MANNER SUTABLE FOR GOLF COURSE CONDITIONS AND TURF PERFORMANCE.

2. BACKFILL MATERIAL SHALL BE CLEAN, APPROVED FILL FREE OF ROCKS, ROOTS, DEBRIS, AND ORGANIC
MATERIAL. BACKFILL SHALL BE PLACED IN LIFTS NOT EXCEEDING SIX (6) INCHES AND MECHANICALLY
COMPACTED TO A MINIMUM OF NINETY-FIVE PERCENT (95%) OF STANDARD PROCTOR DENSITY TO
PREVENT SETTLEMENT.

3. THE UPPER SIX (6) TO EIGHT (8) INCHES SHALL CONSIST OF SUITABLE TOPSOIL COMPATIBLE WITH
EXISTING GOLF COURSE SOILS AND TURF CONDITIONS. FINAL GRADING SHALL MATCH EXISTING
CONTOURS AND ELEVATIONS TO MAINTAIN SMOOTHNESS, DRAINAGE, PLAYABILITY, AND MOWER SAFETY.

4. THE CONTRACTOR SHALL BE RESPONSIBLE FOR ALL SURFACE PREPARATION NECESSARY TO RECENE
S0D, INCLUDING BUT NOT LIMITED TO FINE GRADING, REMOVAL OF STONES AND DEBRIS, LOOSENING OF
COMPACTED SURFACE MATERIAL, AND ENSURING A SMOOTH, FIRM, AND EVEN SURFACE SUITABLE FOR
GOLF COURSE SOD INSTALLATION.

5. THE GOLF COURSE/OWNER WILL FURNISH, PURCHASE, AND INSTALL ALL SOD USING ITS OWN FORCES
OR SEPARATE CONTRACTOR. THE CONTRACTOR SHALL COORDINATE SCHEDULING WITH THE OWNER'S
REPRESENTATIVE AND GOLF COURSE SUPERINTENDENT TO ALLOW FOR TIMELY SOD INSTALLATION. THE
CONTRACTOR'S SCOPE SHALL NOT INCLUDE FURNISHING, INSTALLING, WATERING, MAINTAINING, OR
REPLACING SOD.

6. ALL RESTORED AREAS SHALL BE LEFT IN A CONDITION ACCEPTABLE FOR IMMEDIATE SOD INSTALLATION.

7. SETILEMENT WARRANTY: THE CONTRACTOR SHALL BE RESPONSIBLE FOR CORRECTING, AT NO ADDITIONAL
COST TO THE OWNER, ANY SETTLEMENT, DEPRESSIONS, OR IRREGULARITIES RESULTING FROM TRENCH
BACKFILL OR COMPACTION FAILURE THAT OCCUR WITHIN ONE (1) YEAR OF FINAL ACCEPTANCE. ALL
CORRECTIONS SHALL BE MADE PROMPTLY UPON NCTIFICATION AND RESTORED TO ORIGINAL GRADE AND
CONDITION.

—UN
\\ N
o O\ \\ O EXISTING UNDERGROUND IRRIGATION LINE, TYPICAL
N
\ \\ \
N\ \‘\‘ \

N

2°C, 241/0, 1§46

" SCALE: 1" - 40’

A ALL PLANS ARE DIAGRAMMATIC IN NATURE. THESE DRAWINGS ARE NOT
SURVEY ACCURATE. ALL CONDITIONS MUST BE FIELD VERIFIED BY THE
CONTRACTR.

B.  THE CONTRACTOR SHALL VISIT THE SITE TO VERIFY ALL DISTANCES,
OBSTRUCTIONS, ROUTES, AND GROUND, GRASS, PAVEMENT CONDITIONS
PRIOR TO SUBMITTING BID.

C.  ALL GRASS CUTS SHALL BE REPAIRED USING COMPACTED SOIL AND SOD
OF MATCHING GRASS TYPE. ALL PAVING CUTS MUST BE REPAIRED USING
#57 GRAVEL BACK-FILL AND MATCHING PAVEMENT (CONCRETE OR
ASPHALT AS REQUIRED)

D. AT ALL IRRIGATION CROSSINGS, FIELD VERIFY WATER LINE LOCATIONS,
HAND DIG AT CROSSINGS AS REQUIRED TO PREVENT DAMAGE T0
UNDERGROUND IRRIGATION  LINES.

E. FIELD VERIFY EXACT FAN LOCATIONS W/ OWNER PRIOR TO ROUGH-IN

F. AL CONDUCTOR TAPS SHALL UTILIZE SUBMERSIBLE POLARIS MECHANICAL
TAPS RATED FOR UNDERGROUND USE

G.  CONTRACTOR SHALL RECENE ALL GREEN FANS FROM THE OWNER'S
VENDOR, AND SHALL STORE AND INSTALL THEM AS PART OF THE
CONTRACT. INCLUDE STORAGE CONTAINER AS NECESSARY AND EQUIPMENT

H. ALL RACKS, PANELS, DISCONNECTS, AND EQUIPMENT SHALL BE PAINTED
GREEN TO MATCH RAL #6007 USING OIL BASED EXTERIOR ENAMEL,
SHERWIN' WILLIAMS OR EQUAL

. "SIDE-BY-SIDE" OR SIMILAR UTV EQUIPMENT MAY BE USED FOR SITE
ACCESS, CONSTRUCTION, MATERIAL TRANSFER, SPOILS TRANSFER, ETC.
FULL SIZE TRUCKS, FLAT-BED TRUCKS, SEMI-TRUCKS, CONCRETE
TRUCKS, TRAILERS, AND EQUIPMENT LARGER THAN A MINI-EXCAVATOR OR
HORIZONTAL BORING MACHINE ARE PROHIBITED FROM USE ON THE SITE.

J. THE CONTRACTOR SHALL REMOVE THE OLD FANS AND THEIR ASSOCIATED
WIRING. THE FANS SHALL BE HAULED OFF-SITE AND DISPOSED OF AT A
SUITABLE LANDFILL BY THE CONTRACTOR.

NN NN\ N\
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/ / —_ _OY /- I"f - - 1. ALL TRENCHING ASSOCIATED WITH THE INSTALLATION OF THE ELECTRICAL LINE SHALL BE BACKFILLED
// e ) L///’” — N\ - - | AND RESTORED IN A MANNER SUITABLE FOR GOLF COURSE CONDITIONS AND TURF “PERFORMANCE.
S NN - - 2. BACKFILL MATERIAL SHALL BE CLEAN, APPROVED FILL FREE OF ROCKS, ROOT} DEBRIS, AND ORGANIC
e AN o MATERIAL. BACKFILL SHALL BE PLACED IN LIFTS NOT EXCEEDING SIX(U) INCHES AND MECHANICALLY
g T / — COMPACTED TO A MINIMUM OF NINETY-FIVE PERCENT (95%) OF STANDARD PROCTOR DENSITY TO
5 / N\ / \ PREVENT SETTLEMENT.
: I : 3. THE UPPER SIX (6) TO EIGHT (8) INCHES SHALL CONSIST/ OF SUITABLE TOPSOIL COMPATIBLE WITH
I ‘ ‘ EXISTING GOLF COURSE SOILS AND TURF CONDITIONS. /INAL GRADING SHALL MATCH EXISTING
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I I 5. THE GOLF COURSE/OWNER WILL FURNISH PURCHASE AND INSTALL ALL SOD USING ITS OWN‘ FORCES (D
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BACKFILL, SURFACE PREPARATION, AND SOD RESTORATION

1.

2

ALL TRENCHING ASSOCIATED WITH THE INSTALLATION OF THE ELECTRICAL LINE SHALL BE BACKFILLED
AND RESTORED IN A MANNER SUITABLE FOR GOLF COURSE CONDITIONS AND TURF PERFORMANCE.
BACKFILL MATERIAL SHALL BE CLEAN, APPROVED FILL FREE OF ROCKS, ROOTS, DEBRIS, AND ORGANIC
MATERIAL. BACKFILL SHALL BE PLACED IN LIFTS NOT EXCEEDING SIX (6) INCHES AND MECHANICALLY
COMPACTED TO A MINIMUM OF NINETY-FIVE PERCENT (95%) OF STANDARD PROCTOR DENSITY TO
PREVENT SETTLEMENT.

THE UPPER SIX (6) TO EIGHT (8) INCHES SHALL CONSIST OF SUITABLE TOPSOIL COMPATIBLE WITH
EXISTING GOLF COURSE SOILS AND TURF CONDITIONS. FINAL GRADING SHALL MATCH EXISTING
CONTOURS AND ELEVATIONS TO MAINTAIN SMOOTHNESS, DRAINAGE, PLAYABILITY, AND MOWER SAFETY.
THE CONTRACTOR SHALL BE RESPONSIBLE FOR ALL SURFACE PREPARATION NECESSARY TO RECEIVE
SOD, INCLUDING BUT NOT LIMITED TO FINE GRADING, REMOVAL OF STONES AND DEBRIS, LOOSENING OF
COMPACTED SURFACE MATERIAL, AND ENSURING A SMOOTH, FIRM, AND EVEN SURFACE SUITABLE FOR
GOLF COURSE SOD INSTALLATION.

THE GOLF COURSE/OWNER WILL FURNISH, PURCHASE, AND INSTALL ALL SOD USING ITS OWN FORCES
OR SEPARATE CONTRACTOR. THE CONTRACTOR SHALL COORDINATE SCHEDULING WITH THE OWNER'S
REPRESENTATIVE AND GOLF COURSE SUPERINTENDENT TO ALLOW FOR TIMELY SOD INSTALLATION. THE
CONTRACTOR'S SCOPE SHALL NOT INCLUDE FURNISHING, INSTALLING, WATERING, MAINTAINING, OR
REPLACING SOD.

ALL RESTORED AREAS SHALL BE LEFT IN A CONDITION ACCEPTABLE FOR IMMEDIATE SOD INSTALLATION.
SETTLEMENT WARRANTY: THE CONTRACTOR SHALL BE RESPONSIBLE FOR CORRECTING, AT NO ADDITIONAL
COST TO THE OWNER, ANY SETTLEMENT, DEPRESSIONS, OR IRREGULARITIES RESULTING FROM TRENCH
BACKFILL OR COMPACTION FAILURE THAT OCCUR WITHIN ONE (1) YEAR OF FINAL ACCEPTANCE. ALL
CORRECTIONS SHALL BE MADE PROMPTLY UPON NOTIFICATION AND RESTORED TO ORIGINAL GRADE AND
CONDITION.

ELECTRICAL RISER DIAGRAM NOTES

1. THIS SERVICE HAS BEEN DESIGNED FOR 120/240 VOLT, SINGLE PHASE, THREE WIRE.

. CONTRACTOR SHALL PROVIDE GROUNDING ELECTRODE SYSTEMS AND CONDUCTORS PER NEC 250.50 AT A MINIMUM AND ADDITIONAL REQUIREMENTS AS SHOWN ON THE RISER DIAGRAM.

. CONTRACTOR SHALL PROVIDE GROUNDING ELECTRODE CONDUCTOR(S) TO ALL METALLIC PIPING SYSTEM(S) AND BOND AS PER NEC 250.52 (A)(1).
. CONTRACTOR SHALL PROVIDE GROUNDING ELECTRODE CONDUCTOR TO METAL BUILDING FRAME AND BOND PER NEC 250.52 (A)(2).

. CONTRACTOR SHALL PROVIDE CONCRETE ENCASED ELECTRODE IN BUILDING FOUNDATION AND BOND PER NEC 250.52 (A)(3).

. CONTRACTOR SHALL PROVIDE GROUNDING ELECTRODE RODS (3/4” BY 10' COPPER) AND BOND PER NEC 250.52 (A)(5)(b)-

. ALL UNDERGROUND AND ENCASED CONNECTIONS SHALL BE EXOTHERMIC. EXPOSED CONNECTIONS MAY BE COMPRESSION TYPE.
. ALL COMPONENTS SHALL BE COPPER UNLESS NOTED OTHERWISE.

GENERAL SHEET NOTES

A ALL PLANS ARE DIAGRAMMATIC IN NATURE. THESE DRAWINGS ARE NOT
SURVEY ACCURATE. ALL CONDITIONS MUST BE FIELD VERIFIED BY THE
CONTRACTOR.

B.  THE CONTRACTOR SHALL VISIT THE SITE TO VERIFY ALL DISTANCES,
OBSTRUCTIONS, ROUTES, AND GROUND, GRASS, PAVEMENT CONDITIONS
PRIOR TO SUBMITTING BID.

C.  ALL GRASS CUTS SHALL BE REPAIRED USING COMPACTED SOIL AND SOD
OF MATCHING GRASS TYPE. ALL PAVING CUTS MUST BE REPAIRED USING
#57 GRAVEL BACK-FILL AND MATCHING PAVEMENT (CONCRETE OR
ASPHALT AS REQUIRED)

D. AT ALL IRRIGATION CROSSINGS, FIELD VERIFY WATER LINE LOCATIONS,
HAND DIG AT CROSSINGS AS REQUIRED TO PREVENT DAMAGE TO
UNDERGROUND IRRIGATION  LINES.

E. FIELD VERIFY EXACT FAN LOCATIONS W/ OWNER PRIOR TO ROUGH-IN

F. AL CONDUCTOR TAPS SHALL UTILIZE SUBMERSIBLE POLARIS MECHANICAL
TAPS RATED FOR UNDERGROUND USE

G.  CONTRACTOR SHALL RECENVE ALL GREEN FANS FROM THE OWNER'S
VENDOR, AND SHALL STORE AND INSTALL THEM AS PART OF THE
CONTRACT. INCLUDE STORAGE CONTAINER AS NECESSARY AND EQUIPMENT

H.  ALL RACKS, PANELS, DISCONNECTS, AND EQUIPMENT SHALL BE PAINTED
GREEN TO MATCH RAL #6007 USING OIL BASED EXTERIOR ENAMEL,
SHERWIN WILLIAMS OR EQUAL

l. "SIDE-BY-SIDE” OR SIMILAR UTV EQUIPMENT MAY BE USED FOR SITE
ACCESS, CONSTRUCTION, MATERIAL TRANSFER, SPOILS TRANSFER, ETC.
FULL SIZE TRUCKS, FLAT-BED TRUCKS, SEMI-TRUCKS, CONCRETE
TRUCKS, TRAILERS, AND EQUIPMENT LARGER THAN A MINI-EXCAVATOR OR
HORIZONTAL BORING MACHINE ARE PROHIBITED FROM USE ON THE SITE.

J.  THE CONTRACTOR SHALL REMOVE THE OLD FANS AND THEIR ASSOCIATED
WIRING. THE FANS SHALL BE HAULED OFF-SITE AND DISPOSED OF AT A
SUITABLE LANDFILL BY THE CONTRACTOR.
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